
VPDES PERMIT PROGRAM FACT SHEET

This document gives pertinent information concerning the VPDES permit listed below. This permit is being processed as
a major industrial permit. The industrial and municipal discharges result from the operation of an electric generating
plant which consists of two 242 Megawatt gas-fired generating units, and their associated facilities. Additionally,
industrial discharges will result from the dewatering of coal-ash Pond 1A/1B in preparation for the final closure of the
coal-ash pond.

The permit process consists of: developing permit limitations based upon the EPA Steam Electric Effluent Guidelines,
the State Water Quality Standards and stormwater guidelines.

1. Facility Name and Address: SIC Code: 4911

Appalachian Power Company
Clinch River Plant
3464 Power Plant Road
Cleveland, VA 24225

Location: The Appalachian Power Company Clinch River Plant is located on State Route 665 in Russell
County, VA, near the community of Carbo. A location map is included as Attachment A.

36° 55' 58"N, 82° 12' 00"W Carbo, VA 7.5’ Quadrangle

2. VPDES Permit No: VA0001015 Expiration Date: September 14, 2015 (administratively continued)

3. Owner Contact:

Alan R. Wood, Manager
Water & Ecological Resource Services
American Electric Power
1 Riverside Plaza
Columbus, OH 43215
Telephone No.: (614) 716-1233

Facility Contact:

R. L. Chafin, Plant Manager
Clinch River Plant
3464 Power Plant Road
P.O. Box 370
Cleveland, VA 24225
Telephone No.: (276) 889-7323

4. Application Processing:

Application Complete: March 13, 2015
Draft Permit Date: March 31, 2016
DEQ Regional Office: Southwest Regional Office
Permit Drafted by: David Nishida Date: March 31, 2016
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8. Permit Characterization:

(X) Private ( ) Federal ( ) State ( ) POTW

( ) Possible Interstate Effect ( ) Interim Limits in Other Document

9. Facility / Treatment Description:

The Clinch River Plant is an electric generating station owned by the Appalachian Power Company. The facility
is currently in the process from converting from coal-fired generation to natural gas-fired generation. Previously
the facility utilized three 235 Megawatt (MW) coal-fired generators. Once the conversion is complete the facility
will utilize two 242 MW gas-fired generators to produce electricity for its distribution system.

The two units are equipped with Selective Non-Catalyst Reduction (SNCR) for Nitrogen Oxide (NOx) control
and mechanical draft cooling towers for cooling the circulating waters. The main plant site is located on Kiser
Bend along the Clinch River. The facility also utilizes areas adjacent to plant site for waste storage and disposal.

The SNCR process involves injecting urea, (NH2)2CO into the firebox of the boiler to react with the nitrogen
oxides formed in the combustion process. Urea is a nitrogen containing compound which is often used as a
component of commercial fertilizer because it is highly soluble in water, and can readily hydrolyze into ammonia
and carbon dioxide. The reaction for NOx reduction is: 4NO + 2(NH2)2CO + O2 → 4N2 + 4H2O + 2CO2. The
results of the reaction are diatomic nitrogen and water. The temperature window for efficient SNCR operation
typically occurs between 900°C and 1,100°C. Any products from the reaction, as well as any un-reacted nitrogen
compounds (i.e. ammonia slip) should be discharged through the emission stack in a gaseous form.

The facility had utilized five cooling towers to remove waste heat from the system; however, once the conversion
to natural gas is complete, only four will be utilized. The cooling water from the condensers is directed to the
cooling towers where it is cooled and re-circulated to the plant. Occasionally, a portion of the cooling water is
"blown down" in order to control mineralization and the buildup of solids. All cooling water blow down is
directed to Sump 004, and ultimately treated in the advanced wastewater treatment plant (AWWTP).

Chemical treatment of the cooling water is necessary to prevent biofouling of the cooling towers and condensers.
Each tower is shock treated for about 90 minutes per day with a biocide containing bromine and chlorine. The
facility also used a commercial surfactant in the cooling towers to control bio-fouling. During the period while
the cooling water is being treated with halogens, all water is recycled and no discharge to the wastewater system
is allowed. After sufficient contact time, the cooling water is de-chlorinated with a sodium bi-sulfite solution,
and the discharge from the cooling towers is allowed to resume only after testing of the water confirms that de-
chlorination is complete.

Water used in the boiler circuit is treated using a reverse osmosis system and is recycled and reused to the
greatest extent possible. However, a portion of the water in these circuits must also be discharged or "blown-
down" occasionally in order to maintain acceptable concentration of dissolved solids. As with the cooling water,
the boiler blow down, and the wastewater from the reverse osmosis treatment system is also directed to the
wastewater treatment plant and treated before being discharged.

All water for the site is supplied by two sources. A groundwater well provides the facility with potable water
supply and also furnishes a minor contribution to the process waters. The majority of the water used on site is
provided by surface waters withdrawn from the Clinch River.
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The company estimates that the facility will withdraw approximate maximum of 9.416 MGD from an intake in
the river once the conversion to gas is complete. About 1.136 MGD of the withdrawal will be returned directly
to the river to backwash the intake screens, and the remainder (8.280 MGD) will be utilized in the plant
processes. This represents a significant decrease in water withdrawals as compared to the previous coal-fired
operations at the plant (approximately 14 MGD).

The plant will utilize raw water from the river in three systems:

1) as make-up water for the cooling towers (6.347 MGD);
2) as a raw water source for a water treatment plant which provides high quality water to the boilers and

other process systems (0.245 MGD); and
3) as a source of cooling water and other miscellaneous water in the plant (1.689 MGD).

A schematic diagram of the water flow through the facility is included as Attachment B.

Prior to the conversion to natural gas, the plant received coal via truck and rail carriers and stored it at a coal
stockpile area at the southern portion of the plant site. The coal was transported into the plant by conveyer,
where it was crushed and used to fire the three boilers. While the plant will no longer utilize coal at the facility,
the permittee will continue to maintain a coal pile at the facility to serve as a distribution stockpile for other
facilities.

Also prior to the conversion to natural gas the boiler furnaces produced two forms of solid waste: fly ash and
bottom ash. Fly ash was the waste that is carried out of the furnace by the gas stream and is collected by the
electrostatic precipitators. Bottom ash was the larger ash component which drops out of the gas stream inside the
furnace. The fly ash was collected from the precipitators, stored in a silo adjacent to the plant, and was
ultimately placed in a captive industrial waste landfill. The bottom ash was collected from the bottom of the
furnace and mixed with water. The resulting slurry was pumped to the ash storage pond located along Dumps
Creek. While coal ash will no longer be generated at the facility, all potential discharges and stormwater
associated with the long term disposal sites will continue to be addressed under the VPDES permit.

Facility Modifications Since last Reissuance:

As mentioned above, this facility is currently in the process of converting from a coal-fired plant to a natural gas-
fired plant. A natural gas pipeline was installed from the Castlewood area to the facility in 2015. The conversion
will also involve decommissioning of the electrostatic precipitator, one of the three boilers/generators and one of
the five cooling towers. Since the plant will no longer be burning coal, coal combustion residuals will no longer
be generated at the site. As such the ash transport system has been decommissioned, negating the need to sluice
ash to Ash Pond 1A/1B. During the upcoming permit term, the CCR landfill and Pond 1A/1B will be closed and
capped. For the long-term, water usage and overall waste water discharge from the primary Outfall (003) will
decrease. For the short-term, during the closure of Pond 1A/1B, the permittee will be conducting dewatering
activities to prepare the pond for capping. The wastewater stream associated with the dewatering operation will
be treated by the plant’s advanced wastewater treatment plant prior to discharging to the Clinch River. Any
potential discharges and stormwater associated with the long term disposal sites will continue to be addressed
under this permit.

10. Residual Management and Disposal:

Prior to the conversion to natural gas the plant produced two types of solid waste at the facility: boiler ash and fly
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ash. Collectively these wastes are called coal combustion residuals or CCR. The facility utilized three areas for
the disposal of the CCRs – solid waste landfill (SWP 223), Ash Pond 1A/1B (SWP 620), and Ash Pond 2. Since
CRRs will no longer be generated at the facility, the permittee has submitted a closure proposal for the Ash Pond
1A/1B for approval under the Virginia Solid Waste Management regulations. DEQ has received a closure
proposal for the solid waste landfill. Pond 2 was decommissioned in 1997 and was capped with a PVC
geomembrane in 2014. Leachate from the solid waste landfill will continue to be addressed under this VPDES
permit. Additionally, as discussed in Section 22 Pond Closure of this factsheet, this VPDES permit will address
the necessary dewatering of Pond 1A/1B for closure.

In addition to the disposal sites referenced above, the permittee constructed a fourth CCR disposal site referred to
as the Possum Hollow Landfill located south of the power plant (SW Permit 607). This disposal site was
constructed prior to the decision to convert the facility from coal-fired generation to gas-fired generation. To
date, the Possum Hollow Landfill has not received CCRs and the permittee has indicated that they do not intend
to utilize this constructed landfill in the future.

Sewage Sludge Use or Disposal:

The facility also operates a small (12,000 gpd) activated sludge treatment plant to treat the domestic sewage from
the sanitary facilities at the plant. This treatment process produces approximately 3200-6500 gallons per year of
wet sludge which must be removed from the facility. This material is periodically removed from the treatment
system and transported to the Town of St. Paul Sewage Treatment Plant where it is incorporated into their waste
stream for ultimate disposal. The St. Paul plant is operated under the regulatory provisions of VPDES Permit
No. VA0026221.

11. Discharge Description:

Wastewater is produced at many locations along the process, but primarily consists of: boiler blow-down; cooling
tower blow-down; discharges from collection sumps within the buildings which collect miscellaneous low
volume waste streams; wastewater from the sanitary facilities; leachate from CCR disposal areas and stormwater
runoff. Additionally, during the upcoming permit term, the dewatering of Ash Pond 1A/1B will be addressed.
The reissuance application addresses the following existing discharge locations:

001 - Outfall 001 is the emergency overflow point of the ash water reclaim pond located near the plant
entrance. Prior to the conversion to natural gas, the boiler ash was transported in slurry to Ash
Pond 1A/1B located along the eastern and western banks of Dumps Creek. The supernatant from
Ash Pond 1A/1B was directed to the ash water reclaim pond for re-use in the ash transport
system. Now that ash transport activities have ceased at the plant, water from the ash water
reclaim pond will no longer be re-used.

During the dewatering of Ash Pond 1A/1B the ash water reclaim pond will serve as a temporary
holding pond for the dewatering operation prior to treatment in the wastewater treatment plant
(WWTP) and the advanced wastewater treatment plant (AWWTP) before discharging via Outfall
003. Once Ash Pond 1A/1B is dewatered the reclaim pond will continue to collect all discharges
from the closed Ash Pond 1A/1B and the CCR landfill to be directed to the treatment systems
prior to discharge.

The overflow point on the ash water reclaim pond is identified as a potential discharge location.
Excess water from the reclaim water system is normally diverted to the wastewater treatment
plant (WWTP) and the advanced wastewater treatment plant (AWWTP) prior to its discharge via
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Outfall 003; however, in the unlikely event that the storage capacity of the reclaim pond is
exceeded, a discharge from Outfall 001 will occur.

003 - Outfall 003 is the final discharge from the advanced wastewater treatment plant. The AWWTP
was placed into service in 1993, and was designed to provide an additional level of treatment to
waters discharged from the existing conventional wastewater treatment plant. The AWWTP also
receives the cooling tower blow-down and other miscellaneous waste waters which were
previously discharged from outfalls 004, 005, 009, 010, 011, and 012. Additionally, the
AWWTP will treat the supernatant generated during the dewatering operation associated with the
closure of Ash Pond 1A/1B.

The AWWTP was initially designed to remove copper from the wastewater using an iron
adsorption/co-precipitation process. However in 1997, the plant converted the treatment system
to utilize an aqueous solution of polymer and a sodium hydroxide salt, along with a cationic
polymer. The system also uses caustic to maintain pH in the process.

The plant is designed as a dual train unit, sized with sufficient capacity to ensure that either train
could handle the total anticipated flow. The treatment process consists of adding the polymer
solutions and a pH adjusting chemical (sodium hydroxide) to the wastewater, and directing it
through a conventional physical/chemical treatment process. In this process, the copper and
other metals are adsorbed onto the polymer induced “floc” and are precipitated from solution.
Currently, the precipitants from the treatment process are disposed of in Pond 1A/1B. However,
prior to the closure of Pond 1A/1B, a filter press will be installed and the precipitants will be
disposed of at the municipal landfill.

003A - Outfall 003A is an alternative discharge point for the AWWTP clearwell. The company
proposes to discharge through 003A during periods when high river levels (greater than 1506 feet
above MSL) at 003 prevent normal gravity discharge from the clearwell. During these times, the
effluent will discharge from the clearwell at outfall 003A. Any discharge at 003A will receive
complete treatment by the AWWTP.

005 - Outfall 005 is the former discharge location of the low volume waste streams. Sump 004 collects
cooling tower blow-down from the No. 5 cooling tower, along with several low volume waste
streams. Under normal conditions this water is pumped to the influent storage tanks of the
AWWTP. However, in the event that the pumps in the 004 sump were to fail, wastewater would
accumulate in Sump 004, and back up into the catch basin for outfall 005. The discharge is being
maintained as an emergency overflow location.

007 - Outfall 007 is the discharge which results from rainfall runoff from the coal stockpile area. All
runoff from the coal storage area and surrounding plant areas is collected in a sump and pumped
to a treatment facility on the southern end of the site. The treatment facility consists of two
sedimentation ponds in series. The discharge from each cell in the treatment system is controlled
by a manually operated shut off valve. The wastewater from each cell is manually decanted,
which results in intermittent batch discharges of the treated wastewater.

008 - Outfall 008 is the discharge from the sewage treatment plant which receives all sanitary waste
waters. The plant is an extended aeration type activated sludge plant with a design capacity of
12,000 gallons per day. The plant consists of a 6,120 gallon aerated surge tank; a 3,000 gallon
sludge holding tank; a 12,000 gallon aeration chamber; a 5,200 gallon clarifier; a 1,000 gallon
dosing tank; a tertiary treatment unit, and; an ultraviolet disinfection unit.
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014 - Outfall 014 is the discharge from the basins located at the toe of the landfill. The basins collect
surface water runoff and leachate from the fly ash disposal area. The basins are designed to
contain all leachate and the volume of runoff that would result from a 25-year, 24-hour storm
event. All water from these ponds is proposed to be pumped to the WWTP and ultimately to the
AWWTP for treatment and discharge at outfall 003. In the event that a storm event exceeding
the capacity of the pumps should occur, the ponds would discharge to the Clinch River via
Outfall 014. The outfall has not discharged in the last thirty years.

015 - Outfall 015 is identified as the collective discharge from groundwater discharges along the toe of
the embankment of the area which was previously used as Ash Pond 2. These discharges extend
along the banks of Dumps Creek for about 1200 feet along the face of the dike. Although the
permit had once proposed 015 as an outfall in accordance with the ash transport effluent
guidelines of 40 CFR 423.12, AEP did not agree with this classification, and submitted a
document to EPA which requests that alternative permit limits be set due to Fundamentally
Different Factors (FDF) being present in the system, and requested that EPA rule regarding the
applicability of the guidelines to this source. DEQ has found that such factors are present and
EPA has provided no objection. The ash pond was capped in 2014 with an impermeable
membrane, therefore, the source of water for these groundwater discharges has significantly
diminished.

The applicant has identified the following stormwater discharge locations within the power plant facility:

701 - Outfall 701 is the outlet of a vegetated swale which receives runoff from the area adjacent to
cooling tower No. 1. The area consists of approximately 3.1 acres which are mostly covered
with vegetation. A small portion of the watershed for 701 is used for material storage. No
treatment is provided for runoff discharged at outfall 701.

727 - Outfall 727 is the discharge from a sediment basin located on the western edge of the plant site.
The basin collects all drainage from a 17.9 acre watershed which includes drainage from: 1) the
main entrance area of the plant; 2) the area surrounding the stacks, precipitators, and ash silo;
3) the paved parking areas; 4) the area surround the salt storage basins, and; 5) the shipping and
receiving areas adjacent to the plant warehouse. Runoff collected in the basin will be manually
discharged in batch via a knife gate valve.

731 - A small drainage area (approximately 0.9 acres) adjacent to the coal pile is collected in a catch
basin which enters a storm drain which discharges to the Clinch River at Outfall 731. No
treatment is provided.

All stormwater discharges from the active disposal area of the coal combustion by-products landfill are directed
to the leachate collection ponds at the toe of the fill, and ultimately treated in the AWWTP. The runoff from the
vegetated outslopes, the haul roads, and the support areas are directed to the following five stormwater discharge
locations:

736 - Outfall 736 conveys stormwater from the eastern slope of the landfill. The watershed area for
this conveyance also includes a material storage area used by the contractor which hauls the
waste ash from the plant site. The area contains an office trailer, storage shed and equipment
fueling area, to support the operation and maintenance of the heavy equipment used in the
transport and disposal of waste ash. The watershed area for this outfall is approximately 14.8
acres.
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737 - Outfall 737 conveys runoff from the southernmost outslopes of the ash fill. The watershed area
for this outfall is approximately 6.2 acres.

738 - Outfall 738 conveys runoff from area between the two leachate collection ponds on the southern
outslopes of the ash fill. The watershed area for this outfall is approximately 8.2 acres.

739 - Outfall 739 conveys runoff from area adjacent to leachate pond No. 2. The watershed area for
this outfall is approximately 8.2 acres.

740 - Outfall 740 conveys runoff from the northern-most outslopes of the fill area. The conveyance
also receives drainage from undisturbed areas adjacent to the landfill operation. The watershed
area for this outfall is approximately 94.1 acres.

There are four stormwater outfalls associated with Ash Ponds 1 and 2.

501 - Outfall 501 is located on the southwestern corner of the now capped Ash Pond 2. This outfall
receives stormwater from the cap surface and surrounding area, and discharges to Dumps Creek.
This outfall was previously permitted under the Industrial Stormwater General Permit
VAR052112 but will be incorporated into this permit upon reissuance. The watershed area for
this outfall is approximately 21.9 acres.

502 - Outfall 502 is located on the northeastern corner of the now capped Ash Pond 2. This outfall
receives stormwater from the cap surface and surrounding area, and discharges to Dumps Creek.
This outfall was previously permitted under the Industrial Stormwater General Permit

VAR052112, but will be incorporated into this permit upon reissuance. The watershed area for
this outfall is approximately 21.9 acres.

503 - Outfall 503 is located on the southwestern corner of Ash Pond 1A/1B. The outfall services a
stormwater diversion system constructed around Ash Pond 1A/1B under a directive from
Virginia DCR Dam Safety Program. Construction of the diversion system was completed in
2015. The diversion system consists of a berm and channel that intercept stormwater runoff from
offsite tributary areas and convey it around Ash Pond 1A/1B to a discharge point on the Clinch
River. The Outfall 503 drainage area is approximately 53.6 acres. A legacy ash disposal site
occupies approximately 8 acres of the drainage area, and the remainder is offsite wooded terrain.
The ash fill site has protective cover and well-established vegetation that is regularly mowed and
visually inspected. The diversion system consists partially of a concrete collection channel and
energy dissipater basin totaling approximately 1 acre of impervious surface area. It is proposed
that when Ash Pond 1A/1B is closed, surface runoff and non-contact infiltration from the cap
will also discharge via Outfall 503.

504 - Outfall 504 is a proposed outfall to be located on the southeastern edge of Ash Pond 1A/1B.
This outfall will be constructed concurrently with the closure of Ash Pond 1A/1B. The outfall
will receive stormwater from the proposed cap and surrounding area, and discharge to Dumps
Creek via an existing tunnel under the adjacent road and railroad track. Outfall 504 drainage area
is approximately 8.7 acres.

There are three stormwater outfalls associated with the Possum Hollow Landfill area. This landfill has been
constructed as discussed above but has not been utilized for CCR disposal. The permittee has indicated they
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have no intention to use this landfill in the future:

801 - Outfall 801 is the discharge point from the pond identified as the Haul Road Pond. It collects
stormwater runoff primarily from the asphalt haul road via a roadside ditch. Approximately 25.12
acres drain to the Haul Road Pond, which was sized to handle the water quality volume specified
by the VSMP regulations. The outlet of the pond is considered Outfall 801 and discharges to
Possum Hollow, a tributary of the Clinch River.

802 - Outfall 802 is the discharge point for the stormwater pond identified as the North Pond. It
collects runoff from a portion of the asphalt haul road via a roadside ditch, as well as runoff from
vegetated areas around the landfill (North landfill buttress). Groundwater interceptor drains also
drain into the North Pond. The tributary area is approximately 50.6 acres and the pond was sized
to handle the water quality volume specified by the VSMP regulations. Outfall 802 also
discharges to Possum Hollow.

803 - Outfall 803 is the discharge point from the pond known as the South Pond. It collects stormwater
runoff from vegetated areas around the landfill (South landfill buttress). Groundwater
interceptor drains also drain into the South Pond. Approximately 15.8 acres drain to the South
Pond, which was sized to handle the water quality volume specified by the VSMP regulations.
This outfall discharges to an unnamed tributary with no surface connection to waters of the
United States.

A discharge locations are identified in the Location Map included as Attachment A.

12. Material Storage:

The facility currently utilizes above ground petroleum storage tanks ranging in size from 235 gallons to 110,000
gallons. The cumulative capacity of all storage units is less than 1MG. The facility submitted an Oil Discharge
Contingency Plan to DEQ which outlines the procedures employed to prevent the stored material from reaching
State waters. A copy of the approved plan is on file at the Southwest Regional Office. (FC-01-0020)

Also, other chemicals and potential pollutants are stored onsite including Sodium Nitrite, Sulfuric Acid, dust
suppressant CoalTrol-60, salt, and Urea/Ammonia. The chemical storage locations are documented in the
application and management practices and for potential spill and leaks are addressed in the current pollution
prevention plan required by the permit.

13. Ambient Water Quality Information:

All but seven of the discharges from the facility are directed to the Clinch River between river mile 266 and 268.
Outfalls 015, 501, 502, and 504 discharge into Dumps Creek, a tributary of the Clinch River. Outfalls 801 and

802 discharge to Possum Hollow, a tributary to the Clinch River. Outfall 803 discharges to an unnamed tributary
with likely subsurface connection to Mill Creek, a tributary to the Clinch River.

The low flow characteristics of the receiving streams were estimated from gauging stations nearby. A copy of the
low flow determination is on file at the DEQ regional office. The flow estimates for the outfalls to the Clinch
River below the plant intake were adjusted by 8.280 MGD (estimated maximum withdrawal rate post conversion
to natural gas) to account for the maximum reported withdrawal at the intake. The critical flow values used in
the evaluation of the permit are listed below:
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Clinch River above the Intake (701)
1Q10 ............ ............ ............ ............ ............ 31 MGD
7Q10 ............ ............ ............ ............ ............ 36 MGD
1Q10 (high flow) .......... ............ ............ ............ 48 MGD
7Q10 (high flow) .......... ............ ............ ............ 61 MGD
30Q5 ............ ............ ............ ............ ............ 48 MGD
Harmonic Mean ............ ............ ............ ............154 MGD

Clinch River below Dumps Creek (001, 003, 003A, 005, 007, 008, 014)
1Q10 ............ ............ ............ ............ ............ 14 MGD
7Q10 ............ ............ ............ ............ ............ 19 MGD
1Q10 (high flow) .......... ............ ............ ............ 35 MGD
7Q10 (high flow) .......... ............ ............ ............ 48 MGD
30Q5 ............ ............ ............ ............ ............ 33 MGD
30Q10 ............ ............ ............ ............ ............ 27 MGD
30Q10 (high flow) ....... ............ ............ ............ 89 MGD
Harmonic Mean ............ ............ ............ ............115 MGD

Dumps Creek (015)
1Q10 ............ ............ ............ ............ ............1.84 MGD
7Q10 ............ ............ ............ ............ ............2.11 MGD
1Q10 (high flow) .......... ............ ............ ............2.85 MGD
7Q10 (high flow) .......... ............ ............ ............3.59 MGD
30Q5 ............ ............ ............ ............ ............2.89 MGD
Harmonic Mean ............ ............ ............ ............9.06 MGD

The Clinch River at Carbo is designated as waters which contain endangered or threatened species as identified
by the United States Fish and Wildlife Service. A previous permit action required AEP to conduct studies of the
Clinch River in order to assess the plant's impact to the downstream endangered species populations. The studies
were designed to assess the extent of impact to three endangered species of unionid mussels, and to identify the
sources of toxicant. The studies generated toxicity data on 15 Clinch River species and surrogates. The company
submitted the final report of the studies in 1989. The results of their studies indicated that certain discharges
(003, 004 & 005) from the facility had an adverse impact to the Clinch River biota, and that copper was identified
as the primary toxicant. The report provided data to support the calculation of a site specific copper criteria.

The company submitted the final report on the site specific copper criteria on February 19, 1991. The report
determined that five mollusk species and a mayfly species had exhibited chronic effects from copper
concentrations at levels lower that the existing chronic criteria level (16.9 μg/l).  As a result of the AEP research, 
the Board amended the Water Quality Standards on May 5, 1992 to adopt a special site specific standard (680-21-
08.15).  The modification reflects an in-stream acute standard for total recoverable copper of 19.5 μg/l, and a 
chronic standard for total recoverable copper of 12.4 μg/l. 

As a consequence of the results of these studies, the SWCB required that water quality based limits be
implemented for copper. The permit for the facility included final limits for copper and a compliance schedule to
achieve the limits by June 1, 1993. In order to comply with the proposed limits, the company built the advanced
wastewater treatment plant (AWWTP) and consolidated all wastewater discharges which were identified to
contain elevated levels copper. This eliminated discharges 004, 009, 010, 011, and 012, and transformed
discharge 005 into an emergency overflow (bypass) discharge point.
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Construction of the AWWTP was completed and the copper removal facility was put into full operation on April
16, 1993, and the company was able to achieve compliance with the final limits. Subsequent monitoring for the
effluent limitations indicates that the facility continues to achieve compliance with the limits.

As an ongoing component of the assessment of water quality conditions, DEQ conducts sampling of many waters
throughout the state to determine the ambient conditions. Although there are several monitoring sites along the
main stem of the Clinch River, the following three sites are in relatively close proximity to the plant and may be
utilized to estimate conditions at the plant:

Site ID: Location Description
6BCLN271.50 Clinch River near Cleveland 3.70 miles upstream
6BCLN264.27 Clinch River approximately 3.53 miles downstream

A review of the data collected from these sites during the last five years indicates that the segment continues to
comply with the water quality standards assigned to the waters. Analysis results presented below are maximum
values:

Potential Pollutant
Upstream

Analysis Results
(6BCLN271.50)

Downstream
Analysis Results
(6BCLN264.27)

Acute
Standard

Chronic
Standard

H. Health
Standard

Antimony, Dissolved (ug/L as Sb) <0.5 <0.5 NA NA 640

Arsenic, Dissolved (ug/L as As) 0.64 0.67 340 150 NA

Barium, Dissolved (ug/L as Ba) 53 58.7 NA NA NA

Cadmium, Dissolved (ug/L as Cd) <0.1 <0.1 4.9 1.4 NA

Chloride, Dissolved (mg/L) 13.9 No Data 860 230 NA

Chromium, Dissolved (ug/L as Cr) 3.39 4.4 NA NA 100

Copper, Dissolved (ug/L as Cu) 1.3 1.51 19.5 12.4 NA

Iron, Dissolved (ug/L as Fe) <50 <50 NA NA NA

Lead, Dissolved (ug/L as Pb) 0.12 0.12 150 18 NA

Manganese, Dissolved (ug/L as Mn) 11.78 12.59 NA NA NA

Mercury TL, Filtered Water, Ultratrace Method (ug/L) 0.0029 0.0024 1.4 0.77 NA

Nickel, Dissolved (ug/L as Ni) 1.5 1.90 220 24 4600

Nitrogen, Ammonia, Total (mg/L as N) <0.04 0.14 4.29 0.766 NA

Selenium, Dissolved (ug/L as Se) <0.5 0.75 20 5 4200

Silver, Dissolved (ug/L as Ag) <0.10 <0.10 4.9 NA NA

Thallium, Dissolved (ug/L as Tl) <0.10 <0.10 NA NA 0.47

Zinc, Dissolved (ug/L as Zn) 3.04 2.62 140 140 26000

The results of the ambient downstream monitoring does not indicate that the discharges from the facility have had
an adverse effect to the water quality of the Clinch River.

Dumps Creek is listed a 303(d) impaired water for not supporting aquatic life use (benthic) with TSS and TDS
identified as the likely stressors. DEQ does not have a nearby monitoring station on Dumps Creek for which
metals data has been collected; however, during the previous permit term the permittee collected upstream and
downstream metals data on Dumps Creek (quarterly for total of 10 sampling events) in lieu of groundwater
monitoring in support of the closure of Ash Pond 2. Analysis results presented below are maximum values:
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Potential Pollutant
Maximum
Upstream

Analysis Results

Maximum
Downstream

Analysis Results

Acute
Standard

Chronic
Standard

H. Health
Standard

Antimony (ug/L) 0.16 0.14 NA NA 640

Arsenic (ug/L) 0.82 0.82 340 150 NA

Barium (ug/L) 94.8 95.7 NA NA NA

Beryllium (ug/L) <0.30 <0.30 NA NA NA

Cadmium (ug/L) <0.05 0.14 5.6 1.5 NA

Chromium (ug/L) 0.2 0.4 NA NA 100

Copper (ug/L) 0.92 0.82 18 12 NA

Lead (ug/L) 0.367 0.838 180 20 NA

Mercury (ug/L) <21 <21 1.4 0.77 NA

Molybdenum (ug/L) 1.50 8.33 NA NA NA

Selenium (ug/L) 0.5 2.4 20 5.0 4,200

Thallium (ug/L) <0.05 <0.05 NA NA 0.47

Uranium (ug/L) 0.933 0.932 NA NA NA

Vanadium (ug/L) <2 <2 NA NA NA

Boron (mg/L) 0.117 0.095 NA NA NA

Lithium (mg/L) 0.046 0.054 NA NA NA

Strontium (mg/L) 0.582 0.627 NA NA NA

Chloride (mg/L) 15.7 15.8 860,000 230,000 NA

Total Dissolved Solids (mg/L) 497 495 NA NA NA

Conductivity (umho/cm) 797 786 NA NA NA

Notes:
1: All samples were less than quantification level. Highest QL utilized was 2 ug/L. Lowest QL utilized was 0.002 ug/L.

The results of the monitoring conducted by the permittee does not indicate that the discharges from the facility
have had an adverse effect to the water quality of Dumps Creek.

14. Anti-Degradation Review:

Clinch River: Tier 2
Dumps Creek: Tier 1

The State Water Control Board's Water Quality Standards includes an antidegradation policy (9VAC25-260-30).
All state surface waters are provided one of three levels of antidegradation protection. For Tier 1 or existing use
protection, existing uses of the water body and the water quality to protect these uses must be maintained. Tier 2
water bodies have water quality that is better than the water quality standards. Significant lowering of the water
quality of Tier 2 waters is not allowed without an evaluation of the economic and social impacts. Tier 3 water
bodies are exceptional waters and are so designated by regulatory amendment. The antidegradation policy prohibits
new or expanded discharges into exceptional waters.

The antidegradation review begins with a Tier determination. Because this segment of the Clinch River watershed
currently meets all water quality standards, with the exception of bacteria, the receiving waters are considered to
be high quality waters, and the segment is classified as “Tier 2” waters.
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Since the quality of Tier 2 waters is better than required by the standards, the regulations mandate that no
significant degradation of the existing quality will be allowed. In order to comply with the above restrictions, it
is necessary to establish anti-degradation baselines at the time the water is assigned to the Tier 2 category. This
baseline identifies the quality that must be maintained by the current proposal as well as all future proposals, and
is defined as the difference between the existing water quality and the lower quality allowed by the standards.

The application for reissuance proposes no new or increased discharges of pollutants, and the existing water
quality based effluent limitation for copper is proposed to be maintained at its existing level. Therefore, this
permit action will maintain the existing water quality and support the existing uses of the stream, and complies
with the anti-degradation policy established by 9 VAC 25-260-30.

The staff proposes a staged approach in evaluating Outfall 003 with respect to antidegradation baselines and
developing effluent limits. One stage represents the discharge from Outfall 003 during normal operations. A
second stage represents the discharge from Outfall 003 during the enhanced dewatering of Pond 1A/1B. Because
there was no proposed expansion or change in the nature of the discharge from Outfall 003 during non-enhanced
dewatering operations, antidegradation baselines were not calculated for any toxic parameters at Outfall 003.

Because the proposed enhanced dewatering of Pond 1A/1B represents a change in nature of the discharge for
Outfall 003 during the enhanced dewatering operations, antidegradation baselines were calculated for the process
wastewater discharges. The antidegradation baselines are presented in the MSTRANTI spreadsheet that can be
found in Appendix H. The baselines were calculated for all toxic parameters as not more than 25% of the unused
assimilative capacity of the criteria for the protection of aquatic life (acute and chronic) and not more than 10%
for the protection of human health. The unused assimilative capacity is defined as the difference between existing
water quality and the criterion for a specific pollutant.

Dumps Creek is determined to be a Tier 1 waterbody. This determination is based on the fact that Dumps Creek
is listed a 303(d) impaired water for not supporting aquatic life use (benthic) with TSS and TDS identified as the
likely stressors.

15. Site Inspection:

Date: September 30, 2015 Performed By: Allen Cornett, Jason McCroskey, and David Nishida

A comprehensive site inspection was conducted within the past year. The inspection reviewed all aspects of the
operation with respect to the permit requirements. No deficiencies or violations of the permit requirements were
noted.

A site inspection for ISWGP VAR052112 was conducted on January 11, 2016 by Chad Quesenberry and David
Nishida. No deficiencies or violations of the permit requirements were noted.

On October 21, 2015, a site visit was conducted with USFWS and DEQ to discuss 316(b) requirements. On
February 3, 2016, a site visit was conducted with DEQ Solid Waste staff to discuss pond closure requirements.

16. Effluent Screening: See Appendix A – F, and I

17. Anti-Backsliding:

Because the effluent limitations included in the draft permit are at least as restrictive to those in the existing
permit, the proposed action conforms to the anti-backsliding provision of the regulations.
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18. Compliance Schedules:

There are no compliance schedules in the permit.

19. 303(d) Listed Segments (TMDL):

The majority of the discharges from the operation of the facility are directed to the Clinch River, which is listed
as an impaired water for E. coli, and the subject of the Bacteria TMDL Development for the Middle Clinch River
and Tributaries in Virginia, approved by EPA on January 17, 2014 and the SWCB on June 30, 2014. The TMDL
assigned an annual allocated load of 6.27E+10 cfu and daily allocated load of 1.72E+08 cfu to the facility, both
of which equates to a permitted concentration of 126 cfu/100mL. The proposed permit proposes a monthly
average limit of 126 cfu/100mL (geometric mean), which is in compliance with the TMDL. A review of DMR
data submitted demonstrates the facility’s compliance with both the permitted effluent limit and load allocations
of the TMDL.

A small portion of water from this facility discharges directly to Dumps Creek via a number of small
groundwater discharges along the toe of the embankment of the capped Ash Pond 2. The cumulative discharge
from the discharges is identified as Outfall 015 in the permit. Additionally, two stormwater outfalls (Outfalls 501
and 502) associated with the capped Ash Pond 2 and a proposed new stormwater outfall (Outfall 504) associated
with Pond 1A/1B discharge to Dumps Creek. Dumps Creek was placed on the Commonwealth of Virginia’s
1994 303(d) List of Impaired Waters for not supporting the state’s aquatic life use. EPA approved the Dumps
Creek TMDL on June 03, 2004 for this segment. A modification to the TMDL was approved by EPA on October
13, 2010, that added this permit (along with other facilities) to the list of point sources within the Dumps Creek
watershed. The impairment to Dumps Creek is primarily attributed to total dissolved solids and total suspended
solids resulting from historical mineral extraction. According to the approved TMDL… “the potential sources
contributing to the impairment include both nonpoint source contributions and point sources. The primary
nonpoint source in the Dumps Creek watershed is abandoned mine lands (AML), which include, mine spoils,
benches, and disturbed areas.” The discharges along Dumps Creek which are addressed in this permit are a very
minor potential source of pollutants into the mouth of Dumps Creek, and have a negligible impact upon the
receiving water. The TMDL references this permit with a Wasteload Allocation 2,536 kg of total suspended
sediment per year. However, in reviewing the DMR data for Outfall 015 and the DMR data for Outfalls 501 and
502 under Industrial Stormwater General Permit VAR052112 under which the outfalls are currently authorized,
these three outfalls do not appear to be significant sources of suspended sediment. As such, effluent limits or
further monitoring for Outfalls 501and 502 is unwarranted. Outfall 015 will continue to be sampled for TSS in
this proposed permit, however, effluent limits for TSS are unwarranted.

20. Whole Effluent Toxicity (WET) Program:

Earlier permit actions initiated whole effluent toxicity testing at the facility to determine the potential toxicity of
discharges 003 and 007. The initial toxic management program (TMP) required that the company conduct four
semi-annual acute toxicity tests on grab samples of effluent from 007, and four quarterly acute and chronic
toxicity tests on 24-hour composite samples from outfall 003. The permit specified that sampling at outfall 007
was to begin immediately following the 1990 reissuance of the permit, and sampling at outfall 003 was to start
upon completion of the copper removal treatment facility AWWTP.

The company initiated the biological and chemical monitoring of outfall 007 in 1990. APCO completed the
construction of the AWWTP in April 1993, and initiated the TMP testing at outfall 003 in August, 1993. This
initial screening at 003 and 007 passed the criteria necessary to demonstrate no actual or potential toxicity, as
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described by the regulations and the toxic management guidelines, and the treated discharges were considered to
be non-toxic.

Since that time, the facility has routinely conducted additional testing of the effluent to confirm the continued
compliance with initial results. During the 2010 permit reissuance, acute Whole Effluent Toxicity sampling was
added to Outfall 727 on a quarterly basis.

The previous permit established evaluation criteria which defined potential acute toxicity from outfalls 007 and
727 as an LC50 of less than 100% effluent, and defined potential chronic toxicity test from outfall 003 as an
NOEC of less than the drought flow in-stream waste concentration (IWC) of 18%. A review of the submitted
data reveals that all of the whole effluent toxicity results from the quarterly/annual compliance testing pass the
evaluation criteria, and the treated wastewater from these discharges is considered non-toxic to the test species.

The guidelines for toxicity testing recommend annual compliance monitoring for Outfall 003 and 007 resume for
the duration of the permit. Because the operation is a major facility with a significant discharge to the receiving
waters, the staff recommends continued biological testing to monitor the continued compliance with the water
quality standards of the receiving stream for Outfalls 003 and 007.

Given that projected effluent flows form Outfall 003 have decreased, and that projected drought flows have
increased as a result of decreases in water withdrawal rates, the staff reevaluated Outfalls 003 and 007 using
WETLimit10.xls with the current assumptions. Evaluation of Outfall 003 with WETLimit10.xls indicated that an
appropriate acute screening endpoint is an LC50 of 1.00 TUa and an appropriate chronic screening endpoint is an
NOEC of 10.00 TUc. Evaluation of Outfall 007 with WETLimit10.xls indicated that an appropriate acute
screening endpoint is an LC50 of 2.70 TUa. Since Outfall 007 is a batch discharge from a treatment pond, chronic
WET testing has not been required, and will not be required by this permit.

The WET testing results from 10 quarterly sampling events for Outfall 727 (batch stormwater discharge) has
indicated the discharge is non-toxic. Evaluation of the outfall with WETLimit10.xls indicated that an appropriate
acute screening endpoint would be an LC50 of 5.55 TUa. WET testing during the previous permit term resulted in
LC50 values < 1 TUa for all sampling events. Furthermore, with the decommissioning of the ash transport system,
the potential pollutant sources within the drainage area have been minimized. As such, the staff recommends
discontinuing WET testing on Outfall 727. The permit will continue to require to monitoring for pH, oil/grease,
and TSS at Outfall 727.

The staff recommends requiring monthly WET testing during the Ash Pond 1A/1B dewatering operation that will
discharge through Outfall 003 after treatment in the AWWTP. This approach is consistent with the WET testing
requirements found in other VPDES permits addressing the dewatering of coal ash ponds. Evaluation of the
dewatering operation through Outfall 003 with WETLimit10.xls indicated that an appropriate acute effluent limit
is an NOAEC of 100% and an appropriate chronic effluent limit is an NOEC of 10.00 TUc.

This monitoring scenario is consistent with current DEQ guidelines, and is sufficient to monitor the potential
impact to the receiving stream, with the current wastewater sources and existing level of treatment. Information
regarding the development of these endpoints/limits can be found in Appendix F.

21. Stormwater Discharges Associated with Industrial Activity:

The VPDES Permit regulations 9 VAC 25-31-10 establish requirements for dischargers of stormwater associated
with industrial activity. According to these regulations, the definition of stormwater associated with industrial
activity includes:
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1) Landfills, land application sites, and open dumps that receive or have received industrial wastes,
including those subject to regulation under subtitle D of RCRA, and;

2) Steam electric power generating facilities, including coal handling sites;

Therefore, all outfalls from the facility which contain stormwater runoff from these categories of discharges will
be subject to the stormwater provisions of the VPDES program. The stormwater runoff from the active portions
of the landfill is directed to the landfill leachate collection system, and is ultimately treated in the AWWTP
which is directed to outfall 003. Commingled discharges, such as outfall 003, which receive both process waters
and stormwater runoff must also conform to the stormwater provisions of the permit. However, storm event
monitoring will not apply at Outfall 003, since its stormwater component is but a minor portion of the entire
wastewater stream. The remaining stormwater discharges associated with the landfill discharge runoff from the
vegetated outslopes of the fill, and do not contact the waste material. Consequently, they are not assigned landfill
sector specific monitoring requirements.

For routine stormwater monitoring purposes, the permit has addressed the discharges from the main plant area
and the areas used for coal storage and handling. The applicant submitted results of stormwater discharge
monitoring as required by the Part I.A monitoring requirements for 007 and 727, and the EPA Form 2C and 2F
application requirements. The results of their monitoring and application screening have identified no pollutants
at concentrations which would potentially contravene the water quality standards, or necessitate further review.
For example, current implementation of the stormwater regulations would require additional monitoring and the
development of pollutant specific control strategies for any pollutant at concentrations greater than or equal to
two times the acute water quality standard for the stream. Since all pollutants were determined to be below this
“action level” no pollutant specific stormwater special conditions are included in the permit for any of the
discharge locations.

The permit includes all applicable stormwater monitoring and management requirements as established by 9
VAC 25-31-10 and is consistent with the requirements of 9 VAC-25-151-10. Specific monitoring requirements
will address outfall 007 that are based upon the coal pile runoff recommendations. However, the sampling
requirements have been changed to grab samples, because the discharges from both of these locations are batch
discharges that are manually decanted. Therefore, the discharges are not directly the result of a rainfall event,
and the standard stormwater sample requirements are unnecessary. Outfall 727 will continue to be monitored for
pH, oil and grease, TSS and iron.

The management and control of all stormwater discharges is governed by the stormwater management provisions
proposed in Part I.F of the draft permit. These requirements are based on the General VPDES Permit for
discharges of stormwater associated with industrial activity as required by 9 VAC 25-151-10, and include
quarterly visual examinations; a prohibition of non-stormwater discharges, and; the implementation of a
stormwater pollution prevention plan.

22. Ash Pond Closure:

Historically, the bottom ash from the Clinch River plant was handled using two impounded areas identified as
Pond 1 and Pond 2. The ponds are located along Dumps Creek in an area north of the power plant. Pond 1 is
located on the western side of Dumps Creek, and Pond 2 was located on the eastern side of Dumps Creek. The
ponds received ash from the furnaces which were hydraulically transported from the plant. Decant water from
both ponds were directed into the Reclaim Pond near the entrance to the plant site and recycled for use in the ash
transport stream. All blow down or excess water from the ash transport system was pumped from the reclaim
pond and directed to the wastewater treatment system serving Outfall 003.
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Pond 2 was taken out of service in 1997 and had remained dry for many years. On March 21, 2012, APCO
submitted plans for closure of the Pond 2 structure. The closure of Ash Pond 2 was accomplished by re-grading
the surface of the remaining dry ash and installing an impermeable cap with a vegetative cover. The DEQ
SWRO approved the proposal in a letter dated June 1, 2012 under provisions of the VPDES permit.

Construction began in 2013 and the dry pond surface was re-graded to achieve a gently sloping surface to
promote surface water runoff. The re-graded ash surface was covered with a 30 mil PVC flexible membrane liner
covered by a geo-composite drainage layer and 2-feet of soil fill. The surface soil was seeded and mulched to
promote the growth of a vegetative cover, and some of the surfaces were covered with sod to hasten re-
vegetation. All offsite run-on of stormwater has been conveyed around the facility by means of diversion ditches
that are designed to convey runoff from a 50-year storm. The reclaimed site is sloped such that non contact runoff
from the capped areas is directed into one of two collection channels and conveyed to Dumps Creek as non-
contact stormwater which is addressed in the VPDES permit as Outfalls 501 and 502.

Clinch River Plant ceased burning coal for power generation on September 2, 2015. Consequently, Pond 1
stopped receiving coal combustion residuals prior to October 19, 2015, the effective date of the federal CCR rule.
The pond is considered an inactive surface impoundment under the federal coal combustion residuals rule (40

CFR 257.53) and subject to closure under the DEQ regulation 9 VAC 20-81 which became effective January 27,
2016.

DEQ received the Closure Plan for Pond 1 on January 11, 2016. The closure plan is under review by the DEQ
Division of Land Protection and Revitalization under the solid waste management regulations and EPA’s 2015
final rule on the disposal of coal combustion residuals. The closure and post closure activities will be subject to
the DEQ solid waste permit number SWP620. Although ash generation has ceased and the plant will remain idle
until the conversion to gas is complete, the ponds have continued to receive wastewater from the water treatment
process.

The closure plan proposes to reclaim the site by re-grading the dried surface and installing an impermeable PVC
liner on the top of the ash. A drainage layer will be installed above the liner, followed by a soil cover and
vegetative cover. The drainage network will collect water which infiltrates the soil cover above the liner and
direct it into the non-contact post-construction stormwater conveyance.

All ash-contact stormwater runoff during the construction phase of operations will be directed into the reclaim
pond and treated at the AWWTP and discharged with process water at Outfall 003.

Pond 1 consists of two distinct sub-areas which are bisected by a causeway for vehicle access to the north side of
the pond. The two pond sections are connected via a pipe underneath the causeway. The portion of the pond at
the western end of the pond is referred to as Pond 1A, and the lower ( i.e. downstream) portion of the pond is
referred to as Pond 1B. The total upper surface of the Pond 1A/1B complex consists of approximately 20 acres.
Ash transport water was discharged into the head of Pond 1A, which has a surface area of approximately 13

acres. The Pond 1B portion lies on the north eastern end of the diked area and is approximately 5 acres in size
and contains the decant structure which is located is at the eastern end adjacent to the hillside on the northeast
end of the pond. Over the life of the operation, normal operations of the Pond 1 system included routine removal
of ash for disposal at the adjacent landfill or for beneficial uses off site. Normal operations also included
adjustment of the pond level and placement of ash within the pond to direct water flow and minimize short-
cutting of the discharge route.

A site visit to the site on February 3, 2015 confirmed that the entire surface of Pond 1A was essentially dry.
Upon cessation of coal use, the wastewater discharges into pond one was moved from the head of Pond 1A to the
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head of the Pond 1B. The volume of flow which is directed to the pond has been significantly reduced since it
consists solely of water from the AWWTP underflow. At the time of the site visit, the portion of the pond which
contains free standing water is limited to approximately 2 acres adjacent to the outlet structure.

The facility intends to remove the Pond 1A/1B complex from the wastewater treatment system in the upcoming
months. The facility proposes to install a de-watering screw press to receive the only remaining wastewater
currently directed into the Pond 1A/1B system. The press will produce a solid waste which will be removed from
the site and placed in an off-site commercial or municipal landfill. The wastewater produced from the
dewatering press will be redirected in the head works of the treatment system, thus eliminating any future
discharge to the inactive surface impoundment. The dewatering press is intended to be in operation by late 2016;
however, all process discharges to Pond 1 are to be eliminated by early to mid 2016 once DEQ grants approval to
dewater the pond. The permittee proposes to utilize in the interim a vendor-supplied system consisting of
vacuum boxes with 250 micron filter liners to capture and dewater wastewater treatment solids. The filtrate from
the interim system will be re-circulated back into the AWWTP.

As stated above, all overflow of the Pond 1A/1B continues to be directed to the reclaim pond near the entrance to
the plant. This wastewater is ultimately pumped to the AWWTP for treatment and is ultimately discharged at
Outfall 003. During the proposed closure of the pond system, any remaining waters in the surface impoundment
will be pumped into the existing decant system which is directed into the reclaim pond. Once the material is
sufficiently dry, the surface will be re-graded to establish an appropriate drainage and fully capped as described
above.

The company estimates that the total volume of water remaining in Pond 1 is 4.31 MG. To initiate dewatering
they propose to place a mechanical pump at or near the existing decant structure and pump the liquid contents
into the existing decant piping. The company estimates that the maximum rate of discharge will be
approximately 0.18 MGD from the dewatering operation, and will be conducted over a period of 24 working
days.

The dewatering activities and the management of the produced wastewater may be controlled both by the rate of
flow from the dewatering pump, and the rate of pumping from the reclaim pond to the AWWTP. There is
significant free board maintained in the reclaim pond such that any variation in decant flow would be equalized
by the basin. Therefore, the company estimates that the potential increase in flow to the AWWTP resulting from
the dewatering activities would be 0.18 MGD. The AWWTP has a maximum design flow capacity of 8 MGD.
The anticipated maximum flow from the AWWTP is approximately 4.84 MGD with both generation Units 1 and
2 in service. Units 1 and 2 are currently undergoing conversion, and it is anticipated that one or both of the units
will be out of service during the dewatering operation. Given the anticipated reduced flows to the AWWTP
associated with the out-of-service unit(s), the addition of approximately 0.18 MGD associated with the
dewatering of Pond 1 combined with other influent flows to the AWWTP will be well within the maximum flow
of 4.84 MGD presented in the application and utilized in the evaluation of the effluent.

Once the discharges from the dewatering activities are complete, all stormwater discharges from the active
working face of the ash will be directed to the reclaim pond and subsequently to the AWWTP for treatment.

23. Raw Water Intake and Section 316(b) requirements:

VPDES Permit Regulation 9VAC25-31-165.C requires existing facilities with cooling water intake structures to
meet the requirements under §316(b) of the Clean Water Act (CWA) determined by the department on a case-by-
case, best professional judgment basis. DEQ staff have determined the permitted facility to be subject to the
§316(b) requirements because it is a point source that uses or proposes to use one or more cooling water intake
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structures that withdraws waters of the U.S. for cooling purposes.

The facility operates an intake structure on the banks of the Clinch River which provides raw water for the plant
operation. The plant began operation in 1958 and the intake has served the facility continuously since that time.
During its operation as a coal fired facility, the intake provided water for boiler water, cooling water, ash
transport water and similar process water needs. The intake structure has two 7’ - 2” wide intake openings and
has a trash rack in the opening to the river and two conventional traveling screens. Each basket frame in the
traveling screens has screened openings of 10.3 square feet each with 3/8” inch square openings created by 0.080
inch diameter mesh wire. The bottoms of the screens are located at elevation 1484 feet above MSL. The low
water pool elevation is approximately 1488 feet and the normal pool elevation of the segment is estimated to be
1,490 feet.

When in operation as a coal fired facility the station had three generating units. The intake is fitted with 3 pumps
each rated at 6,500 gallons per minute. When operated as a coal fired facility, normal water demands routinely
utilized two of the pumps and the third was held in reserve. Although this results in an intake design flow
capacity of 18.36 MGD (12,750 gpm), actual monthly flow figures for the period of 2010 to 2013 ranged from
7.03 MGD to a maximum of 13.69 MGD.

The company indicates that approximately 65% of the intake water is used for cooling purposes. The Clinch
River Plant has five mechanical draft cooling towers in a closed loop system to remove excess heat from the
system. The company indicates that the towers operate on two to five cycles of concentration and provide a flow
reduction of at least 97% compared to a once-through cooling system.

During the conversion to gas fueled operation, changes in the plant operation are anticipated to have significant
reduction in make-up water needs. The Unit 3 furnace and the #5 cooling tower were decommissioned and taken
out of service in May 2015. Units 1 and 2 are being converted to utilize natural gas, and make-up water for ash
transport is no longer required for any of the units. Consequently, the company estimates that the intake flow
necessary for operation can be met by a single pump operation and the flow will be reduced to 6,500 GPM (9.36
MGD). This represents a 49% reduction in design flow from the previous operation.

On August 14, 2014 the Environmental Protection Agency published the final rule which established
requirements for cooling water intake structures at existing facilities that are designed to withdraw at least 2
million gallons per day of cooling water. The new regulations were to be implemented in the existing VPDES
permits. It requires that existing facilities that withdraw at least 25% of their water from an adjacent water body
exclusively for cooling purposes reduce fish impingement. This rule includes a national performance standard as
the “best technology available (BTA)” to address impingement mortality at existing cooling water intake
structures.

The regulations provided seven options for meeting BTA requirements for reducing impingement. The identified
options included four technologies (closed-cycle recirculation systems, reduced design intake velocity, reduced
actual intake velocity, and existing offshore velocity caps) that will generally comply with the BTA impingement
mortality standard.

Included as Appendix H of the VPDES application for reissuance, APCO provided information required by the
316(b) final rule. Their report included information regarding the design and operation of the intake system, a
description and characterization of the source water including biological survey reports and threatened and
endangered species screening, as well as other site specific technical data required by the rule. The findings of
their report indicated that the facility complies with the standards for the “best technology available” (i.e. BTA)
for the following reasons:
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a) The Clinch River Plant utilizes a closed cycle cooling system;
b) The flow reductions achieved through the retirement of unit 3 and the subsequent fuel conversion of Unit

1 and Unit 2 reduces the trough-screen velocity to 0.5 fps and thereby conforms to impingement
mortality reduction standard.

The company asserts that the facility operations are consistent with the 316(b) rule for existing facilities and that
no further control measures are necessary.

In accordance with the implementation memorandum issued by the USEPA on December 11, 2014, (See Fact
Sheet Appendix J.4) the DEQ-SWRO forwarded the application materials to the USFWS (service) for review and
comment. Under the provisions of the program, the service has the opportunity to recommend that DEQ require
site specific and species specific control measures and monitoring requirements.

In a letter dated July 16, 2015 the service asserted that the existing intake has the potential to impinge and entrain
federally listed fish (i.e yellowfin madtom) and larval mussels, which they assert would result in an unauthorized
take of federal listed species, and expressed concern about the mesh size, intake velocities and the lack of a
specific plan to monitor impingement and entrainment. Although the service acknowledges that the facility meets
one and potentially two of the compliance alternatives established by the 316(b) rule, they recommended the
following additional measures to ensure protection of listed species:

a) A reduction in the intake screen mesh size from the existing 3/8” mesh to a 1mm;
b) A reduction in through screen velocity to 0.25 feet per second, and;
c) The implementation of a monitoring program to monitor impingement and entrainment.

The company provided a response to the service’s comments in letters dated August 27, 2015 and December 4,
2015. The text of their responses is included as Fact Sheet Appendix J.2 and J.3. In summary, the APCo
contends that:

a) The current configuration and proposed operation of the units satisfies the requirements of both 40 CFR
125.94(c)(1) and 40 CFR 125.94(c)(1) to minimize impingement mortality.

b) Typical “through screen” velocities at normal pool elevations is about 0.15 fps. The anticipated higher
“through screen” velocities of 0.5 fps would potentially occur during low pool elevations which usually
occur in the fall which corresponds to lower peak energy demands and less water usage. Reductions of
the velocities to comply with the 0.25 fps recommendation would potentially double the size of the
intake, and;

c) Modification of the intake structure to accommodate a 1mm mesh would necessitate a significant change
in the design of the intake structure.

According to the preamble of the regulations for CWIS facilities, the recommendations that may be made by the
Services to the facility and the Director are measures to minimize incidental take. EPA expects that any measures
the Services recommend to minimize incidental take will be consistent with ESA regulations and guidance
concerning reasonable and prudent measures. As stated in the ESA regulations under 50 CFR 402.14(i)(2),
‘‘Reasonable and prudent measures, along with the terms and conditions that implement them, cannot alter the
basic design, location, scope, duration, or timing of the action and may involve only minor changes.’’

The company contends that the recommendations exceed what is considered “reasonable and prudent” because
implementing the modifications would require significant alterations to the design of the system. Therefore, the
Department has proposed no special conditions in the permit which require modifications of the intake structure.
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The Department has included special conditions in the permit (Part I.E) to ensure continued compliance with the
316(b) rule and the VPDES permit regulations. The special conditions include a monitoring requirement (Part
I.E.5) designed to assess the impact to Federally listed species.

The Department considers that the facility has complied with interim BPA in accordance with the federal 316(b)
rule. Given that the Department has not adopted the 316(b) provisions in its regulation, no determination of final
BPA may be made at this point. Under the provisions of our VPDES program, the proposed draft permit and
supporting documentation will be sent to the EPA for their review and concurrence.

24. Effluent Limitations:

001 - Outfall 001 is the emergency overflow point of the ash water reclaim pond located near the plant
entrance. The outfall is identified as a potential discharge location in Part I.B.11 of the permit,
but is not authorized as discharge location, and no effluent limitations are proposed.

003 - Outfall 003 is the discharge from the advanced wastewater treatment plant. The permit reflects
effluent limitations for pH, TSS, total chromium, total recoverable copper, total zinc, total
residual chlorine, and oil and grease as was required in the previous permit. The reasonable
potential analysis conducted during this evaluation has indicated that Outfall 003 requires a new
limit on ammonia. Additionally, since the facility has a metal cleaning waste stream (non-
chemical) that contributes to the Outfall 003 waste discharge, a technology based limit for iron
has been added to this permit.

Appendix A contains an evaluation of the existing effluent data to determine the VPDES permit
limits based upon the water quality standards for potentially toxic metals.

A review of the monitoring data submitted during the last permit term indicates that the facility
has consistently achieved compliance with the permit limit.

The limitations for pH, TSS, Total Chromium, Total Zinc, Total Iron, and Oil and Grease are
technology-based limits from the effluent guidelines (40 CFR Part 423) published for the steam
electric category of discharges. The limits for Ammonia, Total Recoverable Copper and Total
Residual Chlorine are based upon the water quality standards. Given that the recent data
collected at 003 appears to be in compliance with the proposed effluent limits, no compliance
schedule is included in the permit.

003A - Because outfall 003A is an alternative discharge location for the AWWTP clearwell, the effluent
limitations and monitoring requirements will be identical to outfall 003, and would be reported
on the DMR for 003.

D003
Dewatering - This permit addresses the enhanced dewatering of Pond 1A/1B to support the eventual capping

and closure of the impoundment.

The decanting and treatment of the surface waters from the ash pond has historically been a
component of the wastewater sources treated in the AWWTP and is authorized by the existing
VPDES permit. Additionally, the routine management of ash in Pond 1 over the years has
frequently varied the water surface level within the operational ranges of the existing spillway as
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necessary for the removal ash for disposal and placement/relocation of internal dikes within the
pond. However, past permits have not addressed enhanced dewatering operations (utilizing
pumps and excavated sumps) that have the potential for increased interaction with interstitial
waters (i.e. pore waters) that may result in differing influent quality and may present an
additional load to the AWWTP. As such the staff proposes a tiered approach for Outfall 003
during the enhanced dewatering operation for which a separate set of limits and monitoring
requirements have been developed to incorporate expected pollutants associated with coal ash.
The approach utilized in this permit is based on the approach utilized in other VPDES permits
addressing the dewatering of coal ash ponds. Effluent screening and limit development
discussion can be found in Appendix B.

005 - Outfall 005 is an emergency overflow and is identified as a potential discharge location in
Part I.B.11 of the permit.

007 - The existing permit contains technology-based effluent limitations for discharges from the coal
pile run-off. Part I.A also includes monitoring of Oil and Grease to reflect current stormwater
monitoring requirements of coal pile runoff. Because the discharge is controlled by a gate valve,
the stormwater sampling procedures have been modified to reflect the batch discharges. No
changes are proposed from the existing permit requirements for outfall 007. Effluent screening
and limit development discussion can be found in Appendix C.

008 - Outfall 008 is the discharge from the sewage treatment plant which receives all sanitary waste
waters. The effluent limitations and monitoring requirements are based upon current guidelines
for small sewage treatment plants, and a description of the basis for the limitations at outfall 008
is included in Appendix I.

The permittee requested a decrease in monitoring for pH from 6 days per week to 4 days per
week for Outfall 008. A review of the DMR data supported a reduction in pH monitoring for this
outfall. Rather than requiring pH monitoring 4 days per week, the staff reduced the monitoring
requirements further to once per week. Additionally, review of the DMR data prompted the staff
to reduce monitoring for BOD5 and TSS from once per month to once per quarter.

014 - Under normal conditions, wastewater at this source is directed to the treatment system for Outfall
003. Since the basins are designed to contain the volume of runoff that would result from a 25-
year, 24-hour storm event without pumping, no routine discharge is anticipated. The outfall is
considered an emergency overflow and is identified as a potential discharge location in
Part I.B.11 of the permit.

015 - Part I.A of the existing permit contains monitoring requirements for the groundwater discharge
along the toe of the fill which was previously used as an ash pond. The staff has evaluated the
constituents in the discharges from outfall 015 to determine if limitations are needed based upon
the Water Quality Standards, and this review did not indicate a need for water quality based
limitations. This finding is supported by the instream sampling conducted by the permittee
which indicate that the discharges are causing no excursions from the water quality numeric
criteria.

Given that the ash pond has been eliminated, and the facility has reclaimed the area associated
with its previous use as an ash handling area, no additional monitoring requirements of effluent
limitations are proposed. Effluent screening and discussion can be found in Appendix D.
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501 - This outfall was previously permitted under the Industrial Stormwater General Permit
VAR052112, but will be incorporated into this permit upon reissuance. Sampling data was
provided in Form 2F for this outfall. A screening level equal to 2 times the acute toxicity water
quality criteria for each pollutant was utilized to determine whether a Stormwater Management
Evaluation is necessary. All pollutant concentrations were below the screening levels, therefore
no further evaluation is necessary. No monitoring is proposed for this outfall. The outfall is
subject to stormwater provisions contained in Part I.F of the permit.

502 - This outfall was previously permitted under the Industrial Stormwater General Permit
VAR052112, but will be incorporated into this permit upon reissuance. Sampling data was
provided in Form 2F for this outfall. A screening level equal to 2 times the acute toxicity water
quality criteria for each pollutant was utilized to determine whether a Stormwater Management
Evaluation is necessary. All pollutant concentrations were below the screening levels, therefore
no further evaluation is necessary. No monitoring is proposed for this outfall. The outfall is
subject to stormwater provisions contained in Part I.F of the permit.

503 - This outfall was previously permitted under the Industrial Stormwater General Permit
VAR052112, but will be incorporated into this permit upon reissuance. No monitoring is
proposed for this outfall. The outfall is subject to stormwater provisions contained in Part I.F of
the permit.

504 - Outfall 504 is a proposed outfall to be located on the southeastern edge of Ash Pond 1A/1B.
This outfall will be constructed concurrently with the closure of Ash Pond 1A/1B. The outfall
will receive stormwater from the proposed cap and surrounding area, and discharge to Dumps
Creek via an existing tunnel under the adjacent road and railroad track. No monitoring is
proposed for this outfall. The outfall is subject to stormwater provisions contained in Part I.F of
the permit.

701 - The watershed for outfall 701 is a mostly vegetated area adjacent to the plant that is not directly
related to the material handling and storage activities attendant to the power generation facility.
Because the area does not have a significant potential for contributing pollutants to the
discharges of stormwater, Part I.A contains no specific monitoring requirements. However, the
outfall is subject to other stormwater provisions contained in Part I.F of the permit.

727 - Because outfall 727 controls stormwater runoff from the main plant area, Part I.A reflects
monitoring requirements in accordance with the Department's recommendations for the steam
electric category of stormwater discharges. However, the sample type and timing of collection
have been modified from the standard because the basin is designed to be manually decanted and
will not necessarily discharge as a direct result of a particular rainfall event. Since all discharges
will be batch discharges, the proposed sample type is a grab sample.

During the previous permit term, the discharge from Outfall 727 has ranged from 6.33 to 9.6 SU.
The high pH values reported were likely associated with the fly ash handling system. Since the
fly ash handling system has been decommissioned with the conversion to natural gas, it is
anticipated that elevated pH discharges will no longer occur. The permittee will be required to
continue monitoring pH in the next permit cycle.

This facility falls under Industrial Sector O – Steam Electric Generating Facilities. Sector O
facilities are required to conduct Benchmark Monitoring requirements for Iron with a benchmark
target value of 1 mg/L. While this benchmark monitoring requirement was waived in the
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previous permit based on < QL levels of iron reported in the previous application, it will be
required in the current permit since the reported value in the current application was 0.382 mg/L.
The permittee will be required to sample for iron annually.

Effluent screening and limit development discussion can be found in Appendix E.

731 - No monitoring is proposed for the stormwater discharges from this outfall. The outfall is subject
to stormwater provisions contained in Part I.F of the permit.

736 - No monitoring is proposed for this outfall. The outfall is subject to stormwater provisions
contained in Part I.F of the permit.

737 - No monitoring is proposed for this outfall. The outfall is subject to stormwater provisions
contained in Part I.F of the permit.

738 - No monitoring is proposed for this outfall. The outfall is subject to stormwater provisions
contained in Part I.F of the permit.

739 - No monitoring is proposed for this outfall. The outfall is subject to stormwater provisions
contained in Part I.F of the permit.

740 - No monitoring is proposed for this outfall. The outfall is subject to stormwater provisions
contained in Part I.F of the permit.

801 - Outfall 801 will be the discharge point for the sedimentation basin identified in the application as
the Haul Road Pond. No monitoring is proposed for this outfall. The outfall is subject to
stormwater provisions contained in Part I.F of the permit.

802 - Outfall 802 is the discharge from sedimentation basin identified as the North Pond. No
monitoring is proposed for this outfall. The outfall is subject to stormwater provisions contained
in Part I.F of the permit.

803 - Outfall 803 is the discharge from the sedimentation basin identified as the South Pond. No
monitoring is proposed for this outfall. The outfall is subject to stormwater provisions contained
in Part I.F of the permit.

The effluent limitations and monitoring requirements are summarized in Appendices A through F.

25. Special Conditions:

The permit contains a standard industrial re-opener in the permit which provides a mechanism to re-open the
permit if necessary due to changes in effluent limitations or other requirements approved under Section 307(a)(2)
of the Clean Water Act. This is required by 9VAC25-31-220.B.1 (Part I.B.1).

The permit contains a special condition which requires that any debris collected on the intake trash racks not be
returned to the waterway. This condition is continued verbatim from the existing permit. (Part I.B.2)

The permit contains a special condition which prohibits the discharge of Polychlorinated Biphenyl compounds.
This condition is based upon 40 CFR Part 423 and is continued from the existing permit. (Part I.B.3)
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The permit contains a special condition which prohibits the use of cooling water additives which contain any of
the 126 priority pollutants. The condition is based upon the requirements of 40 CFR Part 423 and 9VAC25-196-
70. This condition has been updated. (Part I.B.4)

This contains a special condition which prohibits the discharge of any wastes into State waters unless authorized
by permit. 9VAC25-31-50 and the Code of Virginia §62.1-44.16 and §62.1-44.17 authorizes the Board to
regulate the discharge of industrial waste or other waste. (Part I.B.5)

The permit includes a special condition which provides an exclusion of the TSS and pH limitations for outfall
007 (coal pile discharge) during periods of runoff from a 10-year, 24 hour rainfall event. This condition is taken
from 40 CFR Part 423.12(b)(9) and (10), and is continued from the existing permit. (Part I.B.6)

A special condition is included in the permit which addresses the blow-down and de-chlorination procedures for
the cooling tower blow-down wastewater. (Part I.B.7 and Part I.B.8)

The permit contains a special condition which requires that all wastewater collected in the leachate collection
system for the landfill be pumped to the treatment system serving outfall 003. (Part I.B.9)

The permit includes special conditions which define the Total Residual Chlorine (TRC) Effluent Limitations and
Monitoring Requirements for Outfall 003. (Part I.B.10)

The permit contains a special condition which designates Outfall 001, Outfall 005 and outfall 014 as by-pass
points. (Part I.B.11)

The permit includes a special condition which requires the permittee to notify the Department if they discharge
certain toxic pollutants above established concentrations. This is required by 9VAC25-31-200.A for all
manufacturing, commercial, mining, and silvicultural dischargers. (Part I.B.12)

The permit includes a licensed operator requirement as a special condition in the permit. The condition is
required by 9 VAC 25-31-200D and the Code of VA 54.1-2300. A Class II operator is required for facilities
which utilize physical and/or chemical methods and have capacities greater than 0.5 MGD but less than 5.0
MGD. (Part I.B.13)

The permit includes special conditions which specify additional monitoring and reporting requirements for Part
I.A pollutants. These conditions are necessary when toxic and conventional pollutants are monitored by the
permittee and a maximum level of quantification and/or a specific analytical method is required in order to assess
compliance with a permit limit or to compare effluent quality with a numeric criterion. The condition also
establishes protocols for calculation of reported values. Quantification Levels were calculated in accordance with
the current VPDES Permit Manual. This condition is authorized by 9VAC25-31-190.J.4 and 9VAC25-31-220.I.
(Part I.B.14)

The permit includes a special condition which requires the maintenance of a current Operations and Maintenance
Manual. Required by Code of Virginia § 62.1-44.16; VPDES Permit Regulation, 9VAC25-31-190 E, and 40
CFR 122.41(e) requiring proper operation and maintenance of the permitted facility. Compliance with an O&M
manual ensures compliance with those regulations. (Part I.B.15).

A TMDL Re-opener is included as a special condition to the permit. (Part I.B.16).

The permit includes a condition to limit the rate at which Pond 1A/1B is dewatered into the reclaim pond. This
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limit is based on the proposed dewatering rates established by the permittee. (Part I.B.17)

The permit includes a condition requiring the permittee to notify DEQ prior to the commencement of enhanced
dewatering of Pond 1A/1B. The State Water Control Law 62.1-44.21 authorizes the Board to request information
needed to determine the discharge’s impact on State waters. (Part I.B.18)

The permit includes a condition requiring water quality criteria monitoring. State Water Control Law Section
62.144.21 authorizes the Board to request information needed to determine the discharge’s impact on State
waters. States are required to review data on discharges to identify actual or potential toxicity problems, or the
attainment of water quality goals, according to 40 CFR Part 131, Water Quality Standards, Subpart 131.11. To
ensure that water quality standards are maintained, the permittee is required to analyze the facility’s effluent for
the substances noted in Attachment A of this VPDES permit. (Part I.B.19)

The permit includes a condition requiring the permittee cease dewatering Pond 1A/1B upon receipt of monitoring
results indicating permit limitations have been exceeded. This condition is included to ensure that any discharge
during closure activities that exceeds established effluent limitations is ceased as soon as possible once the
exceedance(s) is discovered. §62.1-44.15.8.a grants the Board authority to “issue special orders to owners who
are permitting or causing pollution (as defined by §62.1-44.3) of state waters to cease and desist.” §62.1-44.5
prohibits discharges except in compliance with the permit. 9VAC25-31-210 allows on a case-by-case basis any
conditions required to assure compliance with applicable requirements of the law, the CWA, and regulations.
Because the characterization of the discharge during closure activities cannot be fully known in advance, it is
appropriate to include this condition to protect water quality. (Part I.B.20)

The permit includes a whole effluent toxicity effluent limitations and monitoring requirement as special
conditions of the permit. VPDES Permit Regulation, 9VAC25-31-210 and 220.I, requires monitoring in the
permit to provide for and assure compliance with all applicable requirements of the State Water Control Law and
the Clean Water Act. (Part I.C)

The permit includes special conditions applicable to Outfall 008 serving the on-site sewage treatment plant. The
rationale behind the special conditions associated with Outfall 008 can be found in Appendix I of the fact sheet.
(Part I.D)

This permit contains the following special conditions which apply to the cooling water intake structure. (Part I.E)
1. Interim §316(b) Best Technology Available (BTA)

The permit includes a special condition which requires the facility to maintain compliance with
the interim BTA measures by continuation of the closed loop system of cooling.

VPDES Permit Regulation 9VAC25-31-165.C requires existing facilities with cooling water
intake structures to meet the requirements under §316(b) of the Clean Water Act (CWA)
determined by the department on a case-by-case, best professional judgment basis. DEQ staff
have determined the permitted facility to be subject to the §316(b) requirements because it is a
point source that uses or proposes to use one or more cooling water intake structures that
withdraws waters of the U.S. for cooling purposes.

Federal regulations at 40 CFR §§125.98(b)(5) and (b)(6) mandate that for permits issued before
July 14, 2018, for which an alternate schedule has been established for the submission of
information required by 40 CFR §122.21(r), must include interim BTA requirements in the
permit based on best professional judgment on a site-specific basis. This special condition
outlines interim BTA practices to minimize impingement and entrainment (I&E) mortality and
adverse impacts to aquatic organisms.
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2. Impingement and Entrainment Control Technology Preventative Maintenance:
VPDES Permit Regulation 9VAC25-31-190.E requires the permittee, at all times, to properly
operate and maintain all facilities and systems of treatment and control (and related
appurtenances) which are installed or used by the permittee to achieve compliance with the
conditions of the permit.

3. Alternate Schedule for Submittal of 40 CFR §122.21(r) Information:

The permit contains a special condition which establishes an alternate schedule to complete
submission of data required by 40 CFR §122.21(r)

VPDES Permit Regulation 9VAC25-31-165.C requires existing facilities with cooling water
intake structures to meet the requirements under §316(b) of the Clean Water Act (CWA)
determined by the department on a case-by-case, best professional judgment (BPJ) basis. Federal
regulations at 40 CFR §125.95(a)(2) allow for owners or operators of a facility whose permit
expires prior to July 14, 2018 to request the Director establish an alternate schedule for the
submission of the information required in 40 CFR §122.21(r) when making application for this
permit. If the owner or operator of the facility demonstrates that it could not develop the
required information by the applicable date of submission, DEQ must establish an alternate
schedule for the submission of the required information.

Federal regulations at 40 CFR §125.98(a) requires the review, for completeness, of the materials
submitted by the applicant under 40 CFR §122.21(r) at the time of any application for a
subsequent permit. To facilitate a determination of a timely and complete reissuance application
in compliance with Part II.M of this permit, the Alternate Schedule for this facility has been
established to require submission of the 40 CFR §122.21(r) information to the DEQ-Regional
Office by no later than 270 days prior to the expiration date of this permit.

4. Visual or Remote Inspections
VPDES Permit Regulation 9VAC25-31-210.A authorizes the Board to establish permit
conditions to provide for and assure compliance with all applicable requirements of the law, the
CWA and regulations. Federal regulations at 40 CFR §125.96(e) requires visual inspections or
the employment of remote monitoring devices to be conducted at least weekly during the period
any cooling water intake structure is in operation to ensure any technologies operated are
maintained and operated to function as designed, including those installed to protect Federally-
listed threatened or endangered species or designated critical habitat.

40 CFR §125.96 authorizes DEQ to establish monitoring requirements, and specific protocols, as
appropriate. Provisions for inspection waivers, adverse weather conditions, and deficiency
discoveries were developed, using as a foundation, comparable provisions found in the VPDES
General Permit for Stormwater Discharges Associated with Industrial Activity, 9 VAC 25-151-
70, Part I.A.2.e, A.3. and A.6.b.

5. Annual Certification Statement Requirements
VPDES Permit Regulation 9VAC25-31-210.A authorizes the Board to establish permit
conditions to provide for and assure compliance with all applicable requirements of the law, the
CWA and regulations. Federal regulations at 40 CFR §125.97(c) requires the permittee to
annually submit a certification statement signed by a responsible corporate officer reporting
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whether there have been substantial modifications to the operation at any unit at the facility that
impacts cooling water withdrawals or operation of the cooling water intake structures, or if
information contained in the previous year’s annual certification remains pertinent.

6. Measures to protect Federally-listed Threatened or Endangered (T&E) species, designated
critical habitat, and fragile species or shellfish
VPDES Permit Regulation 9VAC25-31-330 authorizes the board to include conditions in the
permit in response to advice submitted in writing to the DEQ from the U.S. Fish and Wildlife
Service, the National Marine Fisheries Service, or any other state or federal agency with
jurisdiction over fish, wildlife, or public health that the imposition of specified conditions are
necessary to avoid substantial impairment of fish, shellfish, or wildlife resources and to the
extent the board determines the conditions are necessary to carry out the provisions of the
regulation, the law and of the CWA.

In addition, VPDES Permit Regulation 9VAC25-31-165.C requires existing facilities with
cooling water intake structures to meet requirements under section 316(b) of the Clean Water
Act determined by the department on a case-by-case, best professional judgment (BPJ) basis. 40
CFR §§125.94(a)(1), 125.94(g), 125.96(g), and 125.97(g) authorize DEQ to establish additional
control measures, monitoring, and reporting requirements in the permit designed to minimize
incidental take, reduce or remove more than minor detrimental effects to Federally-listed
threatened or endangered species or designated critical habitat, or avoid jeopardizing Federally-
listed species or destroying or adversely modifying designated critical habitat (e.g. prey base).

40 CFR §125.96(g) mandates that DEQ require monitoring associated with any additional
measures designed to minimize incidental take, reduce or remove more than minor detrimental
effects to Federally-listed threatened or endangered species or designated critical habitat, or
avoid jeopardizing Federally-listed species or destroying or adversely modifying designated
critical habitat (e.g. prey base) pursuant to 40 CFR §125.94(g). While a specific monitoring
protocol is not required by DEQ, the permittee is required to provide an annual report to include
a compilation of any federally-listed threatened or endangered species found to have been
impinged or entrained during the reporting year, including the total number and type of
organisms (listed by taxa), and life stage cycle (egg, larva, juvenile, adult) impacted by injury or
death.

State Water Control Law §62.1-44.5.A.3 and VPDES Permit Regulation 9VAC25-31-50.A.2
prohibits the alteration of the physical, chemical or biological properties of State waters and
making them detrimental to animal or aquatic life, except in compliance with a permit issued by
the Board. In addition, VPDES Permit Regulation 9VAC25-31-190.E requires the permittee, at
all times, to properly operate and maintain all facilities and systems of treatment and control (and
related appurtenances) which are installed or used by the permittee to achieve compliance with
the conditions of the permit.

State Water Control Law §62.1-44.21 and VPDES Permit Regulation 9VAC25-31-190.H
authorizes the Board to require owners to furnish plans, specifications, and other pertinent
information as may be necessary to accomplish the purposes of the State Water Control Law. In
addition, federal regulations at 40 CFR §125.94(g) and §125.97(e) authorize DEQ to establish
additional permit monitoring and reporting requirements. Information provided by the permittee
under this special condition may be used as a foundation to address other reporting requirements
of 40 CFR §125.98(k).
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7. Federal Endangered Species Act Compliance
State Water Control Law §62.1-44.5.A.3 and VPDES Permit Regulation 9VAC25-31-50.A.2
prohibits the alteration of the physical, chemical or biological properties of State waters and
making them detrimental to animal or aquatic life, except in compliance with a permit issued by
the Board.

In addition, VPDES Permit Regulation 9VAC25-31-210.A authorizes the Board to establish
permit conditions to provide for and assure compliance with all applicable requirements of the
law, the CWA and regulations. 40 CFR §125.98(j) stipulates that nothing in Subpart J of Part
125 of the Code of Federal Regulations authorizes the take, as defined at 16 U.S.C. 1532(19), of
threatened or endangered species of fish or wildlife. Such take is prohibited under the
Endangered Species Act unless it is exempted pursuant to 16 U.S.C 1536(o) or permitted
pursuant to 16 U.S.C 1539(a). Absent such exemption or permit, any facility must not take
threatened or endangered species. 40 CFR §125.98(b)(1) requires all NPDES permits for
facilities subject to §316(b) of the Clean Water Act to include as a permit condition the specific
language of this special condition.

The permit includes a Stormwater Management Program as special conditions of the permit. VPDES Permit
Regulation 9VAC25-31-10 defines discharges of stormwater from industrial activity in 9 industrial categories.
9VAC25-31-120 requires a permit for these discharges. The Stormwater Pollution Prevention Plan requirements
of the permit are derived from the VPDES general permit for discharges of stormwater associated with industrial
activity, 9VAC25-151-10 et seq. VPDES Permit Regulation, 9VAC25-31-220.K, requires use of best
management practices where applicable to control or abate the discharge of pollutants when numeric effluent
limits are infeasible or the practices are necessary to achieve effluent limit or to carry out the purpose and intent
of the Clean Water Act and State Water Control Law. (Part I.F)

Conditions Applicable To All VPDES Permits. VPDES Permit Regulation 9VAC25-31-190 requires all VPDES
permits to contain or specifically cite the conditions listed. (Part II)

26. NPDES Permit Rating Worksheet:

The staff has completed the NPDES Permit Rating Worksheet and has determined that the facility meets the
criteria to be classified as a major source. The completed worksheet is on file at the regional office.

Total Score: 600

27. Changes in the Permit:

A. Owner Requested Modifications:

In its application for reissuance, AEP requested an exclusion from the Clean Water Act Section 311
liability for sodium nitrate and sulfuric acid (See Appendix 5 of the Application materials). Section 311
of the CWA addresses pollution from oil and hazardous substance releases, providing EPA and delegated
states with the authority to establish a program for preventing, preparing for, and responding to releases
that occur in waters of the U.S. When the amount of a substance exceeds a certain quantity, the release
must be reported to the proper State authorities. Reportable quantities for hazardous substances are
established in 40 CFR 117 and 40 CFR 300.

Sulfuric acid and sodium nitrate are included as two of the potentially hazardous substances listed in
Section 311, and are used at the Clinch River Plant in quantities that exceed the reportable thresholds.
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Sodium nitrate is used as a rust inhibitor in the cooling water system, and sulfuric acid is used for pH
control of the circulating water. The discharge which receives any wastewater streams which contain
these chemicals is authorized by the permit as outfall 003, and is in compliance with the existing VPDES
permit and the established stream standards. Furthermore, the transfer, storage and handling of the
chemicals are regulated under the material handling provisions of Part I.B and Part I.G of the proposed
permit. The Department acknowledges the use of these chemicals, and approves their use within the
provisions imposed by the effluent limitations and special conditions of the permit.

The permittee requested that stormwater Outfalls 501, 502, and 503 associated with the now capped Pond
2 previously permitted under ISWGP VAR052112 be incorporated into this permit upon reissuance.
These outfalls have been incorporated into this permit. Additionally, upon review of the Closure Plan for
Pond 1A/1B, it became apparent that a new stormwater outfall (Outfall 504) will be established upon
closure of Pond 1A/1B that will convey both up gradient stormwater flow and stormwater from the cap to
Dumps Creek. This stormwater outfall has also been incorporated into this permit.

The permittee requested a decrease in monitoring for pH from 6 days per week to 4 days per week for
Outfall 008. A review of the DMR data supported a reduction in pH monitoring for this outfall; however
the staff reduced the monitoring requirements further to once per week. Additionally, review of the
DMR data prompted the staff to reduce monitoring for BOD5 and TSS from once per month to once per
quarter.

The permittee requested a discontinuation of WET testing for Outfalls 003, 007, and 727. The staff has
agreed to remove WET testing from Outfall 727 based on past testing results. However, WET testing for
Outfalls 003 and 007 will remain in the permit.

The permittee noted that with the conversion from coal powered generation to natural gas powered
generation that the water withdrawal rates will significantly decrease. DEQ incorporated this decrease in
withdrawal rates into the calculations for drought flows used in effluent screening and limit development.

The permittee noted in the application that in the absence of coal combustion, process waters will no
longer come into contact with coal combustion byproducts (CCBs) other than solid waster landfill
leachate from previously disposed CCBs. Water flows related to CCB handling and the operation of Unit
3 will be eliminated, including:

• Fly ash and bottom ash sluice water
• Water used in the fly ash silo mixer
• Ash tank overflows
• Decanted water from the ash settling ponds (following pond closure)
• Cooling Tower 5 blowdown

These changes were taken into account in reviewing the applicable portions of the Federal Effluent
Guidelines for the facility.

The permittee provided a draft water balance diagram depicting expected flows post gas conversion.
This diagram was utilized in the effluent screening and limit development for the facility.

B. DEQ Proposed Modifications:

The following changes from the existing VPDES permit are proposed:
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• Added a water quality based ammonia limit to Outfall 003 based on RPA of past monitoring.
(Part I.A.2)

• Added a technology based iron limit to Outfall 003 based on ELG requirements for non-chemical
metal cleaning waste waters. (Part I.A.2)

• Added a tiered set of effluent limits and monitoring for Outfall 003 to be applied during
enhanced dewatering of Ash Pond 1A/1B. This set of effluent limits and monitoring is to be
applied until the conclusion of pond closure activities. (Part I.A.3)

• Reduced monitoring frequency at Outfall 008 (Sewage Treatment Plant) for pH, BOD5, and total
suspended solids. (Part I.A.5)

• Removed WET monitoring requirements for Outfall 727 (stormwater runoff, main plant area)
based on favorable results of past monitoring. (Part I.A.7)

• Added new stormwater Outfalls 501, 502, 503, and 504 associated with Ponds 1 and 2. (Part
I.A.8)

• Updated Part I.B.4 to include informational requirements necessary when requesting a change of
chemical additives in the cooling tower blow-down discharges. (Part I.B.4)

• Removed the special condition prohibiting the discharge of metal cleaning waste. As noted
above, technology based effluent limit for iron was added to the permit to accommodate the
addition of non-chemical metal cleaning waste waters. (Part I.B.5 of the 2010 VPDES permit)

• Added the standard Materials Handling/Storage special condition in accordance with the current
VPDES Permit Manual. (Part I.B.5)

• Updated the description of outfalls 001, 005, and 014 to identify these outfalls as “potential
discharge locations” as opposed to “by-pass locations”. The permittee is not authorized to
discharge from these outfalls. Part I.B.11)

• Updated effluent parameters and quantification levels to reflect changes in effluent limitations
and monitoring requirements within the permit. (Part I.B.14)

• Removed the special condition addressing the transition of coverage for Outfalls 801, 802, and
803 (Possum Hollow Landfill stormwater outfalls) from the construction stormwater general
permit to the VPDES individual permit. These outfalls are now fully incorporated into this
permit. (Part I.B.15 of the 2010 VPDES permit)

• Added the standard O&M Manual condition to reflect the recommendations of the current
VPDES Permit Manual. (Part I.B.15)

• Removed the special condition requiring monitoring for ammonia-nitrogen, since Part I.A.2 and
3 now have established an effluent limitation for ammonia-nitrogen. (Part I.B.17 of the 2010
VPDES permit)

• Added a special condition limiting the rate of flow of the dewatering operation from Pond 1A/1B
to the reclaim pond. (Part I.B.17)

• Removed the requirement to conduct a special study for mercury at Outfalls 003, 007, and 727.
(Part I.B.18 of the 2010 VPDES permit)

• Added a special condition requiring notification of initiation of enhanced dewatering for Pond
1A/1B. (Part I.B.18)

• Added a special condition requiring cessation of Pond 1A/1B dewatering activities in the event
that an exceedance of effluent limitation occurs. (Part I.B.20)

• Revised the Whole Effluent Toxicity Testing requirements associated with the permit. (Part I.C)
• Updated the language of the Special Conditions Applicable to Outfall 008. Added a condition

requiring increased monitoring frequencies for Outfall 008 in the event a Notice of Violation is
issued for pH, BOD5, and TSS. (Part I.D)

• Added Cooling Water Intake Structure Requirements to the permit to address issues related to
Clean Water Act §316(b). (Part I.E)

• The Stormwater Management conditions have been changed to reflect current regulation and
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agency guidance. (Part I.F)
• The following portions of Part II were updated to in accordance with current regulation:

A.1.c. Added VELAP special condition which requires samples to be analyzed in accordance
with 1VAC30-45, Certification for Noncommercial Environmental Laboratories, or
1VAC30-46, Accreditation for Commercial Laboratories per VPDES Permit Manual IN-
1, A.4, page 15, updated 3/27/2014.

A.2. States that any pollutant specifically addressed by this permit that is sampled or
measured at the permit designated or approved location more frequently than required by
this permit shall meet the requirements in A 1 a through c of this section of the permit
and the results of this monitoring shall be included in the calculations and reporting
required by this permit.

A.3. Clarified that operational or process control samples or measurements do not need to
follow procedures approved under Title 40 Code of Federal Regulations Part 136 or be
analyzed in accordance with 1VAC30-45, Certification for Noncommercial
Environmental Laboratories, or 1VAC30-46, Accreditation for Commercial
Environmental Laboratories.

I.3. Added language which allows for the Reporting of Non-Compliance activities to be
submitted online in addition to reporting them by means of a telephone call.

C. Changes Proposed in Response to Public Comment: (Pending)

28. Variances/ Alternative Limits or Conditions:

A. There are no proposed variances from standard regulatory requirements

B. The sample type for stormwater sampling at outfall 007 and 727 is designated as a single grab instead of
the standard recommended stormwater sample conditions because the discharges from the basins are
batch discharges under operator control.

29. Public Notice Information:

In accordance with 9 VAC 25-31-290, a public notice will be published once per week for two consecutive weeks in
a newspaper of general circulation in the area affected by the discharge. Additionally, a public hearing is scheduled
for May 4, 2016, during the comment period. A copy of the public notice and all pertinent information is on file,
and may be inspected or copied by contacting David Nishida at:

Department of Environmental Quality
Southwest Regional Office
355-A Deadmore Street
Abingdon, VA 24210
Phone: (276) 676-4800
E-mail address: david.nishida@deq.virginia.gov
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Persons may comment in writing or by email to the DEQ on the proposed permit action during the comment
period. Comments shall include the name, address, and telephone number of the writer and of all persons
represented by the commenter/requester, and shall contain a complete, concise statement of the factual basis for
comments. Only those comments received within this period will be considered.

During the comment period, a public hearing will be held on May 4, 2016, at 7:00 p.m. at the Russell County
Conference Center, located at 139 Highland Drive, Lebanon, VA. Additionally, an informational briefing will be
held on May 4, 2016, from 6:00 p.m. to 6:45 p.m. at the same location. Staff will be available to answer
questions during the informational briefing. Persons may provide written and oral comments during the public
hearing. To make an oral statement at a public hearing, the commenter will be required to write their name on a
sign-up sheet available before the hearing. Individuals will only be allowed to sign up for themselves. The time
allowed for each statement is set by the hearing officer.

Following the comment period and public hearing, the Board will make a determination regarding the proposed
permit action. The public may review the draft permit and application at the DEQ Southwest Regional Office by
appointment.

Public Notice Beginning Date: pending

Public Hearing Date: May 4, 2016

Public Notice End Date: May 19, 2016

30. Additional Comments:

A. Previous Board Action: None

B. Staff Comments: None

C. Other Agency Comments:

USFWS Comments:

On May 22, 2015, in accordance with 40CFR §125.98(h) and the protocols for Threatened and
Endangered Species coordination established under the EPA Phase II §316(b) Rule for VPDES
facilities with cooling water intake structures (CWIS), the DEQ-SWRO forwarded the
application for reissuance to the U.S. Fish and Wildlife service for comment. On July 16, 2015
the Service provided comments regarding the information in the application (See Appendix J.1).
Although the Service acknowledged that the facility meets two of the compliance alternatives
cited in the 316(b) rule, they made recommendations for the following additional measures to
protect the known federally listed species:

a) a reduction in the intake screen mesh size from the existing 3/8” mesh to a 1mm;
b) a reduction in through screen velocity to 0.25 feet per second, and;
c) the implementation of a monitoring program to monitor impingement and entrainment.

On August 5, 2015, the DEQ-SWRO forwarded the USFWS comments to the applicant for their
consideration, and on August 31, 2015 the applicant provided a technical response to their
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comments. (Appendix J.2). DEQ coordinated a meeting between DEQ, USFWS and APCo staff
members to discuss the any unresolved issues and comments regarding the 316(b) requirements.
On December 4, 2015, APCo submitted a letter outlining their response to the USFWS comments
(See Appendix J.3). In this response, the company indicated that the facility utilizes “best
available technology” in accordance with the rule. Furthermore, the company contends that
modifications to the intake to meet the recommended screen size and intake velocities would
require significant changes in the design, and go beyond the “reasonable and prudent measures”
described in the final rule.

D. Applicant Comments: (pending)

E. Public Notice Comments: (pending)

31. Response to Comments: (pending)

List of Attachments

1. Attachment A – Location Map
2. Attachment B – Water Schematic
3. Appendix A – Outfall 003 Effluent Limitation Development
4. Appendix B – Outfall D003 Dewatering Operation Effluent Limitation Development
5. Appendix C – Outfall 007 Effluent Limitation Development
6. Appendix D – Outfall 015 Effluent Limitation Development
7. Appendix E – Outfall 727 Effluent Limitation Development
8. Appendix F – WET Testing Evaluation
9. Appendix G – Mixing Zone Evaluation
10. Appendix H – MSTRANTI Sheets
11. Appendix I – Outfall 008 Sewage Treatment Plant Discussion
12. Appendix J – Correspondence Related to 316(b)
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APPENDIX A

EVALUATION OF DISCHARGES FROM OUTFALL 003 (Advanced Wastewater Treatment Plant)

A comparison of technology and water quality-based limits was performed, and the most stringent limits were
selected. The selected limits are summarized in the table below.

Outfall 003 (AWWTP) Final Limits Maximum Projected Flow: 4.84 MGD

PARAMETER

BASIS
FOR

LIMIT
S

EFFLUENT LIMITATIONS MONITORING REQUIREMENTS

Monthly Average Maximum Frequency Sample Type

Flow (MGD) 1 NL NL Continuous Measured

Monthly Average Daily Maximum

Total Suspended Solids (mg/L) 3 30 100 1/ 3Months 24HC

Total Recoverable Copper (ug/L) 2 39.0 39.0 1/Month 24HC

Ammonia N (mg/L) 2 11 15 1/Month 24HC

Oil and Grease (mg/L) 3 15 20 1/Year Grab

Total Chromium (mg/L) 3 0.2 0.2 1/Year 24HC

Total Zinc (mg/L) 3 1.0 1.0 1/Year 24HC

Total Iron (mg/L) 3 1.0 1.0 1/Year 24HC

Total Residual Chlorine (TRC)(µg/L) 2,3 40 40 1/Week Grab

Acute WET, Ceriodaphnia dubia 2 NL NL 1/Year 24HC

Chronic WET, C.dubia (TUc) 2 NL NL 1/Year 24HC

Acute WET, Pimephales promelas 2 NL NL 1/Year 24HC

Chronic WET, Pimephales promelas
(TU )

2 NL NL 1/Year 24HC

Minimum Maximum

pH 2,3 6.0 SU 9.0 SU 1/Week Grab

NL = No Limitation, monitoring required NA = Not Applicable

BASIS DESCRIPTIONS
1. VPDES Permit Regulation (9VAC25-31)
2. Water Quality Standards (9VAC25-260)
3. Federal Effluent Limitation Guidelines – Steam Electric Power Generating Point Source Category (40 CFR Part 423)
4. Best Professional Judgment

EFFLUENT LIMITATIONS GUIDELINES (ELGs)
The final rule dated September 30, 2015 that became effective on November 29, 2015 for the Steam Electric Power
category was utilized.

ELGs for Best Available Technology Economically Achievable (BAT) for Cooling Tower Blowdown in 40 CFR
Part 423.13(d)(1), (2) and (3) are as follows:

Pollutant or pollutant property

BAT effluent limitations
Maximum concentration (mg/l) Average concentration (mg/l)

Free available chlorine 0.5 0.2

Pollutant or pollutant property

Maximum for any 1 day
−(mg/l)

Average of daily values for 30 consecutive days
shall not exceed = (mg/l)

The 126 priority pollutants (Appendix A) contained in chemicals added
for cooling tower maintenance, except:

(1) (1)

Chromium, total 0.2 0.2

Zinc, total 1.0 1.0

1No detectable amount.

(2) Neither free available chlorine nor total residual chlorine may be discharged from any unit for
more than two hours in any one day and not more than one unit in any plant may discharge free available
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or total residual chlorine at any one time unless the utility can demonstrate to the Regional Administrator
or State, if the State has NPDES permit issuing authority, that the units in a particular location cannot
operate at or below this level of chlorination.

(3) At the permitting authority's discretion, instead of the monitoring specified in 40 CFR 122.11(b)
compliance with the limitations for the 126 priority pollutants in paragraph (d)(1) of this section may be
determined by engineering calculations which demonstrate that the regulated pollutants are not detectable
in the final discharge by the analytical methods in 40 CFR part 136.

ELGs for Best Available Technology Economically Achievable (BAT) for Combustion Residual Leachate in 40
CFR Part 423.13(l) is as follows:

Combustion residual leachate. The quantity of pollutants discharged in combustion residual leachate shall
not exceed the quantity determined by multiplying the flow of combustion residual leachate times the
concentration for TSS listed in §423.12(b)(11).

Table §423.12(b)(11)

Pollutant or pollutant property

BPT Effluent limitations

Maximum for
any 1 day

(mg/l)

Average of daily
values for 30

consecutive
days shall not
exceed

(mg/l)TSS 100.0 30.0

Oil and grease 20.0 15.0

ELGs for Best Practicable Control Technology Currently Available (BPT) for all discharges other than once through
cooling water in 40 CFR Part 423.12(b)(1) is as follows:

The pH of all discharges, except once through cooling water, shall be within the range of 6.0-9.0.

ELGs for Best Practicable Control Technology Currently Available (BPT) for discharges from low volume waste
sources in 40 CFR Part 423.12(b)(3) is as follows:

The quantity of pollutants discharged from low volume waste sources shall not exceed the quantity
determined by multiplying the flow of low volume waste sources times the concentration listed in the
following table:

Pollutant or pollutant property

BPT effluent limitations
Maximum for any 1 day (mg/l) Average of daily values for 30 consecutive days shall not exceed (mg/l)

TSS 100.0 30.0

Oil and grease 20.0 15.0

ELGs for Best Practicable Control Technology Currently Available (BPT) for metal cleaning wastes in 40 CFR Part
423.12(b)(5) is as follows:

Pollutant or pollutant property

BPT effluent limitations
Maximum for any 1 day (mg/l) Average of daily values for 30 consecutive days shall not exceed (mg/l)

TSS 100.0 30.0

Oil and grease 20.0 15.0

Copper, total 1.0 1.0

Iron, total 1.0 1.0
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EVALUATION OF THE EFFLUENT – CHLORINE
Although the water quality standards (9 VAC 25 260-110) currently prohibit the use of halogens in
waters containing endangered species, an exception to this rule is provided for facilities which
intermittently chlorinate (not more than two hours in any eight hour period) if the discharger can
employ procedures and best management practices which assure that any discharge of chlorine meets
the water quality standards.

The effluent limitation for chlorine is required at Outfall 003 because the facility uses halogens in the
cooling water circuit to control biological growth in the re-circulated cooling water, and on the surfaces
of the cooling towers. The biocide treatment is conducted for a maximum of two hours per day as
required by the permit special conditions. The permit also requires that all cooling water be re-
circulated within the cooling tower system, so that no discharge to the wastewater system is allowed
during the biocide treatment. The special conditions also further require that the cooling water be de-
chlorinated prior to resuming discharge to the wastewater stream which is ultimately treated in the
AWWTP, and discharge from Outfall 003. Because the permit requires de-chlorination to non-
detectable levels, prior to incorporation into the wastewater stream which is further treated by the
AWWTP, there were no recorded levels of TRC during the most recent permit term exceeding the
limitation in the discharge from Outfall 003.

The previous permit utilized a Water Quality Based Effluent Limit for TRC of 40ug/L for both the
monthly average and daily maximum, which is more limiting than the ELG limitations for chlorine. A
TRC limit was developed utilizing the decrease in maximum effluent flow anticipated with the
conversion to gas, and the increase in drought flows predicted based on the facility’s decrease water
withdrawal rates. This yielded an average monthly limit of 43 ug/L and daily maximum of 63 ug/L. In
accordance with the anti-backsliding requirements of the regulation, the staff found it appropriate to
carry forward the TRC limits of the previous permit of 40ug/L for both the monthly average and daily
maximum.

EVALUATION OF THE EFFLUENT – COPPER
The previous permit utilized a Water Quality Based Effluent Limit for copper of 39 ug/L for both the monthly
average and daily maximum, which is more limiting than the ELG limitations for copper. Given the decrease
in maximum effluent flow anticipated with the conversion to gas, and the increase in drought flows predicted
based on the facility’s decrease water withdrawal rates, reevaluation of the Water Quality Based Effluent Limit
for copper would yield a less stringent limit. In accordance with the anti-backsliding requirements of the
regulation, the staff found it appropriate to carry forward the copper limits of the previous permit.

EVALUATION OF THE EFFLUENT – PCBS
The permit special condition that there shall be no discharge of PCBs transformer fluids in an amount equal to
or greater than that detectable by EPA Method 608 has been carried forward from the previous permit.

EVALUATION OF CONVENTIONAL POLLUTANTS
The applicant submitted testing results for the conventional parameters pH, BOD5, TSS, and Oil & Grease.
Based on a review of the DMR results, the facility appears to be in compliance with the BAT requirements
for TSS and Oil and Grease, and BPT requirements (40 CFR Part 423.12(b)(1)) and WQS for pH. The pH
limits of 6.0 SU to 9.0 SU have been carried forward from the previous permit.

EVALUATION OF THE EFFLUENT – TOXIC POLLUTANTS

Input parameters for instream WQC and WLAs
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Stream: A Flow Frequency Determination for the receiving stream is included in Section 13 of the Fact Sheet.
Water quality data for mean hardness, temperature, and pH for the receiving stream were obtained from
Ambient Water Quality Monitoring Station 6BCLN271.50 on the Clinch River. The ambient station is located
3.7 river miles upstream of the facility.

Stream Parameter Value Units

Mean Hardness (as CaCO3) = 147 mg/L

90th Percentile Temperature = 24.34 °C

90th Percentile Maximum pH = 8.34 SU
10th Percentile Maximum pH = 8.04 SU

Background in-stream water quality conditions were established for antimony, arsenic, barium, cadmium,
chloride, chromium, copper, iron, lead, manganese, mercury, nickel, selenium, silver, thallium, and zinc
using DEQ’s data collected at Ambient Water Quality Monitoring Station 6BCLN271.50 on the Clinch
River. 90th Percentile values were calculated from five years of data.

Discharge: Hardness data for the effluent was not available, therefore a conservative value of 100 mg/L was
utilized in the evaluation. The temperature value utilized is from Form 2C Part V of the application. The pH
values utilized were calculated from five years of DMR data.

Effluent Parameter Value Units

Mean Hardness (as CaCO3) = 100 mg/L

90th Percentile Temperature = 14.1 °C

90th Percentile Maximum pH = 8.3 SU
10th Percentile Maximum pH = 7.4 SU

WQC and WLAs were calculated for all WQS parameters. Those WQC and WLAs are presented in the
MSTRANTI spreadsheet that can be found in Appendix H. The effluent data were analyzed per the protocol
for evaluation of effluent toxic pollutants included in this appendix with the following results:

• Chromium VI and Selenium: No limits were determined to be necessary.
• Ammonia: A limit is necessary.

PROTOCOL FOR THE EVALUATION OF EFFLUENT TOXIC POLLUTANTS
Toxic pollutants were evaluated in accordance with OWP Guidance Memo No. 00-2011. Acute and Chronic
WLAs (WLAa and WLAc) were analyzed according to the protocol below using a statistical approach
(STAT.exe) to determine the necessity and magnitude of limits. Human Health WLAs (WLAhh) were
analyzed according to the same protocol through a simple comparison with the effluent data. If the WLAhh

exceeded the effluent datum or data mean, no limits were required. If the effluent datum or data mean
exceeded the WLAhh, the WLAhh was imposed as the limit.

The steps used in evaluating the effluent data are as follows:

A. If all data are reported as "below detection" or < the required Quantification Level (QL), and at least
one detection level is ≤ the required QL, then the pollutant is considered to be not significantly 
present in the discharge and no further monitoring is required.
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B. If all data are reported as "below detection", and all detection levels are > the required QL, then an
evaluation is performed in which the pollutant is assumed present at the lowest reported detection
level.

B.1 If the evaluation indicates that no limits are needed, then the existing data set is adequate and
no further monitoring is required.

B.2 If the evaluation indicates that limits are needed, then the existing data set is inadequate to
make a determination and additional monitoring is required.

C. If any data value is reported as detectable at or above the required QL, then the data are adequate to
determine whether effluent limits are needed.

C.1 If the evaluation indicates that no limits are needed, then no further monitoring is required.

C.2 If the evaluation indicates that limits are needed, then the limits and associated requirements
are specified in the draft permit.

C.3 (Exception for Metals data only) If the evaluation indicates that limits are needed, but the
data are reported as a form other than "Dissolved" (except for Selenium), then the existing
data set is inadequate to make a determination and additional monitoring is required.



Appendix A
Evaluation of Effluent
Outfall 003
Page 6 of 11

Parameter (ug/L unless
noted)

Wasteload Allocations

Attachment A
from Application

Form 2 Part V
(Daily Max)Acute Chronic HH

Acenapthene -- -- 9.79E+03 <0.27 <0.27

Acrolein -- -- 9.19E+01 <2.6 <2.6

AcrylonitrileC -- -- 8.26E+01 <0.55 <0.55

Aldrin C 1.00E+01 -- 1.65E-02 <0.033 <0.033

Ammonia-N (mg/l)
(Yearly) 1.49E+01 7.26E+00 -- 28

Ammonia-N (mg/l)
(High Flow) 4.33E+01 1.64E+01 -- 28

Anthracene -- -- 3.95E+05 <0.18 <0.18

Antimony -- -- 6.32E+03 1.42 2.58

Arsenic 1.13E+03 1.05E+03 -- 0.5 7.42

Barium -- -- -- 0.079 121

Benzene C -- -- 1.68E+04 <0.11 <0.11

BenzidineC -- -- 6.60E-02 <44 <44

Benzo (a) anthracene C -- -- 5.94E+00 <0.34 <0.34

Benzo (b) fluoranthene C -- -- 5.94E+00

Benzo (k) fluoranthene C -- -- 5.94E+00 <0.28 <0.29

Benzo (a) pyrene C -- -- 5.94E+00 <0.26 <0.26

Bis2-Chloroethyl Ether C -- -- 1.75E+02 <0.29 <0.29

Bis2-Chloroisopropyl Ether -- -- 6.42E+05 <0.22 <0.22

Bis 2-Ethylhexyl Phthalate C -- -- 7.27E+02 <2 23

Bromoform C -- -- 4.62E+04 <1.0 <1.0

Butylbenzylphthalate -- -- 1.88E+04 <2.0

Cadmium 1.78E+01 9.75E+00 -- <0.01 0.14

Carbon Tetrachloride C -- -- 5.28E+02 <0.14 <0.14

Chlordane C 8.01E+00 3.01E-02 2.68E-01 <0.066 <0.066

Chloride 2.84E+06 1.53E+06 -- 23500

TRC 6.34E+01 7.69E+01 --

Chlorobenzene -- -- 1.58E+04 <0.14 <0.14

ChlorodibromomethaneC -- -- 4.29E+03 <0.14 <0.14

Chloroform -- -- 1.09E+05 <0.17 <0.17

2-Chloronaphthalene -- -- 1.58E+04 <0.3 <0.28

2-Chlorophenol -- -- 1.48E+03 <2.1 <2.1

Chlorpyrifos 2.77E-01 2.87E-01 -- <0.097

Chromium III 2.40E+03 6.84E+02 -- 5.9

Chromium VI 5.34E+01 7.69E+01 -- 5.3

Chromium, Total -- -- -- 15

Chrysene C -- -- 5.94E-01 <0.29 <0.29

Copper *** *** -- 0.58 37

Cyanide, Free 7.35E+01 3.64E+01 1.58E+05 <2.5 <0.01

DDD C -- -- 1.02E-01 <0.025 <0.027

DDE C -- -- 7.27E-02 <0.030 <0.032

DDT C 3.67E+00 6.99E-03 7.27E-02 <0.028 <0.030

Demeton -- 6.99E-01 -- <0.16

Diazinon 5.68E-01 1.19E+00 --

Dibenz(a,h)anthracene C -- -- 5.94E+00 <0.25 <0.25

1,2-Dichlorobenzene -- -- 1.28E+04 <0.15 <0.15

1,3-Dichlorobenzene -- -- 9.49E+03 <0.11 <0.11

1,4-Dichlorobenzene -- -- 1.88E+03 <0.21 <0.21

3,3-DichlorobenzidineC -- -- 9.25E+00 <1.4 <1.4
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Dichlorobromomethane C -- -- 5.61E+03 <0.13 <0.13

1,2-Dichloroethane C -- -- 1.22E+04 <0.21 <0.21

1,1-Dichloroethylene -- -- 7.02E+04 <0.30 <0.30

1,2-trans-dichloroethylene -- -- 9.88E+04 <0.17

2,4-Dichlorophenol -- -- 2.87E+03 <0.62 <0.62

2,4-Dichlorophenoxy
acetic acid (2,4-D) -- -- --

1,2-DichloropropaneC
-- -- 4.95E+03 <0.095 <0.095

1,3-Dichloropropene C
-- -- 6.94E+03 <0.33

Dieldrin C 8.01E-01 3.92E-01 1.78E-02 <0.031 <0.033

Diethyl Phthalate -- -- 4.35E+05 <2.7 <2.7

2,4-Dimethylphenol -- -- 8.40E+03 <1.6 <1.6

Dimethyl Phthalate -- -- 1.09E+07 <1.7 <1.7

Di-n-Butyl Phthalate -- -- 4.45E+04 <2.2 <2.2

2,4 Dinitrophenol -- -- 5.24E+04 <23

2-Methyl-4,6-Dinitrophenol -- -- 2.77E+03 <14

2,4-Dinitrotoluene C -- -- 1.12E+03 <2 <2

Dioxin 2,3,7,8-
tetrachlorodibenzo-p-dioxin -- -- 5.04E-07

1,2-DiphenylhydrazineC -- -- 6.60E+01 <1.1 <1.1

Alpha-Endosulfan 7.35E-01 3.92E-01 8.80E+02 <0.035 <0.038

Beta-Endosulfan 7.35E-01 3.92E-01 8.80E+02 <0.037 <0.039

Alpha + Beta Endosulfan 7.35E-01 3.92E-01 --

Endosulfan Sulfate -- -- 8.80E+02 <0.022 <0.023

Endrin 2.87E-01 2.52E-01 5.93E-01 <0.036 <0.039

Endrin Aldehyde -- -- 2.97E+00 <0.034 <0.036

Ethylbenzene -- -- 2.08E+04 <0.23 <0.23

Fluoranthene -- -- 1.38E+03 <0.20 <0.20

Fluorene -- -- 5.24E+04 <0.22 <0.22

Foaming Agents -- -- --

Guthion -- 6.99E-02 -- <0.11

Heptachlor C 1.74E+00 2.66E-02 2.61E-02 <0.037 <0.040

Heptachlor EpoxideC 1.74E+00 2.66E-02 1.29E-02 <0.037 <0.039

HexachlorobenzeneC -- -- 9.58E-02 <0.56 <0.56

HexachlorobutadieneC -- -- 5.94E+03 <0.87 <0.87

Hexachlorocyclohexane
Alpha-BHCC -- -- 1.62E+00 <0.025

Hexachlorocyclohexane
Beta-BHCC -- -- 5.61E+00 <0.038

Hexachlorocyclohexane
Gamma-BHCC (Lindane) 3.17E+00 -- 5.94E+01 <0.030

Hexachlorocyclopentadiene -- -- 1.09E+04 <1.3

HexachloroethaneC
-- -- 1.09E+03 <1.3 <1.3

Hydrogen Sulfide -- 1.40E+01 -- <53

Indeno (1,2,3-cd) pyrene C -- -- 5.94E+00 <0.40 <0.40

Iron -- -- -- 9 762

IsophoroneC -- -- 3.17E+05 <0.68 <0.68

Kepone -- 0.00E+00 -- <0.74

Lead 5.70E+02 1.45E+02 -- 0.01 0.493

Malathion -- 6.99E-01 -- <0.10

Manganese -- -- -- 13.7 14.6

Mercury 4.67E+00 5.37E+00 - - 0.0003 0.4

Methyl Bromide -- -- 1.48E+04 <0.31 <0.31

Methylene Chloride C -- -- 1.95E+05 <0.13 <0.28

Methoxychlor -- 2.10E-01 -- <0.034

Mirex -- 0.00E+00 -- <0.018
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Nickel 7.72E+02 1.81E+02 4.55E+04 0.95 4.75

Nitrate (as N) -- -- --

Nitrobenzene -- -- 6.82E+03 <1.4 <1.4

N-NitrosodimethylamineC -- -- 9.91E+02 <1.1 <1.1

N-NitrosodiphenylamineC -- -- 1.98E+03 <1.1 <1.1

N-Nitrosodi-n-propylamineC -- -- 1.68E+02 <0.46 <0.46

Nonylphenol 9.35E+01 4.61E+01 --

Parathion 2.17E-01 9.09E-02 -- <0.15

PCB TotalC -- 9.79E-02 2.11E-02 <0.16

Pentachlorophenol C 6.12E+01 1.12E+02 9.91E+02 <4.6 <4.6

Phenol -- -- 8.50E+06 <0.51 <0.51

Pyrene -- -- 3.95E+04 <0.21 <0.21

Radionuclides -- -- --
Gross Alpha Activity

(pCi/L) -- -- -- <2.62 <2.62

Beta and Photon Activity
(mrem/yr) -- -- -- <4.00

Radium 226 + 228 (pCi/L) -- -- --

Uranium (ug/l) -- -- --
Selenium, Total
Recoverable 6.56E+01 3.20E+01 4.15E+04 23.00 25.7

Silver 1.86E+01 -- -- <0.003 0.088

Sulfate -- -- -- 58800 214000

1,1,2,2-TetrachloroethaneC -- -- 1.32E+03 <0.20 <0.20

TetrachloroethyleneC -- -- 1.09E+03 <0.15 <0.15

Thallium -- -- 3.76E+00 0.07 0.1

Toluene -- -- 5.93E+04 <0.15 <0.15

Total dissolved solids -- -- -- 422000

Toxaphene C 2.44E+00 1.40E-03 9.25E-02 <0.07 <0.74

Tributyltin 1.54E+00 5.03E-01 --

1,2,4-Trichlorobenzene -- -- 6.92E+02 <0.79 <0.79

1,1,2-TrichloroethaneC -- -- 5.28E+03 <0.20 <0.20

Trichloroethylene C -- -- 9.91E+03 <0.14 <0.14

2,4,6-Trichlorophenol C -- -- 7.93E+02 <2.8 <2.8

2-(2,4,5-Trichlorophenoxy)
propionic acid (Silvex) -- -- --

Vinyl ChlorideC -- -- 7.93E+02 <0.23 <0.23

Zinc 4.94E+02 1.09E+03 2.57E+05 3.80 8

*** Wasteload Allocations for generated in MSTRANTI for copper are not valid since a special

standard for copper in the Clinch River can be found in 9VAC 25-260-310.x.
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STAT.exe Output Ammonia

Facility VA0001015
Chemical Ammonia
Chronic averaging period 30
WLAa 14.88
WLAc 7.26
Q.L. 0.2
# samples/mo. 4
# samples/wk. 1

Summary of Statistics:
# observations 60
Expected Value 2.73986
Variance 70.8921
C.V. 3.073047
97th percentile daily values 16.0081
97th percentile 4 day average 11.8556
97th percentile 30 day average 5.63139
# < Q.L. 4
Model used delta lognormal

A limit is needed based on Acute Toxicity
Maximum Daily Limit 14.88
Average Weekly Limit 14.88
Average Monthly Limit 11.0201912554871

The data are:
19 0.2 0.24 0.2 2.28 1.02
5.8 24 6.07 0.33 3.2 0.2
28 2 0.6 0.2 0.54 0.19
20 0.1 0.28 0.2 3.7 0.51
25 0.05 0.2 0.26 0.2 1.33
6 0.2 0.2 0.2 0.2 1.55
3 0.3 0.2 0.2 0.2 3.2

0.174 3.27 0.65 1.67 0.64 3.1
3 0.61 0.29 2.14 0.2 3.87
1 0.2 0.55 0.97 0.75 0.54



Appendix A
Evaluation of Effluent
Outfall 003
Page 10 of 11

STAT.exe Output Chromium VI

Facility VA0001015
Chemical Chromium VI
Chronic averaging period 4
WLAa 53.43
WLAc 76.91
Q.L. 10
# samples/mo. 1
# samples/wk. 1

Summary of Statistics:
# observations 8
Expected Value 11.6619
Variance 48.96
C.V. 0.6
97th percentile daily values 28.3782
97th percentile 4 day average 19.4029
97th percentile 30 day average 14.0648
# < Q.L. 4
Model used BPJ Assumptions, Type 1 data

No Limit is required for this material

The data are:
10
10
10

7.24
6.4
6.3

10.3
5.3
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STAT.exe Output Selenium

Facility VA0001015
Chemical Selenium
Chronic averaging period 4
WLAa 65.62
WLAc 31.96
Q.L. 10
# samples/mo. 1
# samples/wk. 1

Summary of Statistics:
# observations 8
Expected Value 11.6619
Variance 48.96
C.V. 0.6
97th percentile daily values 28.3782
97th percentile 4 day average 19.4029
97th percentile 30 day average 14.0648
# < Q.L. 4
Model used BPJ Assumptions, Type 1 data

No Limit is required for this material

The data are:
8.1
5.9
1.7
22

21.1
8.5

17.4
23



APPENDIX B

PROCESS WASTEWATER FROM DEWATERING ACTIVITIES

Outfall D003 Final Limits Flow: 4.84 MGD

PARAMETER

BASIS
FOR

LIMITS

EFFLUENT LIMITATIONS MONITORING REQUIREMENTS

Monthly Average Maximum Frequency Sample Type

Flow (MGD) 1 NL NL Continuous Measured

TSS (mg/L) 3 30.0 100.0 1/Month 24 HC

Oil & Grease (mg/L) 3 15.0 20.0 1/Month 24 HC

Total Recoverable Iron (mg/L) 3 1.0 1.0 1/Month 24 HC

Total Chromium (mg/L) 3 0.2 0.2 1/Month 24 HC

Total Residual Chlorine (ug/L) 2,3 40 40 1/Week 24 HC

Total Recoverable Antimony (ug/L) 2,4 630 630 3/Week 24 HC

Total Recoverable Arsenic (ug/L) 2,4 210 380 3/Week 24 HC

Total Recoverable Cadmium (ug/L) 2,4 2.0 3.6 3/Week 24 HC

Total Recoverable Chromium III (ug/L) 2,4 140 250 3/Week 24 HC

Total Recoverable Chromium VI (ug/L) 2,4 14 25 3/Week 24 HC

Total Recoverable Copper (ug/L) 2,4 16 30 3/Week 24 HC

Total Recoverable Lead (ug/L) 2,4 29 53 3/Week 24 HC

Total Recoverable Mercury (ug/L) 2,4 1.0 1.9 3/Week 24 HC

Total Recoverable Nickel (ug/L) 2,4 37 67 3/Week 24 HC

Total Recoverable Selenium (ug/L) 2,4 6.7 12 3/Week 24 HC

Total Recoverable Silver (ug/L) 2,4 5.1 9.3 3/Week 24 HC

Total Recoverable Thallium (ug/L) 2,4 0.47 0.47 3/Week 24 HC

Total Recoverable Zinc (ug/L) 2,4 130 240 3/Week 24 HC

Total Recoverable Aluminum (ug/L) 4 NL NL 1/Month 24 HC

Total Recoverable Barium (ug/L) 4 NL NL 1/Month 24 HC

Total Recoverable Beryllium (ug/L) 4 NL NL 1/Month 24 HC

Total Recoverable Boron (ug/L) 4 NL NL 1/Month 24 HC

Total Recoverable Cobalt (ug/L) 4 NL NL 1/Month 24 HC

Total Recoverable Molybdenum (ug/L) 4 NL NL 1/Month 24 HC

Total Recoverable Vanadium (ug/L) 4 NL NL 1/Month 24 HC

Chloride (mg/L) 2,4 310 570 3/Week 24 HC

Ammonia-N (mg/L) 2,4 11 15 3/Week 24 HC

Hardness (mg/L as CaCO3) 2,4 NL NL 3/Week 24 HC

Minimum Maximum

pH 2,3 6.0 SU 9.0 SU 1/Week Grab

Acute WET, Ceriodaphnia dubia (%) 2,4 100 NA 1/Month 24 HC

Chronic WET, Ceriodaphnia dubia (TUc) 2,4 NA 3.12 1/Month 24 HC

Acute WET, Pimephales promelas (%) 2,4 100 NA 1/Month 24 HC

Chronic WET, Pimephales promelas (TUc) 2,4 NA 3.12 1/Month 24 HC

NL = No Limitation, monitoring required NA = Not Applicable 4HC = 4-Hour Composite 24HC =24-Hour Composite
Refer to permit footnotes regarding parameters with 3/Week and 1/Month monitoring frequencies

BASIS DESCRIPTIONS
1. VPDES Permit Regulation (9VAC25-31)
2. Water Quality Standards (9VAC25-260)
3. Federal Effluent Limitation Guidelines (Steam Electric Power Generating Point Source Category – 40 CFR Part 423)
4. See rationale below



Ash dewatering water (pore water within the coal combustion residuals mass) and contact stormwater (stormwater that
has contacted the coal combustion residuals) are process wastewater from dewatering activities.

Discharges associated with Coal Combustion Residual Impoundment Closure: Effluent Screening and
Limitation Development

Effective October 2015, the U.S. Environmental Protection Agency (EPA) adopted a final Rule that will regulate the
disposal of coal combustion residuals (CCR) as solid waste under subtitle D of the Resource Conservation and
Recovery Act. Coal combustion residuals (otherwise known as coal ash) may include fly ash, bottom ash, boiler slag,
and other low volume waste materials and are generated from burning coal for the purposes of generating electrical
power. Disposal of the CCRs at this facility has historically been accomplished in a solid waste landfill and coal ash
impoundments located on site. Ash Pond 2 has been inactive since 1997 and was capped in 2014. Ash Pond 1A/1B
became inactive in October 2015 and is planned for dewatering and capping in 2016. Ash Pond 1 includes surface
waters originating from precipitation, stormwater runoff into the impoundments, and comingled process wastewaters.
Interstitial, or pore, waters, also exist within the bottom residual mass of the impoundment. Due to its direct contact
and exposure to the coal ash materials, the pollutant concentrations of the coal ash interstitial waters may pose a
reasonable potential to exceed established water quality criteria. In response to EPA’s 2015 CCR Rule, the permittee
plans to remove and discharge the accumulated waters to dry the ash and residuals that have settled to the bottom of
the impoundment. This process is expected to involve the disturbance, movement, or re-suspension of the bottom
residuals. Drying the ash and bottom residuals will facilitate the construction of a closure cap over the impoundment
system.

To identify and evaluate constituents of potential concern (COPC) associated with the removal of waters from the coal
ash ponds, DEQ relied upon work previously performed by the EPA and documented in the following: 1) 40CFR Part
423 federal effluent limitation guidelines (ELGs) for the “Steam Electric Power Generating Point Source Category;”
2) a June 7, 2010 EPA memorandum titled, “National Pollutant Discharge Elimination System (NPDES) Permitting of
Wastewater Discharges from Flue Gas Desulfurization (FGD) and Coal Combustion Residual (CCR) Impoundments at
Steam Electric Power Plants;” and 3) a 2015 final Rule (commonly referred to as the “CCR Rule”) that amended 40
CFR §§257.50 – 257.107, “Standards for the Disposal of Coal Combustion Residuals in Landfills and Surface
Impoundments.”

In its June 2010 memo,1 EPA identified 37 chemical parameters that had the potential to exist in relatively high
concentrations in CCR effluent. Several years later, in the preamble to the 2015 CCR Rule, EPA identified 35 “Table 1”2

chemical parameters that represented a hazard potential because they were characteristic of releases from coal
combustion impoundments and may pose a toxicity risk potential. EPA performed further probabilistic analyses of the
potential risks to human health and ecological receptors from the 35 Table 1 constituents and narrowed the list down to
23 “Table 2”3 parameters (List of Chemical Constituents Retained for Probabilistic Analysis). These parameters include
Aluminum, Antimony, Arsenic, Barium, Beryllium, Boron, Cadmium, Chloride, Chromium, Cobalt, Copper, Fluoride,
Iron, Lead, Lithium, Mercury, Molybdenum, Nickel, Selenium, Silver, Thallium, Vanadium and Zinc.

Although the parameters listed in the CCR Rule Table 2 represent potential risks from CCR leachate releases, a
conservative assumption was made that the probabilistic risks associated with leachate releases would be comparable to
concerns associated with the release of CCR pore water. These 23 Table 2 constituents and all other constituents were
classified in one of 4 categories for consideration.

1 United States Environmental Protection Agency, June 7, 2010 Memorandum from James A. Hanlon, Director, Office of
Wastewater Management to Water Division Directors Regions 1 – 10; “National Pollutant Discharge Elimination System
(NPDES) Permitting of Wastewater Discharges from Flue Gas Desulfurization (FGD) and Coal Combustion Residual (CCR)
Impoundments at Steam Electric Power Plants,” Attachment B, Water Quality-Based Effluent Limits, Coal Combustion Waste
Impoundments; Appendix A, Steam Electric 2007/2008 Detailed Study Report, Ash Pond Effluent Concentrations.
2 Federal Register, Vol. 80, No. 74, Friday, April 17, 2015, “Table 1 – List of Chemical Constituents Evaluated in the CCR Risk
Assessment,” page 21449.
3 Federal Register, Vol. 80, No. 74, Friday, April 17, 2015, “Table 2 – List of Chemical Constituents Retained for Probabilistic
Analysis,” page 21450.
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• Category 1 - Table 2 constituents for which water quality criteria have been adopted in the Virginia Water
Quality Standards regulation (9VAC25-260): Water quality based effluent limitations were developed for these
parameters regardless of whether or not the existing data for the facility demonstrated a reasonable potential to
exceed the water quality criteria. Effluent limitations were developed in this fashion for Antimony, Arsenic,
Cadmium, Chloride, Chromium (III and VI), Copper, Lead, Mercury, Nickel, Selenium, Silver, Thallium, and Zinc.
There are no water quality criteria that are applicable to the aquatic life designation for Antimony or Thallium. For
these parameters, the effluent limitation is equal to the most limiting allocation for human health.

• Category 2 – Table 2 constituents for which water quality criteria have not be adopted in the Virginia
Water Quality Standards regulation (9VAC25-260): A Whole Effluent Toxicity limitation was established in
the absence of an applicable Virginia numeric water quality criterion. This approach is consistent with EPA’s
Technical Support Document for Water Quality-based Toxics Control and the June 7, 2010 EPA memorandum.
Parameters included in this category include Aluminum, Barium, Beryllium, Boron, Cobalt, Molybdenum and
Vanadium. Appendix F details the derivation of the calculated WET limitations that will be included with this
permit action. In addition, 1/Month monitoring of these parameters, to be done concurrently with WET test
monitoring, is required. In that way, data are available for analysis in the event that WET tests indicate toxicity.

• Category 3 – Constituents not listed in Table 2 for which water quality criteria have been adopted in the
Virginia Water Quality Standards regulation (9VAC25-260): A reasonable potential analysis was performed to
determine the need for water-quality based effluent limitations on a case-by-case basis. This was done for
Ammonia-N and total residual chlorine based on DMR data produced during normal operations.

• Category 4 – Federal Effluent Guidelines: Technology-based effluent limits were assigned to applicable
constituents addressed by the Federal Effluent Guidelines and not otherwise controlled by a more restrictive water
quality-based effluent limitation. Constituents limited under this category include Iron, total Chromium, TSS, Oil &
Grease, and pH.

For purposes of evaluating the parameters above, the discharge flow of 4.84 MGD was utilized. This value is the maximum
anticipated flow from Outfall 003 as depicted in the water balance diagram provided in the application. The permittee has
stated that during the enhanced dewatering operation, discharge rates from Outfall 003 will be at or below 4.84 MGD.

The dewatering wastewaters are to be pumped to the reclaim pond for temporary holding, and then pumped from the reclaim
pond to the AWWTP prior to discharging to the Clinch River via Outfall 003.

EFFLUENT LIMITATIONS GUIDELINES (ELGs)
See Appendix A

EVALUATION OF THE EFFLUENT – CHLORINE
See Appendix A

EVALUATION OF THE EFFLUENT – COPPER
See Appendix A

EVALUATION OF THE EFFLUENT – PCBS
See Appendix A

EVALUATION OF CONVENTIONAL POLLUTANTS
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See Appendix A

EVALUATION OF THE EFFLUENT – COPPER

Effluent limits were copper were based on the special standard for the Clinch River using an anti-degradation baseline
similar to other metals.

EVALUATION OF THE EFFLUENT – TOXIC POLLUTANTS

Input parameters for instream WQC and WLAs
Stream: A Flow Frequency Determination for the receiving stream is included in Section 13 of the fact sheet. Water quality
data for mean hardness, temperature, and pH for the receiving stream were obtained from Ambient Water Quality
Monitoring Station 6BCLN271.50 on the Clinch River. The ambient station is located 3.7 river miles upstream of the
facility.

Stream Parameter Value Units

Mean Hardness (as CaCO3) = 147 mg/L

90th Percentile Temperature = 24.34 °C 

90th Percentile Maximum pH = 8.34 SU

10th Percentile Maximum pH = 8.04 SU

Background in-stream water quality conditions were established for antimony, arsenic, barium, cadmium, chloride,
chromium, copper, iron, lead, manganese, mercury, nickel, selenium, silver, thallium, and zinc using DEQ’s data collected
at Ambient Water Quality Monitoring Station 6BCLN271.50 on the Clinch River. 90th Percentile values were calculated
from five years of data.

Discharge: Hardness data for the effluent was not available; therefore, a conservative value of 100 mg/L was utilized in the
evaluation. The temperature value utilized is from Outfall 003 Form 2C Part V of the application. The pH values utilized
were calculated from five years of DMR data.

Discharge Parameter Value Units

Mean Hardness (as CaCO3) = 100 mg/L

90th Percentile Temperature = 14.1 °C

90th Percentile Maximum pH = 8.3 SU

10th Percentile Maximum pH = 7.4 SU

WQC and WLAs were calculated for all WQS parameters. Those WQC and WLAs are presented in the MSTRANTI
spreadsheet that can be found in Appendix H. The Category 1 parameters were analyzed per the protocol above. The
Category 3 parameters were evaluated per the protocol below.

Mix Evaluation for Process Wastewater from Dewatering Activities: The mix.exe evaluation shown in Appendix G
predicts the distance for at which a complete mix assumption is appropriate and also shows the percent of the stream flow
that can be used for that complete mix situation. This mixing approach is typically used for the evaluation of toxic
pollutants in accordance with Guidance Memo No. 00-2011.



Appendix B
Evaluation of Effluent
Dewatering Operation
Page 5 of 11

During the public comment period for other similar VPDES permits across the state addressing coal ash pond dewatering,
comments were received expressing concern about the length of the mixing zone allowed in the permit. To address those
concerns, a regulatory mixing zone (RMZ) of five times the width of the receiving stream at the point of discharge was
established for the dewatering operations at those facilities. The percent of stream flow available for mixing at the RMZ
was calculated by dividing the RMZ by the predicted distance for complete mix as shown in Appendix G. The staff
utilized that same protocol during the evaluation of mixing for the ash pond dewatering operation at the Clinch River Plant
with the following results:

Drought Flow Regime
RMZ Based
on 5x Stream

Width (ft.)

Modeled Mixing
Length from
MIX.exe (ft.)

% Stream
Flow

Available

7Q10 350* 1839 19.03

30Q10 350* 1615 21.67

1Q10 350* 1969 17.78

30Q5 350* 1519 23.04

Harmonic Mean 650** 3995 16.27

* Based on approximate stream width under drought conditions.

**Based on approximate stream width under normal flow conditions.

The results of the mixing evaluation shown in Appendix G were compared to those shown above and the most
conservative values were used.
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STAT.EXE OUTPUT

Facility = VA0001015 - Dewatering
Chemical = Arsenic
Chronic averaging period = 4
W L A a = 5 2 0
W L A c = 2 6 0
Q.L. = 150
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 260
Variance = 24336
C.V. = 0.6
97th percentile daily values = 632.688
97th percentile 4 day average = 432.585
97th percentile 30 day average= 313.573
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Chronic Toxicity
Maximum Daily Limit = 380.26944385384
Average Weekly limit = 278.145688979608
Average Monthly LImit = 207.18218336132

The data are:
260
***********************************************

Facility = VA0001015 - Dewatering
Chemical = Cadmium
Chronic averaging period = 4
W L A a = 8 . 7
W L A c = 2 . 5
Q.L. = 1
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 8.7
Variance = 27.2484
C.V. = 0.6
97th percentile daily values = 21.1707
97th percentile 4 day average = 14.4749
97th percentile 30 day average= 10.4926
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Chronic Toxicity
Maximum Daily Limit = 3.65643696013308
Average Weekly limit = 2.67447777865008
Average Monthly LImit = 1.99213637847423

The data are:
8.7
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Facility = VA0001015 - Dewatering
Chemical = Chloride
Chronic averaging period = 4
W L A a = 1 3 0 0
W L A c = 3 9 0
Q.L. = 1
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 1300
Variance = 608400
C.V. = 0.6
97th percentile daily values = 3163.44
97th percentile 4 day average = 2162.92
97th percentile 30 day average= 1567.86
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Chronic Toxicity
Maximum Daily Limit = 570.40416578076
Average Weekly limit = 417.218533469412
Average Monthly LImit = 310.77327504198

The data are:
1300
***********************************************

Facility = VA0001015 - Dewatering
Chemical = Chromium III
Chronic averaging period = 4
W L A a = 1 2 0 0
W L A c = 1 7 0
Q.L. = 100
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 170
Variance = 10404
C.V. = 0.6
97th percentile daily values = 413.680
97th percentile 4 day average = 282.844
97th percentile 30 day average= 205.029
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Chronic Toxicity
Maximum Daily Limit = 248.637713289049
Average Weekly limit = 181.864488948205
Average Monthly LImit = 135.465273736248

The data are:
170
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Facility = VA0001015 - Dewatering
Chemical = Chromium VI
Chronic averaging period = 4
W L A a = 2 5
W L A c = 1 9
Q.L. = 10
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 19
Variance = 129.96
C.V. = 0.6
97th percentile daily values = 46.2349
97th percentile 4 day average = 31.6120
97th percentile 30 day average= 22.9150
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Acute Toxicity
Maximum Daily Limit = 25
Average Weekly limit = 18.2860924980417
Average Monthly LImit = 13.6207488341446

The data are:
19
***********************************************

Facility = VA0001015 - Dewatering
Chemical = Lead
Chronic averaging period = 4
W L A a = 2 8 0
W L A c = 3 6
Q.L. = 20
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 36
Variance = 466.56
C.V. = 0.6
97th percentile daily values = 87.6030
97th percentile 4 day average = 59.8964
97th percentile 30 day average= 43.4179
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Chronic Toxicity
Maximum Daily Limit = 52.6526922259163
Average Weekly limit = 38.5124800125611
Average Monthly LImit = 28.6867638500289

The data are:
36
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Facility = VA0001015 - Dewatering
Chemical = Mercury
Chronic averaging period = 4
W L A a = 2 . 2
W L A c = 1 . 3
Q.L. = 0.7
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 1.3
Variance = .6084
C.V. = 0.6
97th percentile daily values = 3.16344
97th percentile 4 day average = 2.16292
97th percentile 30 day average= 1.56786
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Chronic Toxicity
Maximum Daily Limit = 1.9013472192692
Average Weekly limit = 1.39072844489804
Average Monthly LImit = 1.0359109168066

The data are:
1.3
***********************************************

Facility = VA0001015 - Dewatering
Chemical = Nickel
Chronic averaging period = 4
W L A a = 3 7 0
W L A c = 4 6
Q.L. = 20
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 46
Variance = 761.76
C.V. = 0.6
97th percentile daily values = 111.937
97th percentile 4 day average = 76.5343
97th percentile 30 day average= 55.4784
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Chronic Toxicity
Maximum Daily Limit = 67.2784400664487
Average Weekly limit = 49.2103911271614
Average Monthly LImit = 36.6553093639259

The data are:
46
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Facility = VA0001015 - Dewatering
Chemical = Selenium
Chronic averaging period = 4
W L A a = 3 1
W L A c = 8 . 4
Q.L. = 5
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 8.4
Variance = 25.4016
C.V. = 0.6
97th percentile daily values = 20.4407
97th percentile 4 day average = 13.9758
97th percentile 30 day average= 10.1308
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Chronic Toxicity
Maximum Daily Limit = 12.2856281860472
Average Weekly limit = 8.98624533626427
Average Monthly LImit = 6.69357823167342

The data are:
8.4
***********************************************

Facility = VA0001015 - Dewatering
Chemical = Silver
Chronic averaging period = 4
W L A a = 9 . 3
WLAc =
Q.L. = 3
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 9.3
Variance = 31.1364
C.V. = 0.6
97th percentile daily values = 22.6307
97th percentile 4 day average = 15.4732
97th percentile 30 day average= 11.2162
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Acute Toxicity
Maximum Daily Limit = 9.3
Average Weekly limit = 6.80242640927152
Average Monthly LImit = 5.06691856630179

The data are:
9.3
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Facility = VA0001015
Chemical = Zinc
Chronic averaging period = 4
W L A a = 2 4 0
W L A c = 2 7 0
Q.L. = 90
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 270
Variance = 26244
C.V. = 0.6
97th percentile daily values = 657.022
97th percentile 4 day average = 449.223
97th percentile 30 day average= 325.634
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Acute Toxicity
Maximum Daily Limit = 240
Average Weekly limit = 175.546487981201
Average Monthly LImit = 130.759188807788

The data are:
270

**************************************************
Facility = VA0001015 - Dewatering
Chemical = Copper
Chronic averaging period = 4
WLAa = 29.6
WLAc = 21
Q.L. = 10
# samples/mo. = 12
# samples/wk. = 3

Summary of Statistics:

# observations = 1
Expected Value = 29.6
Variance = 315.417
C.V. = 0.6
97th percentile daily values = 72.0291
97th percentile 4 day average = 49.2481
97th percentile 30 day average= 35.6991
# < Q.L. = 0
Model used = BPJ Assumptions, type 2 data

A limit is needed based on Acute Toxicity
Maximum Daily Limit = 29.6
Average Weekly limit = 21.6507335176814
Average Monthly LImit = 16.1269666196272

The data are:
29.6
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EVALUATION OF DISCHARGES FROM OUTFALL 007 (Coal Pile Runoff)

A comparison of technology and water quality-based limits was performed, and the most stringent
limits were selected. The selected limits are summarized in the table below.

Outfall 007 (Coal Pile Runoff) Final Limits Maximum Projected Flow: 1.20 MGD

PARAMETER

BASIS
FOR

LIMITS

EFFLUENT LIMITATIONS MONITORING REQUIREMENTS

Monthly Average Maximum Frequency Sample Type

Flow (MGD) 1 NL NL 2/Month Estimate

Monthly Average Daily Maximum

Total Suspended Solids (mg/L) 3 NA 50 2/Month 24HC

Oil and Grease (mg/L) 4 NL NL 1/6Months Grab

Whole Effluent Toxicity (TUc) 4 NL NL 1/Year 24HC

Minimum Maximum

pH 2,3 6.0 SU 9.0 SU 2/Month Grab

NL = No Limitation, monitoring required NA = Not Applicable

BASIS DESCRIPTIONS
1. VPDES Permit Regulation (9VAC25-31)
2. Water Quality Standards (9VAC25-260)
3. Federal Effluent Limitation Guidelines – Steam Electric Power Generating Point Source Category (40 CFR

Part 423)
4. Best Professional Judgment

EFFLUENT LIMITATIONS GUIDELINES (ELGs)

The final rule dated September 30, 2015 that became effective on November 29, 2015 for the Steam Electric
Power category was utilized.

ELGs for Best Practicable Control Technology Currently Available (BPT) for all discharges other than
once through cooling water in 40 CFR Part 423.12(b)(1) is as follows:

The pH of all discharges, except once through cooling water, shall be within the range of 6.0-9.0.

ELGs for Best Practicable Control Technology Currently Available (BPT) for discharges from coal pile
runoff in 40 CFR Part 423.12(b)(9) and (10) is as follows:

(9) Subject to the provisions of paragraph (b)(10) of this section, the following effluent
limitations shall apply to the point source discharges of coal pile runoff::

Pollutant or pollutant property

BPT effluent limitations
Maximum concentration for any time (mg/l)

TSS 50

(10) Any untreated overflow from facilities designed, constructed, and operated to treat the
volume of coal pile runoff which is associated with a 10 year, 24 hour rainfall event shall not be
subject to the limitations in paragraph (b)(9) of this section.
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EVALUATION OF THE EFFLUENT – PCBS
The permit special condition that there shall be no discharge of PCBs transformer fluids in an amount equal to
or greater than that detectable by EPA Method 608 has been carried forward from the previous permit.

EVALUATION OF CONVENTIONAL POLLUTANTS
The applicant submitted testing results for the conventional parameters pH, BOD5, TSS, and Oil & Grease.
Based on a review of the DMR results, the facility appears to be in compliance with TSS and Oil and
Grease with the BAT requirements (40 CFR Part 423.12(b)(1)) and BPT and WQS for pH. The pH limits
of 6.0 SU to 9.0 SU have been carried forward from the previous permit.

EVALUATION OF THE EFFLUENT – TOXIC POLLUTANTS

Input parameters for instream WQC andWLAs

Stream: A Flow Frequency Determination for the receiving stream is included in Section 13 of the Fact Sheet.
Water quality data for mean hardness, temperature, and pH for the receiving stream were obtained from
Ambient Water Quality Monitoring Station 6BCLN271.50 on the Clinch River. The ambient station is located
3.7 river miles upstream of the facility.

Stream Parameter Value Units

Mean Hardness (as CaCO3) = 147 mg/L

90th Percentile Temperature = 24.34 °C

90th Percentile Maximum pH = 8.34 SU
10th Percentile Maximum pH = 8.04 SU

Background in-stream water quality conditions were established for antimony, arsenic, barium, cadmium,
chloride, chromium, copper, iron, lead, manganese, mercury, nickel, selenium, silver, thallium, and zinc
using DEQ’s data collected at Ambient Water Quality Monitoring Station 6BCLN271.50 on the Clinch
River. 90th Percentile values were utilized in MSTRANTI calculated from five years of background data.

Discharge: Hardness data for the effluent was not available, therefore a conservative value of 100 mg/L was
utilized in the evaluation. The temperature value utilized is from Form 2C Part V of the application. The pH
values utilized were calculated from five years of DMR data.

Effluent Parameter Value Units

Mean Hardness (as CaCO3) = 100 mg/L

90th Percentile Temperature = 15.1 °C

90th Percentile Maximum pH = 8.4 SU
10th Percentile Maximum pH = 7.4 SU

WQC and WLAs were calculated for all WQS parameters. Those WQC and WLAs are presented in the
MSTRANTI spreadsheet that can be found in Appendix H. The effluent data were analyzed per the protocol
for evaluation of effluent toxic pollutants included in this appendix. All pollutant concentrations reported
were at least an order of magnitude below the WLAs generated in MSTRANTI; as such, further evaluation
using STAT.exe was not warranted.
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PROTOCOL FOR THE EVALUATION OF EFFLUENT TOXIC POLLUTANTS
Toxic pollutants were evaluated in accordance with OWP Guidance Memo No. 00-2011. Acute and Chronic
WLAs (WLAa and WLAc) were analyzed according to the protocol below using a statistical approach
(STAT.exe) to determine the necessity and magnitude of limits. Human Health WLAs (WLAhh) were
analyzed according to the same protocol through a simple comparison with the effluent data. If the WLAhh

exceeded the effluent datum or data mean, no limits were required. If the effluent datum or data mean
exceeded the WLAhh, the WLAhh was imposed as the limit.

The steps used in evaluating the effluent data are as follows:

A. If all data are reported as "below detection" or < the required Quantification Level (QL), and at least
one detection level is ≤ the required QL, then the pollutant is considered to be not significantly 
present in the discharge and no further monitoring is required.

B. If all data are reported as "below detection", and all detection levels are > the required QL, then an
evaluation is performed in which the pollutant is assumed present at the lowest reported detection
level.

B.1 If the evaluation indicates that no limits are needed, then the existing data set is adequate and
no further monitoring is required.

B.2 If the evaluation indicates that limits are needed, then the existing data set is inadequate to
make a determination and additional monitoring is required.

C. If any data value is reported as detectable at or above the required QL, then the data are adequate to
determine whether effluent limits are needed.

C.1 If the evaluation indicates that no limits are needed, then no further monitoring is required.
C.2 If the evaluation indicates that limits are needed, then the limits and associated requirements

are specified in the draft permit.
C.3 (Exception for Metals data only) If the evaluation indicates that limits are needed, but the

data are reported as a form other than "Dissolved" (except for Selenium), then the existing
data set is inadequate to make a determination and additional monitoring is required.
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Parameter (ug/l unless noted)

Wasteload Allocations

Form 2C Part VAcute Chronic HH

Acenapthene -- -- 3.65E+04 <0.28

Acrolein -- -- 3.43E+02 <2.6

AcrylonitrileC -- -- 3.25E+02 <0.55

Aldrin C 2.73E+01 -- 6.51E-02

Ammonia-N (mg/l)
(Yearly) 3.91E+01 2.50E+01 -- 0.08

Ammonia-N (mg/l)
(High Flow) 1.60E+02 6.21E+01 --

Anthracene -- -- 1.47E+06 <0.18

Antimony -- -- 2.36E+04 0.25

Arsenic 3.09E+03 3.76E+03 -- 0.7

Barium -- -- -- 71.6

Benzene C -- -- 6.64E+04 <0.11

BenzidineC -- -- 2.60E-01 <46

Benzo (a) anthracene C -- -- 2.34E+01 <0.35

Benzo (b) fluoranthene C -- -- 2.34E+01

Benzo (k) fluoranthene C -- -- 2.34E+01 <0.29

Benzo (a) pyrene C -- -- 2.34E+01 <0.27

Bis2-Chloroethyl Ether C -- -- 6.90E+02 <0.30

Bis2-Chloroisopropyl Ether -- -- 2.39E+06 <0.23

Bis 2-Ethylhexyl Phthalate C -- -- 2.86E+03 <4.2

Bromoform C -- -- 1.82E+05 <0.19

Butylbenzylphthalate -- -- 7.00E+04 <2.1

Cadmium 5.21E+01 3.58E+01 -- <0.01

Carbon Tetrachloride C -- -- 2.08E+03 <0.14

Chlordane C 2.18E+01 1.08E-01 1.05E+00

Chloride 7.72E+06 5.45E+06 --

TRC 1.73E+02 2.77E+02 --

Chlorobenzene -- -- 5.89E+04 <0.14

ChlorodibromomethaneC -- -- 1.69E+04 <0.14

Chloroform -- -- 4.05E+05 <0.17

2-Chloronaphthalene -- -- 5.89E+04 <0.30

2-Chlorophenol -- -- 5.53E+03 <2.2

Chlorpyrifos 7.55E-01 1.03E+00 --

Chromium III 6.90E+03 2.53E+03 --

Chromium VI 1.46E+02 2.77E+02 --

Chromium, Total -- -- -- 0.2

Chrysene C -- -- 2.34E+00 <0.30

Copper *** *** -- 0.97

Cyanide, Free 2.00E+02 1.31E+02 5.89E+05 <10

DDD C -- -- 4.04E-01

DDE C -- -- 2.86E-01
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DDT C 1.00E+01 2.52E-02 2.86E-01

Demeton -- 2.52E+00 --

Diazinon 1.55E+00 4.28E+00 --

Dibenz(a,h)anthracene C -- -- 2.34E+01 <0.26

1,2-Dichlorobenzene -- -- 4.79E+04 <0.15

1,3-Dichlorobenzene -- -- 3.54E+04 <0.11

1,4-Dichlorobenzene -- -- 7.00E+03 <0.21

3,3-DichlorobenzidineC -- -- 3.64E+01 <1.4

Dichlorobromomethane C -- -- 2.21E+04 <0.13

1,2-Dichloroethane C -- -- 4.82E+04 <0.21

1,1-Dichloroethylene -- -- 2.62E+05 <0.30

1,2-trans-dichloroethylene -- -- 3.68E+05

2,4-Dichlorophenol -- -- 1.07E+04 <0.65

2,4-Dichlorophenoxy
acetic acid (2,4-D) -- -- --

1,2-DichloropropaneC
-- -- 1.95E+04 <0.095

1,3-Dichloropropene C
-- -- 2.73E+04

Dieldrin C 2.18E+00 1.41E+00 7.03E-02

Diethyl Phthalate -- -- 1.62E+06 <9.6

2,4-Dimethylphenol -- -- 3.13E+04 <1.6

Dimethyl Phthalate -- -- 4.05E+07 <1.8

Di-n-Butyl Phthalate -- -- 1.66E+05 <2.3

2,4 Dinitrophenol -- -- 1.95E+05

2-Methyl-4,6-Dinitrophenol -- -- 1.03E+04

2,4-Dinitrotoluene C -- -- 4.43E+03 <2.1

Dioxin 2,3,7,8-
tetrachlorodibenzo-p-dioxin -- -- 1.88E-06

1,2-DiphenylhydrazineC -- -- 2.60E+02 <0.28

Alpha-Endosulfan 2.00E+00 1.41E+00 3.28E+03

Beta-Endosulfan 2.00E+00 1.41E+00 3.28E+03

Alpha + Beta Endosulfan 2.00E+00 1.41E+00 --

Endosulfan Sulfate -- -- 3.28E+03

Endrin 7.83E-01 9.06E-01 2.21E+00

Endrin Aldehyde -- -- 1.11E+01

Ethylbenzene -- -- 7.74E+04 <0.23

Fluoranthene -- -- 5.16E+03 <0.20

Fluorene -- -- 1.95E+05 <0.23

Foaming Agents -- -- --

Guthion -- 2.52E-01 --

Heptachlor C 4.73E+00 9.56E-02 1.03E-01

Heptachlor EpoxideC 4.73E+00 9.56E-02 5.08E-02

HexachlorobenzeneC -- -- 3.77E-01 <0.59

HexachlorobutadieneC -- -- 2.34E+04 <0.90

Hexachlorocyclohexane
Alpha-BHCC -- -- 6.38E+00
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Hexachlorocyclohexane Beta-
BHCC -- -- 2.21E+01

Hexachlorocyclohexane
Gamma-BHCC (Lindane) 8.65E+00 -- 2.34E+02

Hexachlorocyclopentadiene -- -- 4.05E+04 <1.3

HexachloroethaneC
-- -- 4.30E+03 <1.3

Hydrogen Sulfide -- 5.03E+01 --

Indeno (1,2,3-cd) pyrene C -- -- 2.34E+01 <0.42

Iron -- -- -- 34

IsophoroneC -- -- 1.25E+06 <0.71

Kepone -- 0.00E+00 --

Lead 1.69E+03 5.44E+02 -- 0.058

Malathion -- 2.52E+00 --

Manganese -- -- -- 5.5

Mercury 1.27E+01 1.93E+01 - - <0.004

Methyl Bromide -- -- 5.53E+04 <0.31

Methylene Chloride C -- -- 7.68E+05 <0.13

Methoxychlor -- 7.55E-01 --

Mirex -- 0.00E+00 --

Nickel 2.22E+03 6.68E+02 1.69E+05 0.37

Nitrate (as N) -- -- -- <0.02

Nitrobenzene -- -- 2.54E+04 <1.4

N-NitrosodimethylamineC -- -- 3.91E+03 <1.1

N-NitrosodiphenylamineC -- -- 7.81E+03 <1.2

N-Nitrosodi-n-propylamineC -- -- 6.64E+02 <0.48

Nonylphenol 2.55E+02 1.66E+02 --

Parathion 5.92E-01 3.27E-01 --

PCB TotalC -- 3.52E-01 8.33E-02

Pentachlorophenol C 1.97E+02 4.54E+02 3.91E+03 <4.8

Phenol -- -- 3.17E+07 <2.3 or <0.53

Pyrene -- -- 1.47E+05 <0.22

Radionuclides -- -- --

Gross Alpha Activity (pCi/L) -- -- -- <1.76

Beta and Photon Activity
(mrem/yr) -- -- -- 1.57

Radium 226 + 228 (pCi/L) -- -- -- <0.565

Uranium (ug/l) -- -- --

Selenium, Total Recoverable 1.78E+02 1.14E+02 1.55E+05 1.3

Silver 5.65E+01 -- -- <0.003

Sulfate -- -- -- 39000

1,1,2,2-TetrachloroethaneC -- -- 5.21E+03 <0.20

TetrachloroethyleneC -- -- 4.30E+03 <0.15

Thallium -- -- 1.37E+01 0.034

Toluene -- -- 2.21E+05 <0.15

Total dissolved solids -- -- --
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Toxaphene C 6.64E+00 5.03E-03 3.64E-01

Tributyltin 4.19E+00 1.81E+00 --

1,2,4-Trichlorobenzene -- -- 2.58E+03 <0.82

1,1,2-TrichloroethaneC -- -- 2.08E+04 <0.20

Trichloroethylene C -- -- 3.91E+04 <0.14

2,4,6-Trichlorophenol C -- -- 3.12E+03 <2.9

2-(2,4,5-Trichlorophenoxy)
propionic acid (Silvex) -- -- --

Vinyl ChlorideC -- -- 3.12E+03 <0.23

Zinc 1.42E+03 4.04E+03 9.58E+05 <1

*** Wasteload Allocations for generated in MSTRANTI for copper are not valid since a

special standard for copper in the Clinch River can be found in 9VAC 25-260-310.x.
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EVALUATION OF DISCHARGES FROM OUTFALL 015 (Ash Pond 2 Groundwater
Discharge)

Outfall 015 (Ash Pond 2) Maximum Projected Flow: 0.025 MGD

PARAMETER

BASIS
FOR

LIMITS

EFFLUENT LIMITATIONS MONITORING REQUIREMENTS

Monthly Average Maximum Frequency Sample Type

Flow (MGD) 1 NL NL 1/ 3Months Estimate

Monthly Average Daily Maximum

Total Suspended Solids (mg/L) NA NL NL 1/ 3Months Grab

Oil and Grease (mg/L) NA NL NL 1/ 3Months Grab

Minimum Maximum

pH NA NL NL 1/ 3Months Grab

NL = No Limitation, monitoring required NA = Not Applicable

BASIS DESCRIPTIONS
1. VPDES Permit Regulation (9VAC25-31)
2. Water Quality Standards (9VAC25-260)
3. Federal Effluent Limitation Guidelines – Steam Electric Power Generating Point Source Category (40 CFR

Part 423)
4. Best Professional Judgment

EVALUATION OF THE EFFLUENT – PCBS
The permit special condition that there shall be no discharge of PCBs transformer fluids in an amount equal to
or greater than that detectable by EPA Method 608 has been carried forward from the previous permit.

EVALUATION OF THE EFFLUENT – pH
The discharge indentified as Outfall 015 has had consistently elevated pH levels. While these values have
been consistently elevated, given the de minimis contribution of the ground water to the overall flow within
Dumps Creek and the monitoring data results collected at the downstream Ambient Water Quality Monitoring
Station 6BDUM000.04, it does not appear this discharge has resulted in an excursion from the numeric criteria
of 6.0 – 9.0 SU in the receiving stream. The below table summarizes the results of the pH monitoring from
Outfall 015 and Ambient Water Quality Monitoring Station 6BDUM000.04 since January 2010.

pH (SU)
Outfall 015 6BDUM000.04

Maximum 12.05 8.6
90th Percentile 11.70 8.45
Average 11.36 8.17
10th Percentile 10.90 7.88
Minimum 9.52 7.50

The staff does not propose to establish a limit for pH on Outfall 015. The permittee will be required to
continue monitoring pH levels from this discharge.
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EVALUATION OF THE EFFLUENT – TOXIC POLLUTANTS

Input parameters for instream WQC and WLAs

Stream: A Flow Frequency Determination for the receiving stream is included in Section13 of the Fact Sheet.
Water quality data for temperature and pH for the receiving stream were obtained from five years of data
collection at Ambient Water Quality Monitoring Station 6BDUM000.04 on Dumps Creek. The ambient station
is located 0.3 river miles downstream of Ash Pond 2. Hardness data was obtained from a 2014 special study
titled “Dumps Creek Biological Monitoring Report at Station 6BDUM00.23” prepared by D.R. Allen and
Associates for Dickenson-Russell Coal Company.

Stream Parameter Value Units

Mean Hardness (as CaCO3) = 138 mg/L

90th Percentile Temperature = 21.54 °C

90th Percentile Maximum pH = 8.45 SU
10th Percentile Maximum pH = 7.88 SU

Background in-stream water quality conditions were established for antimony, arsenic, barium, cadmium,
chloride, chromium, copper, lead, mercury, selenium, silver, and thallium using maximum upstream data
collected by the permittee on a quarterly basis for a total of 10 sampling events during the previous permit
cycle.

Discharge: Hardness data for the effluent was not available, therefore a conservative value of 100 mg/L was
utilized in the evaluation. The temperature value utilized is from Form 2C Part V of the application. The pH
values utilized were calculated from DMR data dating back to February 2000. The flow value utilized for the
evaluation is the maximum post-cap flow reported in the DMR data (0.025 MGD).

Effluent Parameter Value Units

Mean Hardness (as CaCO3) = 100 mg/L

90th Percentile Temperature = 15.3 °C

90th Percentile Maximum pH = 11.89 SU
10th Percentile Maximum pH = 11.12 SU

Given that Dumps Creek is a relatively high gradient channel with turbulent high velocity flow and the
groundwater discharge from Pond 2 is spread across numerous locations along the bank of Dumps Creek, it
is appropriate to assume a complete and rapid mix for this discharge.

WQC and WLAs were calculated for all WQS parameters. Those WQC and WLAs are presented in the
MSTRANTI spreadsheet that can be found in Appendix H. The effluent data were analyzed per the protocol
for evaluation of effluent toxic pollutants included in this appendix with the following results:

• Selenium: No limits were determined to be necessary.

PROTOCOL FOR THE EVALUATION OF EFFLUENT TOXIC POLLUTANTS
Toxic pollutants were evaluated in accordance with OWP Guidance Memo No. 00-2011. Acute and Chronic
WLAs (WLAa and WLAc) were analyzed according to the protocol below using a statistical approach
(STAT.exe) to determine the necessity and magnitude of limits. Human Health WLAs (WLAhh) were
analyzed according to the same protocol through a simple comparison with the effluent data. If the WLAhh
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exceeded the effluent datum or data mean, no limits were required. If the effluent datum or data mean
exceeded the WLAhh, the WLAhh was imposed as the limit.

The steps used in evaluating the effluent data are as follows:

A. If all data are reported as "below detection" or < the required Quantification Level (QL), and at least
one detection level is ≤ the required QL, then the pollutant is considered to be not significantly 
present in the discharge and no further monitoring is required.

B. If all data are reported as "below detection", and all detection levels are > the required QL, then an
evaluation is performed in which the pollutant is assumed present at the lowest reported detection
level.

B.1 If the evaluation indicates that no limits are needed, then the existing data set is adequate and
no further monitoring is required.

B.2 If the evaluation indicates that limits are needed, then the existing data set is inadequate to
make a determination and additional monitoring is required.

C. If any data value is reported as detectable at or above the required QL, then the data are adequate to
determine whether effluent limits are needed.

C.1 If the evaluation indicates that no limits are needed, then no further monitoring is required.
C.2 If the evaluation indicates that limits are needed, then the limits and associated requirements

are specified in the draft permit.
C.3 (Exception for Metals data only) If the evaluation indicates that limits are needed, but the

data are reported as a form other than "Dissolved" (except for Selenium), then the existing
data set is inadequate to make a determination and additional monitoring is required.
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Parameter (ug/l unless
noted)

Wasteload Allocations Form 2C
Part V

Special Study
by Permittee

Acute Chronic HH

Acenapthene -- -- 1.15E+05 <0.28

Acrolein -- -- 1.08E+03 <2.6

AcrylonitrileC -- -- 9.08E+02 <0.55

Aldrin C 2.24E+02 -- 1.82E-01

Ammonia-N (mg/l)
(Yearly) 2.60E+02 7.68E+01 --

Ammonia-N (mg/l)
(High Flow) 4.01E+02 1.78E+02 --

Anthracene -- -- 4.66E+06 <0.18

Antimony -- -- 7.46E+04 0.34 0.34

Arsenic 2.53E+04 1.27E+04 -- 5.75 5.75

Barium -- -- -- 177 177

Benzene C -- -- 1.85E+05 <0.11

BenzidineC -- -- 7.26E-01 <46

Benzo (a) anthracene C -- -- 6.53E+01 <0.35

Benzo (b) fluoranthene C -- -- 6.53E+01

Benzo (k) fluoranthene C -- -- 6.53E+01 <0.29

Benzo (a) pyrene C -- -- 6.53E+01 <0.27

Bis2-Chloroethyl Ether C -- -- 1.92E+03 <0.30

Bis2-Chloroisopropyl Ether -- -- 7.58E+06 <0.23

Bis 2-Ethylhexyl Phthalate C -- -- 7.99E+03 <4.2

Bromoform C -- -- 5.08E+05 <0.19

Butylbenzylphthalate -- -- 2.22E+05 <2.1

Cadmium 4.15E+02 1.20E+02 -- 0.28 0.28

Carbon Tetrachloride C -- -- 5.81E+03 <0.14

Chlordane C 1.79E+02 3.67E-01 2.94E+00

Chloride 6.42E+07 1.96E+07 -- 11.5

TRC 1.42E+03 9.39E+02 --

Chlorobenzene -- -- 1.87E+05 <0.14

ChlorodibromomethaneC -- -- 4.72E+04 <0.14

Chloroform -- -- 1.28E+06 <0.17

2-Chloronaphthalene -- -- 1.87E+05 <0.30

2-Chlorophenol -- -- 1.75E+04 <2.2

Chlorpyrifos 6.19E+00 3.50E+00 --

Chromium III 5.52E+04 8.22E+03 --

Chromium VI 1.19E+03 9.39E+02 --

Chromium, Total -- -- -- <0.2 <0.2

Chrysene C -- -- 6.53E+00 <0.30

Copper 1.29E+03 9.27E+02 -- 0.8 0.8

Cyanide, Free 1.64E+03 4.44E+02 1.87E+06 <10

DDD C -- -- 1.13E+00
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DDE C -- -- 7.99E-01

DDT C 8.21E+01 8.54E-02 7.99E-01

Demeton -- 8.54E+00 --

Diazinon 1.27E+01 1.45E+01 --

Dibenz(a,h)anthracene C -- -- 6.53E+01 <0.26

1,2-Dichlorobenzene -- -- 1.52E+05 <0.15

1,3-Dichlorobenzene -- -- 1.12E+05 <0.11

1,4-Dichlorobenzene -- -- 2.22E+04 <0.21

3,3-DichlorobenzidineC -- -- 1.02E+02 <1.4

Dichlorobromomethane C -- -- 6.17E+04 <0.13

1,2-Dichloroethane C -- -- 1.34E+05 <0.21

1,1-Dichloroethylene -- -- 8.28E+05 <0.30

1,2-trans-dichloroethylene -- -- 1.17E+06

2,4-Dichlorophenol -- -- 3.38E+04 <0.65

2,4-Dichlorophenoxy
acetic acid (2,4-D) -- -- --

1,2-DichloropropaneC
-- -- 5.45E+04 <0.095

1,3-Dichloropropene C
-- -- 7.62E+04

Dieldrin C 1.79E+01 4.78E+00 1.96E-01

Diethyl Phthalate -- -- 5.13E+06 <2.9

2,4-Dimethylphenol -- -- 9.91E+04 <1.6

Dimethyl Phthalate -- -- 1.28E+08 <1.8

Di-n-Butyl Phthalate -- -- 5.25E+05 <2.3

2,4 Dinitrophenol -- -- 6.18E+05

2-Methyl-4,6-Dinitrophenol -- -- 3.26E+04

2,4-Dinitrotoluene C -- -- 1.23E+04 <2.1

Dioxin 2,3,7,8-
tetrachlorodibenzo-p-dioxin -- -- 5.95E-06

1,2-DiphenylhydrazineC -- -- 7.26E+02 <0.28

Alpha-Endosulfan 1.64E+01 4.78E+00 1.04E+04

Beta-Endosulfan 1.64E+01 4.78E+00 1.04E+04

Alpha + Beta Endosulfan 1.64E+01 4.78E+00 --

Endosulfan Sulfate -- -- 1.04E+04

Endrin 6.42E+00 3.07E+00 7.00E+00

Endrin Aldehyde -- -- 3.50E+01

Ethylbenzene -- -- 2.45E+05 <0.23

Fluoranthene -- -- 1.63E+04 <0.20

Fluorene -- -- 6.18E+05 <0.23

Foaming Agents -- -- --

Guthion -- 8.54E-01 --

Heptachlor C 3.88E+01 3.25E-01 2.87E-01

Heptachlor EpoxideC 3.88E+01 3.25E-01 1.42E-01

HexachlorobenzeneC -- -- 1.05E+00 <0.59

HexachlorobutadieneC -- -- 6.53E+04 <0.90
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Hexachlorocyclohexane
Alpha-BHCC -- -- 1.78E+01

Hexachlorocyclohexane
Beta-BHCC -- -- 6.17E+01

Hexachlorocyclohexane
Gamma-BHCC (Lindane) 7.09E+01 -- 6.53E+02

Hexachlorocyclopentadiene -- -- 1.28E+05 <1.3

HexachloroethaneC
-- -- 1.20E+04 <1.3

Hydrogen Sulfide -- 1.71E+02 --

Indeno (1,2,3-cd) pyrene C -- -- 6.53E+01 <0.42

Iron -- -- -- <5

IsophoroneC -- -- 3.48E+06 <0.71

Kepone -- 0.00E+00 --

Lead 1.33E+04 1.70E+03 -- 0.665 0.665

Malathion -- 8.54E+00 --

Manganese -- -- -- <0.1

Mercury 1.0E+02 6.6E+01 -- <0.2 <2

Methyl Bromide -- -- 1.75E+05 <0.31

Methylene Chloride C -- -- 2.14E+06 <0.13

Methoxychlor -- 2.56E+00 --

Mirex -- 0.00E+00 --

Nickel 1.78E+04 2.27E+03 5.36E+05 7.84

Nitrate (as N) -- -- -- 560.00

Nitrobenzene -- -- 8.05E+04 <1.4

N-NitrosodimethylamineC -- -- 1.09E+04 <1.1

N-NitrosodiphenylamineC -- -- 2.18E+04 <1.2

N-Nitrosodi-n-propylamineC -- -- 1.85E+03 <0.48

Nonylphenol 2.09E+03 5.64E+02 --

Parathion 4.85E+00 1.11E+00 --

PCB TotalC -- 1.20E+00 2.32E-01

Pentachlorophenol C 1.59E+03 1.39E+03 1.09E+04 <4.8

Phenol -- -- 1.00E+08
<10 OR
…<0.53

Pyrene -- -- 4.66E+05 <0.22

Radionuclides -- -- --
Gross Alpha Activity

(pCi/L) -- -- -- <3.00

Beta and Photon Activity
(mrem/yr) -- -- --

Radium 226 + 228
(pCi/L) -- -- -- <0.41?

Uranium (ug/l) -- -- --
Selenium, Total
Recoverable 1.46E+03 3.85E+02 4.90E+05 164 150

Silver 4.45E+02 -- -- <0.003

Sulfate -- -- -- 188000

1,1,2,2-TetrachloroethaneC -- -- 1.45E+04 <0.20
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TetrachloroethyleneC -- -- 1.20E+04 <0.15

Thallium -- -- 4.90E+01 <0.05 <0.05

Toluene -- -- 7.00E+05 <1.0

Total dissolved solids -- -- --

Toxaphene C 5.45E+01 1.71E-02 1.02E+00

Tributyltin 3.43E+01 6.15E+00 --

1,2,4-Trichlorobenzene -- -- 8.16E+03 <0.82

1,1,2-TrichloroethaneC -- -- 5.81E+04 <0.20

Trichloroethylene C -- -- 1.09E+05 <0.14

2,4,6-Trichlorophenol C -- -- 8.71E+03 <2.9

2-(2,4,5-Trichlorophenoxy)
propionic acid (Silvex) -- -- --

Vinyl ChlorideC -- -- 8.71E+03 <0.23

Zinc 1.14E+04 1.32E+04 3.03E+06 <1
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STAT.exe Output

Facility VA0001015 - Outfall 015
Chemical Selenium
Chronic averaging period 4
WLAa 1500
WLAc 380
Q.L. 0.5
# samples/mo. 1
# samples/wk. 1

Summary of Statistics:
# observations 11
Expected Value 144.570
Variance 83.3630
C.V. 6.315504
97th percentile daily values 162.463
97th percentile 4 day average 153.338
97th percentile 30 day average 147.705
# < Q.L. 0
Model used lognormal

No Limit is required for this material

The data are:
138
142
134
130
143
143
146
150
150
150
164
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EVALUATION OF DISCHARGES FROM OUTFALL 727 (Plant Site Stormwater Outfall)

Outfall 727 (Plant Site Stormwater) Maximum Projected Flow: 0.561 MGD

PARAMETER

BASIS
FOR

LIMITS

EFFLUENT LIMITATIONS MONITORING REQUIREMENTS

Monthly Average Maximum Frequency Sample Type

Flow (MGD) NA NL NL 1/Year Estimate

Monthly Average Daily Maximum

Total Suspended Solids (mg/L) NA NL NL 1/Year Grab

Oil and Grease (mg/L) NA NL NL 1/Year Grab

Iron (mg/L) (Benchmark Monitoring) NA 1 1 1/Year Grab

Minimum Maximum

pH NA NL NL 1/Year Grab

NL = No Limitation, monitoring required NA = Not Applicable

EFFLUENT LIMITATIONS GUIDELINES (ELGs)
There are no Federal Effluent Guidelines that apply to industrial stormwater discharges.

EVALUATION OF BENCHMARK MONITORING REQUIREMENTS
This facility falls under Industrial Sector O – Steam Electric Generating Facilities. Sector O facilities are
required to conduct Benchmark Monitoring requirements for Iron with a benchmark target value of 1 mg/L.
While this benchmark monitoring requirement was waived in the previous permit based on < QL levels of
iron reported in the previous application, it will be required in the current permit since the reported value in
the current application was 0.382 mg/L. The permittee will be required to sample iron annually.

EVALUATION OF THE EFFLUENT – PCBS
The permit special condition that there shall be no discharge of PCBs transformer fluids in an amount equal to
or greater than that detectable by EPA Method 608 has been carried forward from the previous permit.

EVALUATION OF THE EFFLUENT – pH
During the previous permit term, the discharge from Outfall 727 has ranged from 6.33 to 9.6 SU. The
high pH values reported were likely associated with the fly ash handling system. Since the fly ash
handling system has been decommissioned with the conversion to natural gas, it is anticipated that
elevated pH discharges will no longer occur. The permittee will be required to continue monitoring pH in
the next permit cycle.

EVALUATION OF THE EFFLUENT – TOXIC POLLUTANTS
The permittee evaluated the batch stormwater discharge from Outfall 727 for a number of pollutants as seen in
the below table. A screening level equal to 2 times the acute toxicity water quality criteria for each pollutant
was utilized to determine whether a Stormwater Management Evaluation is necessary. For pollutants with no
acute toxicity water quality criteria, the concentration was compared against the human health water quality
criteria. All pollutant concentrations were below the screening levels, therefore no further evaluation is
necessary.
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Parameter (ug/L)
Water Quality Criteria Form 2F

Part VII
Acute Chronic HH

Aluminum -- -- -- 638

Antimony -- -- 640.00 0.69

Arsenic 340.00 150.00 -- 4.88

Barium -- -- -- 35.7

Beryllium -- -- -- 0.081

Boron -- -- -- 56

Cadmium 5.41 1.48 -- <0.05

Chromium, Total -- -- -- 2.6

Cobalt -- -- -- 0.482

Copper 19.5 12.4 -- 3.91

Iron -- -- -- 382

Lead 170.84 20.79 -- 1.68

Magnesium -- -- -- 2880

Manganese -- -- -- 16.9

Mercury 1.40 0.77 -- <0.01

Molybdenum -- -- -- 7.49

Nickel 232.01 26.99 4600.00 1.49

Selenium, Total Recoverable 20.00 5.00 4200.00 3.8

Silver 5.63 -- -- <0.003

Thallium -- -- 0.47 <0.045

Tin -- -- -- <5

Titanium -- -- -- 20.4

Zinc 149.14 157.38 26000.00 49.9
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WHOLE EFFLUENT TOXICITY (WET) EVALUATION

Applicability of Toxics Management Program:

The applicability criteria for a facility to perform toxicity testing is contained in the Departments Guidance Memo No.
00-2012, Toxics Management Program Implementation Guidance, 08/24/00, Part IV. The Standard Industrial Code
(SIC) for BPS is 4911, Electrical Generation, which is included in Appendix A of the TMP Guidance. In addition, the
Instream Waste Concentration (IWC) is greater than or equal to 33% for the dewatering operation (GM 00-2012,
Sections IV.1.A. and IV.1.B, respectively).

Summary of Toxicity Testing:

• Outfall 003: The previous permit required annual chronic testing using Ceriodaphnia dubia and Pimephales
promelas at Outfall 003. Table 1 contains summaries of the toxicity testing results for this outfall during the term
of the permit.

• Outfall 007: The previous permit required annual acute testing using Ceriodaphnia dubia and Pimephales
promelas at Outfall 007. Table 3 contains a summary of the toxicity testing results for this outfall during the term
of the permit.

• Outfall 727: The previous permit required quarterly-to-annual acute testing using Ceriodaphnia dubia and
Pimephales promelas at Outfall 727. Table 3 contains a summary of the toxicity testing results for this outfall
during the term of the permit. The staff recommends discontinuing WET testing for this outfall based on the
favorable past testing results, and upon the fact after the conversion to natural gas fueling, the watershed area for
this outfall no longer contains coal haulage or ash handling activities.

Rationale for Acute versus Chronic Toxicity Testing:

• Outfall 003 (AWWTP): As shown in Table 4, the IWCa is 29.95%. Since the IWCa < 33%, the acute tests require
the determination of a LC50. Additionally, Outfall 003 is a continuous discharge with a IWCc of 14.30%. Since the
IWCc › 1%, Outfall 003 must also be assessed for chronic toxicity.

• Outfall 007 (Coal Pile Runoff): As shown in Table 5, the IWCa is 10.99%. Since the IWCa ‹ 33%, the acute tests
require the determination of a valid LC50. The IWCc is 3.97%. The IWCc › 1%, which ordinarily would trigger the
need for chronic testing; however, the staff has determined that chronic is not necessary for this discharge since it
is an intermittent batch discharge controlled manually with a shutoff valve.

• Outfall 003 Dewatering Operation: As shown in Table 6, the IWCa is 52.13%. Since the IWCa › 33%, the acute
tests require the determination of a valid NOAEC. The IWCc is 46.72 %. Since the IWCc › 1%, Outfall
003during the dewatering operation must also be assessed for chronic toxicity.

Sample Type:

• Outfall 003 (AWWTP): A 24-hour flow proportioned composite sample is representative of the discharge at
Outfall 003.

• Outfall 007: Grab samples are considered representative for Outfall 007 since this is a batch discharge
from a series of settling basins with ample equalization.

• Outfall 003 Dewatering Operation: 24-hour flow proportioned composite samples are required since that is the
sample type for the chemical parameters during this operation.
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Monitoring Frequency:

• Outfall 003 (AWWTP): Monitoring shall be performed annually based on an evaluation of the toxicity testing.

• Outfalls 007 (Coal Pile Runoff): The monitoring frequency is annual based on an evaluation of the toxicity
testing.

• Outfall 003 Dewatering Operation: The monitoring frequency is monthly during the ash pond
dewatering activities.

Calculation of WLAs: Acute and chronic WLAs were generated from the WETLimit10.xls spreadsheet by entering
the design flow, stream flows, and stream mix percentages for the respective stream flows.

Dilution Series:
The recommended dilution series for chronic tests are shown in italics in:

• Table 4 for Outfall 003
• Table 5 for Outfall 007
• Table 6 for Outfall 003 Dewatering Operation

The recommended dilution series for acute tests for all outfalls and stages is the standard 0.5 series. The only exception to
this is for dewatering activities where a limit of 100% minimum applies; then only the control and 100% dilution are
required.

Limit Evaluation:
Outfall 003 (AWWTP): The summary of the chronic toxicity testing data are shown in Table 1. Based on the evaluation
of the chronic toxicity data, a WET Limit is not required at this time. The endpoints have been identified as LC50 = 1.0
TUa and NOEC = 10.0 TUc.

Outfall 007: No chronic toxicity testing data are available for analysis. The summary of the acute toxicity testing data
(Table 2) shows that the LC50 in every test was >100%. Based on the acute toxicity data all showing no toxicity, no acute
limit was determined to be necessary. The endpoint has been identified as LC50 = 1.0 TUa.

WET Limits for Dewatering Activities: Acute and chronic WET limits were established for the period when the
dewatering activities are occurring. The acute WET limit of NOAEC = 100% and chronic WET limit of 3.12 TUc are
shown on Table 6.
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Table 1

Outfall 003 Effluent Influent

Toxicity endpoint Permit Limits P. promelas C. dubia P. promelas C. dubia

2010

48-hour LC50 100% >100% >100% >100% >100%

NOEC Value - Survival 18% 100% 100% <100% 100%

NOEC Value -

Growth/Reproduction 18% 50% 50% <100% 100%

TUc (NOEC) 5.8 2.0 2.0 >1.0 1.0

IC25 Report Only 62.5% 69.9%

2011

48-hour LC50 100% >100% >100% >100% >100%

NOEC Value - Survival 18% 100% 100% <100% 100%

NOEC Value -

Growth/Reproduction 18% 100% 100% <100% 100%

TUc (NOEC) 5.8 1.0 1.0 >1.0 1.0

IC25 Report Only >100% >100%

2012

48-hour LC50 100% >100% >100% >100% >100%

NOEC Value - Survival 18% 100% 100% 100% 100%

NOEC Value -

Growth/Reproduction 18% 100% 100% 100% 100%

TUc (NOEC) 5.8 1.0 1.0 1.0 1.0

IC25 Report Only >100% >100%

2013

48-hour LC50 100% >100% >100% >100% >100%

NOEC Value - Survival 18% 100% 100% 100% 100%

NOEC Value -

Growth/Reproduction 18% 100% 100% 100% 100%

TUc (NOEC) 5.8 1.0 1.0 1.0 1.0

IC25 Report Only >100% >100%

2014

48-hour LC50 100% >100% >100% >100% >100%

NOEC Value - Survival 18% 100% 100% 100% 100%

NOEC Value -

Growth/Reproduction 18% 100% 50% 100% 100%

TUc (NOEC) 5.8 1.0 2.0 1.0 1.0

IC25 Report Only >100% 25.2%
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Table 2

Outfall 007 Effluent

Toxicity endpoint P. promelas C. dubia

2010

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0% 0%

2011

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0% 0%

2012

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0% 0%

2013

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0% 0%

2014

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0% 0%
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Table 3

Outfall 727 Effluent

Toxicity endpoint P. promelas C. dubia

Oct - Dec

2010

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0 0

Jan - March*

2011

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0.2 0.3

Jan - March*

2011

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
5% 0%

Apr - June

2011

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
35% 0%

July-Sept

2011

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
45% 0%

Oct - Dec

2011

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0% 0%

Jan - March

2012

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0% 0%

Apr - June

2012

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0% 0%

July - Sept**

2012

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0% 0%

2013

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0% 0%

2014

48-hr LC50 Value (TUa) >100% (<1.0 TUa) >100% (<1.0 TUa)

Percent Mortality in

100% Effluent
0% 0%

*Note: Split sample.

**Note: Testing frequency requirement reduced from 1/3 mo. To 1/year effective 8/21/2012.
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Table 4
Outfall 003

Spreadsheet for determination of WET test endpoints or WET limits

Excel 97 Acute Endpoint/Permit Limit Use as LC50 in Special Condition, as TUa on DMR

Revision Date: 12/13/13

File: WETLIM10.xls ACUTE 1.00180788 TUa LC50 = 100 % Use as 1.00 TUa

(MIX.EXE required also)

ACUTE WLAa 1.00180785 Note: Inform the permittee that if the mean of the data exceeds

this TUa: 1.0 a limit may result using STATS.EXE

Chronic Endpoint/Permit Limit Use as NOEC in Special Condition, as TUc on DMR

CHRONIC 10.0180788 TUc NOEC = 10 % Use as 10.00 TUc

BOTH* 10.0180788 TUc NOEC = 10 % Use as 10.00 TUc

Enter data in the cells with blue type: AML 10.0180788 TUc NOEC = 10 % Use as 10.00 TUc

Entry Date: 02/16/16 ACUTE WLAa,c 10.0180785 Note: Inform the permittee that if the mean

Facility Name: Clinch River Plant CHRONIC WLAc 6.99173554 of the data exceeds this TUc: 4.11687608

VPDES Number: VA0001015 * Both means acute expressed as chronic a limit may result using STATS.EXE

Outfall Number: 3

% Flow to be used from MIX.EXE Diffuser /modeling study?

Plant Flow: 4.84 MGD Enter Y/N n

Acute 1Q10: 25 MGD 45.29 % Acute 1 :1

Chronic 7Q10: 29 MGD 100 % Chronic 1 :1

Are data available to calculate CV? (Y/N) N (Minimum of 10 data points, same species, needed) Go to Page 2

Are data available to calculate ACR? (Y/N) N (NOEC<LC50, do not use greater/less than data) Go to Page 3

IWCa 29.94586234 % Plant flow/plant flow + 1Q10 NOTE: If the IWCa is >33%, specify the

IWCc 14.30260047 % Plant flow/plant flow + 7Q10 NOAEC = 100% test/endpoint for use

Dilution, acute 3.339359504 100/IWCa

Dilution, chronic 6.991735537 100/IWCc

WLAa 1.001807851 Instream criterion (0.3 TUa) X's Dilution, acute

WLAc 6.991735537 Instream criterion (1.0 TUc) X's Dilution, chronic

WLAa,c 10.01807851 ACR X's WLAa - converts acute WLA to chronic units

ACR -acute/chronic ratio 10 LC50/NOEC (Default is 10 - if data are available, use tables Page 3)

CV-Coefficient of variation 0.6 Default of 0.6 - if data are available, use tables Page 2)

Constants eA 0.4109447 Default = 0.41

eB 0.6010373 Default = 0.60

eC 2.4334175 Default = 2.43

eD 2.4334175 Default = 2.43 (1 samp) No. of samples = 1 **The Maximum Daily Limit is calculated from the lowest

LTA, X's eC. The LTAa,c and MDL using it are driven by the ACR.

LTAa,c 4.116876269 WLAa,c X's eA

LTAc 4.20229385 WLAc X's eB Rounded NOEC's %

MDL** with LTAa,c 10.01807876 TUc NOEC = 9.981954 (Protects from acute/chronic toxicity) NOEC = 10 %

MDL** with LTAc 10.22593539 TUc NOEC = 9.779057 (Protects from chronic toxicity) NOEC = 10 %

AML with lowest LTA 10.01807876 TUc NOEC = 9.981954 Lowest LTA X's eD NOEC = 10

IF ONLY ACUTE ENDPOINT/LIMIT IS NEEDED, CONVERT MDL FROM TUc to TUa

Rounded LC50's %

MDL with LTAa,c 1.001807876 TUa LC50 = 99.819539 % LC50 = 100 %

MDL with LTAc 1.022593539 TUa LC50 = 97.790565 % LC50 = 98

DILUTION SERIES TO RECOMMEND

Table 4. Monitoring Limit

% Effluent TUc % Effluent TUc

Dilution series based on data mean 24.3 4.116876

Dilution series to use for limit 10 10

Dilution factor to recommend: 0.4928515 0.3162278

Dilution series to recommend: 100.0 1.00 100.0 1.00

49.3 2.03 31.6 3.16

24.3 4.12 10.0 10.00

12.0 8.35 3.2 31.62

5.90 16.95 1.0 100.00
Extra dilutions if needed 2.91 34.39 0.3 316.23

1.43 69.78 0.1 1000.00
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Table 5
Outfall 007

Spreadsheet for determination of WET test endpoints or WET limits

Excel 97 Acute Endpoint/Permit Limit Use as LC50 in Special Condition, as TUa on DMR

Revision Date: 12/13/13

File: WETLIM10.xls ACUTE 2.73062507 TUa LC50 = 37 % Use as 2.70 TUa

(MIX.EXE required also)

ACUTE WLAa 2.730625 Note: Inform the permittee that if the mean of the data exceeds

this TUa: 1.0 a limit may result using STATS.EXE

Chronic Endpoint/Permit Limit Use as NOEC in Special Condition, as TUc on DMR

CHRONIC 27.3062507 TUc NOEC = 4 % Use as 25.00 TUc

BOTH* 27.3062507 TUc NOEC = 4 % Use as 25.00 TUc

Enter data in the cells with blue type: AML 27.3062507 TUc NOEC = 4 % Use as 25.00 TUc

Entry Date: 02/16/16 ACUTE WLAa,c 27.30625 Note: Inform the permittee that if the mean

Facility Name: Clinch River Plant CHRONIC WLAc 25.1666667 of the data exceeds this TUc: 11.2213582

VPDES Number: VA0001015 * Both means acute expressed as chronic a limit may result using STATS.EXE

Outfall Number: 7

% Flow to be used from MIX.EXE Diffuser /modeling study?

Plant Flow: 1.2 MGD Enter Y/N n

Acute 1Q10: 25 MGD 38.89 % Acute 1 :1

Chronic 7Q10: 29 MGD 100 % Chronic 1 :1

Are data available to calculate CV? (Y/N) N (Minimum of 10 data points, same species, needed) Go to Page 2

Are data available to calculate ACR? (Y/N) N (NOEC<LC50, do not use greater/less than data) Go to Page 3

IWCa 10.98649577 % Plant flow/plant flow + 1Q10 NOTE: If the IWCa is >33%, specify the

IWCc 3.973509934 % Plant flow/plant flow + 7Q10 NOAEC = 100% test/endpoint for use

Dilution, acute 9.102083333 100/IWCa

Dilution, chronic 25.16666667 100/IWCc

WLAa 2.730625 Instream criterion (0.3 TUa) X's Dilution, acute

WLAc 25.16666667 Instream criterion (1.0 TUc) X's Dilution, chronic

WLAa,c 27.30625 ACR X's WLAa - converts acute WLA to chronic units

ACR -acute/chronic ratio 10 LC50/NOEC (Default is 10 - if data are available, use tables Page 3)

CV-Coefficient of variation 0.6 Default of 0.6 - if data are available, use tables Page 2)

Constants eA 0.4109447 Default = 0.41

eB 0.6010373 Default = 0.60

eC 2.4334175 Default = 2.43

eD 2.4334175 Default = 2.43 (1 samp) No. of samples = 1 **The Maximum Daily Limit is calculated from the lowest

LTA, X's eC. The LTAa,c and MDL using it are driven by the ACR.

LTAa,c 11.22135871 WLAa,c X's eA

LTAc 15.12610538 WLAc X's eB Rounded NOEC's %

MDL** with LTAa,c 27.30625067 TUc NOEC = 3.662165 (Protects from acute/chronic toxicity) NOEC = 4 %

MDL** with LTAc 36.80812955 TUc NOEC = 2.716791 (Protects from chronic toxicity) NOEC = 3 %

AML with lowest LTA 27.30625067 TUc NOEC = 3.662165 Lowest LTA X's eD NOEC = 4

IF ONLY ACUTE ENDPOINT/LIMIT IS NEEDED, CONVERT MDL FROM TUc to TUa

Rounded LC50's %

MDL with LTAa,c 2.730625067 TUa LC50 = 36.621652 % LC50 = 37 %

MDL with LTAc 3.680812955 TUa LC50 = 27.167911 % LC50 = 28

DILUTION SERIES TO RECOMMEND

Table 4. Monitoring Limit

% Effluent TUc % Effluent TUc
Dilution series based on data mean 8.9 11.22136

Dilution series to use for limit 4 25

Dilution factor to recommend: 0.2985226 0.2

Dilution series to recommend: 100.0 1.00 100.0 1.00
29.9 3.35 20.0 5.00

8.9 11.22 4.0 25.00

2.7 37.59 0.8 125.00
0.79 125.92 0.2 625.00

Extra dilutions if needed 0.24 421.81 0.0 3125.00

0.07 1412.98 0.0 15625.00
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Table 6
Outfall 003 Dewatering Operation

Spreadsheet for determination of WET test endpoints or WET limits

Excel 97 Acute Endpoint/Permit Limit Use as LC50 in Special Condition, as TUa on DMR

Revision Date: 12/13/13

File: WETLIM10.xls ACUTE 100% = NOAEC LC50 = NA % Use as NA TUa

(MIX.EXE required also)

ACUTE WLAa 0.57551653 Note: Inform the permittee that if the mean of the data exceeds

this TUa: 1.0 a limit may result using STATS.EXE

Chronic Endpoint/Permit Limit Use as NOEC in Special Condition, as TUc on DMR

CHRONIC 3.13024223 TUc NOEC = 32 % Use as 3.12 TUc

BOTH* 5.75516543 TUc NOEC = 18 % Use as 5.55 TUc

Enter data in the cells with blue type: AML 3.13024223 TUc NOEC = 32 % Use as 3.12 TUc

Entry Date: 02/18/16 ACUTE WLAa,c 5.75516529 Note: Inform the permittee that if the mean

Facility Name: Clinch River Plant CHRONIC WLAc 2.14022727 of the data exceeds this TUc: 1.28635636

VPDES Number: VA0001015 * Both means acute expressed as chronic a limit may result using STATS.EXE

Outfall Number: 3

% Flow to be used from MIX.EXE Diffuser /modeling study?

Plant Flow: 4.84 MGD Enter Y/N n

Acute 1Q10: 25 MGD 17.78 % Acute 1 :1

Chronic 7Q10: 29 MGD 19.03 % Chronic 1 :1

Are data available to calculate CV? (Y/N) N (Minimum of 10 data points, same species, needed) Go to Page 2

Are data available to calculate ACR? (Y/N) N (NOEC<LC50, do not use greater/less than data) Go to Page 3

IWCa 52.1270867 % Plant flow/plant flow + 1Q10 NOTE: If the IWCa is >33%, specify the

IWCc 46.72400977 % Plant flow/plant flow + 7Q10 NOAEC = 100% test/endpoint for use

Dilution, acute 1.91838843 100/IWCa

Dilution, chronic 2.140227273 100/IWCc

WLAa 0.575516529 Instream criterion (0.3 TUa) X's Dilution, acute

WLAc 2.140227273 Instream criterion (1.0 TUc) X's Dilution, chronic

WLAa,c 5.755165289 ACR X's WLAa - converts acute WLA to chronic units

ACR -acute/chronic ratio 10 LC50/NOEC (Default is 10 - if data are available, use tables Page 3)

CV-Coefficient of variation 0.6 Default of 0.6 - if data are available, use tables Page 2)

Constants eA 0.4109447 Default = 0.41

eB 0.6010373 Default = 0.60

eC 2.4334175 Default = 2.43

eD 2.4334175 Default = 2.43 (1 samp) No. of samples = 1 **The Maximum Daily Limit is calculated from the lowest

LTA, X's eC. The LTAa,c and MDL using it are driven by the ACR.

LTAa,c 2.365054673 WLAa,c X's eA

LTAc 1.286356421 WLAc X's eB Rounded NOEC's %

MDL** with LTAa,c 5.75516543 TUc NOEC = 17.375695 (Protects from acute/chronic toxicity) NOEC = 18 %

MDL** with LTAc 3.130242227 TUc NOEC = 31.946409 (Protects from chronic toxicity) NOEC = 32 %

AML with lowest LTA 3.130242227 TUc NOEC = 31.946409 Lowest LTA X's eD NOEC = 32

IF ONLY ACUTE ENDPOINT/LIMIT IS NEEDED, CONVERT MDL FROM TUc to TUa

Rounded LC50's %

MDL with LTAa,c 0.575516543 TUa LC50 = 173.756951 % Use NOAEC=100% LC50 = NA %

MDL with LTAc 0.313024223 TUa LC50 = 319.464095 % Use NOAEC=100% LC50 = NA

DILUTION SERIES TO RECOMMEND

Table 4. Monitoring Limit

% Effluent TUc % Effluent TUc

Dilution series based on data mean 77.7 1.286356

Dilution series to use for limit 32 3.125

Dilution factor to recommend: 0.881697 0.5656854

Dilution series to recommend: 100.0 1.00 100.0 1.00
88.2 1.13 56.6 1.77

77.7 1.29 32.0 3.13
68.5 1.46 18.1 5.52

60.43 1.65 10.2 9.77

Extra dilutions if needed 53.28 1.88 5.8 17.26
46.98 2.13 3.3 30.52



APPENDIX G
MIXING ZONE ANALYSIS

Mixing Zone Predictions for VA0001015 Outfall 003 Clinch River

Effluent Flow = 4.84 MGD
Stream 7Q10 = 29 MGD
Stream 30Q10 = 38 MGD
Stream 1Q10 = 25 MGD
Stream slope =.0001 ft/ft
Stream width = 70 ft
Bottom scale = 3
Channel scale = 1
----------------------------------------------------

Mixing Zone Predictions @ 7Q10
Depth = 2.8781 ft
Length = 1839.31 ft
Velocity = .26 ft/sec
Residence Time = .0819 days

Recommendation:
A complete mix assumption is appropriate for this situation and the entire 7Q10 may be used.
------------------------------------------------------

Mixing Zone Predictions @ 30Q10
Depth = 3.3314 ft
Length = 1615.4 ft
Velocity = .2844 ft/sec
Residence Time = .0657 days

Recommendation:
A complete mix assumption is appropriate for this situation and the entire 30Q10 may be used.
------------------------------------------------------

Mixing Zone Predictions @ 1Q10

Depth = 2.6628 ft
Length = 1969.92 ft
Velocity = .2478 ft/sec
Residence Time = 2.2081 hours

Recommendation:
A complete mix assumption is appropriate for this situation providing no more than 45.29% of the 1Q10
is used.

Virginia DEQ Mixing Zone Analysis Version 2.1.0
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Mixing Zone Predictions for VA0001015 Outfall 007 Clinch River

Effluent Flow = 0.31 MGD
Stream 7Q10 = 29 MGD
Stream 30Q10 = 38 MGD
Stream 1Q10 = 25 MGD
Stream slope =.0001 ft/ft
Stream width = 70 ft
Bottom scale = 3
Channel scale = 1
----------------------------------------------------

Mixing Zone Predictions @ 7Q10
Depth = 2.6335 ft
Length = 1989.19 ft
Velocity = .2461 ft/sec
Residence Time = .0935 days

Recommendation:
A complete mix assumption is appropriate for this situation and the entire 7Q10 may be used.
------------------------------------------------------

Mixing Zone Predictions @ 30Q10
Depth = 3.1081 ft
Length = 1718.23 ft
Velocity = .2726 ft/sec
Residence Time = .073 days

Recommendation:
A complete mix assumption is appropriate for this situation and the entire 30Q10 may be used.
------------------------------------------------------

Mixing Zone Predictions @ 1Q10

Depth = 2.4057 ft
Length = 2153.62 ft
Velocity = .2327 ft/sec
Residence Time = 2.5713 hours

Recommendation:
A complete mix assumption is appropriate for this situation providing no more than 38.89% of the 1Q10
is used.

Virginia DEQ Mixing Zone Analysis Version 2.1.0
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Mixing Zone Predictions for VA0001015 Outfall 008 Clinch River

Effluent Flow = 0.012 MGD
Stream 7Q10 = 29 MGD
Stream 30Q10 = 38 MGD
Stream 1Q10 = 25 MGD
Stream slope =.0001 ft/ft
Stream width = 70 ft
Bottom scale = 3
Channel scale = 1
----------------------------------------------------

Mixing Zone Predictions @ 7Q10
Depth = 2.6169 ft
Length = 2000.27 ft
Velocity = .2452 ft/sec
Residence Time = .0944 days

Recommendation:
A complete mix assumption is appropriate for this situation and the entire 7Q10 may be used.
------------------------------------------------------

Mixing Zone Predictions @ 30Q10
Depth = 3.093 ft
Length = 1725.65 ft
Velocity = .2718 ft/sec
Residence Time = .0735 days

Recommendation:
A complete mix assumption is appropriate for this situation and the entire 30Q10 may be used.
------------------------------------------------------

Mixing Zone Predictions @ 1Q10

Depth = 2.3882 ft
Length = 2167.52 ft
Velocity = .2316 ft/sec
Residence Time = 2.5997 hours

Recommendation:
A complete mix assumption is appropriate for this situation providing no more than 38.47% of the 1Q10
is used.

Virginia DEQ Mixing Zone Analysis Version 2.1.0



APPENDIX H

MSTRANTI RESULTS

 OUTFALL 003 (ADVANCED WASTEWATER TREATMENT PLANT)

 OUTFALL 003 DEWATERING OPERATION

 OUTFALL 007 (COAL PILE RUNOFF)

 OUTFALL 015 (ASH POND 2 TOE SEEPS)



Facility Name: AEP Clinch River Plant Permit No.: VA0001015

Receiving Stream: Clinch River Outfall 003 Version: OWP Guidance Memo 00-2011 (8/24/00)

4.5E-09 4.5E-09 5.012E-09

Stream Information 9.1E-09 Stream Flows Mixing Information Effluent Information 3.98E-08 3.981E-08

Mean Hardness (as CaCO3) = 147 mg/L 1Q10 (Annual) = 25 MGD Annual - 1Q10 Mix = 45.29 % Mean Hardness (as CaCO3) = 100 mg/L

90% Temperature (Annual) = 24.34 deg C 7Q10 (Annual) = 29 MGD - 7Q10 Mix = 100 % 90% Temp (Annual) = 14.1 deg C

90% Temperature (Wet season) = 24.34 deg C 30Q10 (Annual) = 38 MGD - 30Q10 Mix = 100 % 90% Temp (Wet season) = 14.1 deg C

90% Maximum pH = 8.342 SU 1Q10 (Wet season) = 43 MGD Wet Season - 1Q10 Mix = 100 % 90% Maximum pH = 8.3 SU

10% Maximum pH = 8.042 SU 30Q10 (Wet season) = 97 MGD - 30Q10 Mix = 100 % 10% Maximum pH = 7.4 SU

Tier Designation (1 or 2) = 1 30Q5 = 43 MGD Discharge Flow = 4.84 MGD

Public Water Supply (PWS) Y/N? = n Harmonic Mean = 155 MGD

Trout Present Y/N? = n

Early Life Stages Present Y/N? = y

Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Acenapthene 0 -- -- na 9.9E+02 -- -- na 9.8E+03 -- -- -- -- -- -- -- -- -- -- na 9.8E+03

Acrolein 0 -- -- na 9.3E+00 -- -- na 9.2E+01 -- -- -- -- -- -- -- -- -- -- na 9.2E+01

AcrylonitrileC
0 -- -- na 2.5E+00 -- -- na 8.3E+01 -- -- -- -- -- -- -- -- -- -- na 8.3E+01

Aldrin C
0 3.0E+00 -- na 5.0E-04 1.0E+01 -- na 1.7E-02 -- -- -- -- -- -- -- -- 1.0E+01 -- na 1.7E-02

Ammonia-N (mg/l)

(Yearly) 0 4.46E+00 8.20E-01 na -- 1.49E+01 7.26E+00 na -- -- -- -- -- -- -- -- -- 1.49E+01 7.26E+00 na --
Ammonia-N (mg/l)

(High Flow) 0 4.38E+00 7.81E-01 na -- 4.33E+01 1.64E+01 na -- -- -- -- -- -- -- -- -- 4.33E+01 1.64E+01 na --

Anthracene 0 -- -- na 4.0E+04 -- -- na 4.0E+05 -- -- -- -- -- -- -- -- -- -- na 4.0E+05

Antimony 0.5 -- -- na 6.4E+02 -- -- na 6.3E+03 -- -- -- -- -- -- -- -- -- -- na 6.3E+03

Arsenic 0.58 3.4E+02 1.5E+02 na -- 1.1E+03 1.0E+03 na -- -- -- -- -- -- -- -- -- 1.1E+03 1.0E+03 na --

Barium 50.14 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Benzene C
0 -- -- na 5.1E+02 -- -- na 1.7E+04 -- -- -- -- -- -- -- -- -- -- na 1.7E+04

BenzidineC
0 -- -- na 2.0E-03 -- -- na 6.6E-02 -- -- -- -- -- -- -- -- -- -- na 6.6E-02

Benzo (a) anthracene C
0 -- -- na 1.8E-01 -- -- na 5.9E+00 -- -- -- -- -- -- -- -- -- -- na 5.9E+00

Benzo (b) fluoranthene C
0 -- -- na 1.8E-01 -- -- na 5.9E+00 -- -- -- -- -- -- -- -- -- -- na 5.9E+00

Benzo (k) fluoranthene C
0 -- -- na 1.8E-01 -- -- na 5.9E+00 -- -- -- -- -- -- -- -- -- -- na 5.9E+00

Benzo (a) pyrene C
0 -- -- na 1.8E-01 -- -- na 5.9E+00 -- -- -- -- -- -- -- -- -- -- na 5.9E+00

Bis2-Chloroethyl Ether C
0 -- -- na 5.3E+00 -- -- na 1.8E+02 -- -- -- -- -- -- -- -- -- -- na 1.8E+02

Bis2-Chloroisopropyl Ether 0 -- -- na 6.5E+04 -- -- na 6.4E+05 -- -- -- -- -- -- -- -- -- -- na 6.4E+05

Bis 2-Ethylhexyl Phthalate C
0 -- -- na 2.2E+01 -- -- na 7.3E+02 -- -- -- -- -- -- -- -- -- -- na 7.3E+02

Bromoform C
0 -- -- na 1.4E+03 -- -- na 4.6E+04 -- -- -- -- -- -- -- -- -- -- na 4.6E+04

Butylbenzylphthalate 0 -- -- na 1.9E+03 -- -- na 1.9E+04 -- -- -- -- -- -- -- -- -- -- na 1.9E+04

Cadmium 0.1 5.4E+00 1.5E+00 na -- 1.8E+01 9.7E+00 na -- -- -- -- -- -- -- -- -- 1.8E+01 9.7E+00 na --

Carbon Tetrachloride C
0 -- -- na 1.6E+01 -- -- na 5.3E+02 -- -- -- -- -- -- -- -- -- -- na 5.3E+02

Chlordane C
0 2.4E+00 4.3E-03 na 8.1E-03 8.0E+00 3.0E-02 na 2.7E-01 -- -- -- -- -- -- -- -- 8.0E+00 3.0E-02 na 2.7E-01

Chloride 13800 8.6E+05 2.3E+05 na -- 2.8E+06 1.5E+06 na -- -- -- -- -- -- -- -- -- 2.8E+06 1.5E+06 na --

TRC 0 1.9E+01 1.1E+01 na -- 6.3E+01 7.7E+01 na -- -- -- -- -- -- -- -- -- 6.3E+01 7.7E+01 na --

Chlorobenzene 0 -- -- na 1.6E+03 -- -- na 1.6E+04 -- -- -- -- -- -- -- -- -- -- na 1.6E+04

FRESHWATER

Most Limiting Allocations

WATER QUALITY CRITERIA / WASTELOAD ALLOCATION ANALYSIS

Water Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

page 1 of 4 003 MSTRANTI (Version 2b) With decreased withdrawal.xlsx - Freshwater WLAs 2/19/2016 - 7:06 AM



Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

ChlorodibromomethaneC
0 -- -- na 1.3E+02 -- -- na 4.3E+03 -- -- -- -- -- -- -- -- -- -- na 4.3E+03

Chloroform 0 -- -- na 1.1E+04 -- -- na 1.1E+05 -- -- -- -- -- -- -- -- -- -- na 1.1E+05

2-Chloronaphthalene 0 -- -- na 1.6E+03 -- -- na 1.6E+04 -- -- -- -- -- -- -- -- -- -- na 1.6E+04

2-Chlorophenol 0 -- -- na 1.5E+02 -- -- na 1.5E+03 -- -- -- -- -- -- -- -- -- -- na 1.5E+03

Chlorpyrifos 0 8.3E-02 4.1E-02 na -- 2.8E-01 2.9E-01 na -- -- -- -- -- -- -- -- -- 2.8E-01 2.9E-01 na --

Chromium III 0 7.2E+02 9.8E+01 na -- 2.4E+03 6.8E+02 na -- -- -- -- -- -- -- -- -- 2.4E+03 6.8E+02 na --

Chromium VI 0 1.6E+01 1.1E+01 na -- 5.3E+01 7.7E+01 na -- -- -- -- -- -- -- -- -- 5.3E+01 7.7E+01 na --

Chromium, Total 2.86 -- -- 1.0E+02 -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Chrysene C
0 -- -- na 1.8E-02 -- -- na 5.9E-01 -- -- -- -- -- -- -- -- -- -- na 5.9E-01

Copper 0.9 1.8E+01 1.2E+01 na -- 5.7E+01 7.8E+01 na -- -- -- -- -- -- -- -- -- 5.7E+01 7.8E+01 na --

Cyanide, Free 0 2.2E+01 5.2E+00 na 1.6E+04 7.3E+01 3.6E+01 na 1.6E+05 -- -- -- -- -- -- -- -- 7.3E+01 3.6E+01 na 1.6E+05

DDD C
0 -- -- na 3.1E-03 -- -- na 1.0E-01 -- -- -- -- -- -- -- -- -- -- na 1.0E-01

DDE C
0 -- -- na 2.2E-03 -- -- na 7.3E-02 -- -- -- -- -- -- -- -- -- -- na 7.3E-02

DDT C
0 1.1E+00 1.0E-03 na 2.2E-03 3.7E+00 7.0E-03 na 7.3E-02 -- -- -- -- -- -- -- -- 3.7E+00 7.0E-03 na 7.3E-02

Demeton 0 -- 1.0E-01 na -- -- 7.0E-01 na -- -- -- -- -- -- -- -- -- -- 7.0E-01 na --

Diazinon 0 1.7E-01 1.7E-01 na -- 5.7E-01 1.2E+00 na -- -- -- -- -- -- -- -- -- 5.7E-01 1.2E+00 na --

Dibenz(a,h)anthracene C
0 -- -- na 1.8E-01 -- -- na 5.9E+00 -- -- -- -- -- -- -- -- -- -- na 5.9E+00

1,2-Dichlorobenzene 0 -- -- na 1.3E+03 -- -- na 1.3E+04 -- -- -- -- -- -- -- -- -- -- na 1.3E+04

1,3-Dichlorobenzene 0 -- -- na 9.6E+02 -- -- na 9.5E+03 -- -- -- -- -- -- -- -- -- -- na 9.5E+03

1,4-Dichlorobenzene 0 -- -- na 1.9E+02 -- -- na 1.9E+03 -- -- -- -- -- -- -- -- -- -- na 1.9E+03

3,3-DichlorobenzidineC
0 -- -- na 2.8E-01 -- -- na 9.2E+00 -- -- -- -- -- -- -- -- -- -- na 9.2E+00

Dichlorobromomethane C
0 -- -- na 1.7E+02 -- -- na 5.6E+03 -- -- -- -- -- -- -- -- -- -- na 5.6E+03

1,2-Dichloroethane C
0 -- -- na 3.7E+02 -- -- na 1.2E+04 -- -- -- -- -- -- -- -- -- -- na 1.2E+04

1,1-Dichloroethylene 0 -- -- na 7.1E+03 -- -- na 7.0E+04 -- -- -- -- -- -- -- -- -- -- na 7.0E+04

1,2-trans-dichloroethylene 0 -- -- na 1.0E+04 -- -- na 9.9E+04 -- -- -- -- -- -- -- -- -- -- na 9.9E+04

2,4-Dichlorophenol 0 -- -- na 2.9E+02 -- -- na 2.9E+03 -- -- -- -- -- -- -- -- -- -- na 2.9E+03

2,4-Dichlorophenoxy

acetic acid (2,4-D) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

1,2-DichloropropaneC 0 -- -- na 1.5E+02 -- -- na 5.0E+03 -- -- -- -- -- -- -- -- -- -- na 5.0E+03

1,3-Dichloropropene C 0 -- -- na 2.1E+02 -- -- na 6.9E+03 -- -- -- -- -- -- -- -- -- -- na 6.9E+03

Dieldrin C
0 2.4E-01 5.6E-02 na 5.4E-04 8.0E-01 3.9E-01 na 1.8E-02 -- -- -- -- -- -- -- -- 8.0E-01 3.9E-01 na 1.8E-02

Diethyl Phthalate 0 -- -- na 4.4E+04 -- -- na 4.3E+05 -- -- -- -- -- -- -- -- -- -- na 4.3E+05

2,4-Dimethylphenol 0 -- -- na 8.5E+02 -- -- na 8.4E+03 -- -- -- -- -- -- -- -- -- -- na 8.4E+03

Dimethyl Phthalate 0 -- -- na 1.1E+06 -- -- na 1.1E+07 -- -- -- -- -- -- -- -- -- -- na 1.1E+07

Di-n-Butyl Phthalate 0 -- -- na 4.5E+03 -- -- na 4.4E+04 -- -- -- -- -- -- -- -- -- -- na 4.4E+04

2,4 Dinitrophenol 0 -- -- na 5.3E+03 -- -- na 5.2E+04 -- -- -- -- -- -- -- -- -- -- na 5.2E+04

2-Methyl-4,6-Dinitrophenol 0 -- -- na 2.8E+02 -- -- na 2.8E+03 -- -- -- -- -- -- -- -- -- -- na 2.8E+03

2,4-Dinitrotoluene C
0 -- -- na 3.4E+01 -- -- na 1.1E+03 -- -- -- -- -- -- -- -- -- -- na 1.1E+03

Dioxin 2,3,7,8-

tetrachlorodibenzo-p-dioxin 0 -- -- na 5.1E-08 -- -- na 5.0E-07 -- -- -- -- -- -- -- -- -- -- na 5.0E-07

1,2-DiphenylhydrazineC
0 -- -- na 2.0E+00 -- -- na 6.6E+01 -- -- -- -- -- -- -- -- -- -- na 6.6E+01

Alpha-Endosulfan 0 2.2E-01 5.6E-02 na 8.9E+01 7.3E-01 3.9E-01 na 8.8E+02 -- -- -- -- -- -- -- -- 7.3E-01 3.9E-01 na 8.8E+02

Beta-Endosulfan 0 2.2E-01 5.6E-02 na 8.9E+01 7.3E-01 3.9E-01 na 8.8E+02 -- -- -- -- -- -- -- -- 7.3E-01 3.9E-01 na 8.8E+02

Alpha + Beta Endosulfan 0 2.2E-01 5.6E-02 -- -- 7.3E-01 3.9E-01 -- -- -- -- -- -- -- -- -- -- 7.3E-01 3.9E-01 -- --

Endosulfan Sulfate 0 -- -- na 8.9E+01 -- -- na 8.8E+02 -- -- -- -- -- -- -- -- -- -- na 8.8E+02

Endrin 0 8.6E-02 3.6E-02 na 6.0E-02 2.9E-01 2.5E-01 na 5.9E-01 -- -- -- -- -- -- -- -- 2.9E-01 2.5E-01 na 5.9E-01

Endrin Aldehyde 0 -- -- na 3.0E-01 -- -- na 3.0E+00 -- -- -- -- -- -- -- -- -- -- na 3.0E+00
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Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

Ethylbenzene 0 -- -- na 2.1E+03 -- -- na 2.1E+04 -- -- -- -- -- -- -- -- -- -- na 2.1E+04

Fluoranthene 0 -- -- na 1.4E+02 -- -- na 1.4E+03 -- -- -- -- -- -- -- -- -- -- na 1.4E+03

Fluorene 0 -- -- na 5.3E+03 -- -- na 5.2E+04 -- -- -- -- -- -- -- -- -- -- na 5.2E+04

Foaming Agents 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Guthion 0 -- 1.0E-02 na -- -- 7.0E-02 na -- -- -- -- -- -- -- -- -- -- 7.0E-02 na --

Heptachlor C
0 5.2E-01 3.8E-03 na 7.9E-04 1.7E+00 2.7E-02 na 2.6E-02 -- -- -- -- -- -- -- -- 1.7E+00 2.7E-02 na 2.6E-02

Heptachlor EpoxideC
0 5.2E-01 3.8E-03 na 3.9E-04 1.7E+00 2.7E-02 na 1.3E-02 -- -- -- -- -- -- -- -- 1.7E+00 2.7E-02 na 1.3E-02

HexachlorobenzeneC
0 -- -- na 2.9E-03 -- -- na 9.6E-02 -- -- -- -- -- -- -- -- -- -- na 9.6E-02

HexachlorobutadieneC
0 -- -- na 1.8E+02 -- -- na 5.9E+03 -- -- -- -- -- -- -- -- -- -- na 5.9E+03

Hexachlorocyclohexane

Alpha-BHCC
0 -- -- na 4.9E-02 -- -- na 1.6E+00 -- -- -- -- -- -- -- -- -- -- na 1.6E+00

Hexachlorocyclohexane

Beta-BHCC
0 -- -- na 1.7E-01 -- -- na 5.6E+00 -- -- -- -- -- -- -- -- -- -- na 5.6E+00

Hexachlorocyclohexane

Gamma-BHCC (Lindane) 0 9.5E-01 na na 1.8E+00 3.2E+00 -- na 5.9E+01 -- -- -- -- -- -- -- -- 3.2E+00 -- na 5.9E+01

Hexachlorocyclopentadiene 0 -- -- na 1.1E+03 -- -- na 1.1E+04 -- -- -- -- -- -- -- -- -- -- na 1.1E+04

HexachloroethaneC 0 -- -- na 3.3E+01 -- -- na 1.1E+03 -- -- -- -- -- -- -- -- -- -- na 1.1E+03

Hydrogen Sulfide 0 -- 2.0E+00 na -- -- 1.4E+01 na -- -- -- -- -- -- -- -- -- -- 1.4E+01 na --

Indeno (1,2,3-cd) pyrene C
0 -- -- na 1.8E-01 -- -- na 5.9E+00 -- -- -- -- -- -- -- -- -- -- na 5.9E+00

Iron 50 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

IsophoroneC
0 -- -- na 9.6E+03 -- -- na 3.2E+05 -- -- -- -- -- -- -- -- -- -- na 3.2E+05

Kepone 0 -- 0.0E+00 na -- -- 0.0E+00 na -- -- -- -- -- -- -- -- -- -- 0.0E+00 na --

Lead 0.1 1.7E+02 2.1E+01 na -- 5.7E+02 1.4E+02 na -- -- -- -- -- -- -- -- -- 5.7E+02 1.4E+02 na --

Malathion 0 -- 1.0E-01 na -- -- 7.0E-01 na -- -- -- -- -- -- -- -- -- -- 7.0E-01 na --

Manganese 10.12 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Mercury 0.0015 1.4E+00 7.7E-01 - - - - 4.7E+00 5.4E+00 - - - - -- -- -- -- -- -- -- -- 4.7E+00 5.4E+00 - - - -

Methyl Bromide 0 -- -- na 1.5E+03 -- -- na 1.5E+04 -- -- -- -- -- -- -- -- -- -- na 1.5E+04

Methylene Chloride C
0 -- -- na 5.9E+03 -- -- na 1.9E+05 -- -- -- -- -- -- -- -- -- -- na 1.9E+05

Methoxychlor 0 -- 3.0E-02 na -- -- 2.1E-01 na -- -- -- -- -- -- -- -- -- -- 2.1E-01 na --

Mirex 0 -- 0.0E+00 na -- -- 0.0E+00 na -- -- -- -- -- -- -- -- -- -- 0.0E+00 na --

Nickel 1.29 2.3E+02 2.7E+01 na 4.6E+03 7.7E+02 1.8E+02 na 4.5E+04 -- -- -- -- -- -- -- -- 7.7E+02 1.8E+02 na 4.5E+04

Nitrate (as N) 650 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Nitrobenzene 0 -- -- na 6.9E+02 -- -- na 6.8E+03 -- -- -- -- -- -- -- -- -- -- na 6.8E+03

N-NitrosodimethylamineC
0 -- -- na 3.0E+01 -- -- na 9.9E+02 -- -- -- -- -- -- -- -- -- -- na 9.9E+02

N-NitrosodiphenylamineC
0 -- -- na 6.0E+01 -- -- na 2.0E+03 -- -- -- -- -- -- -- -- -- -- na 2.0E+03

N-Nitrosodi-n-propylamineC
0 -- -- na 5.1E+00 -- -- na 1.7E+02 -- -- -- -- -- -- -- -- -- -- na 1.7E+02

Nonylphenol 0 2.8E+01 6.6E+00 -- -- 9.4E+01 4.6E+01 na -- -- -- -- -- -- -- -- -- 9.4E+01 4.6E+01 na --

Parathion 0 6.5E-02 1.3E-02 na -- 2.2E-01 9.1E-02 na -- -- -- -- -- -- -- -- -- 2.2E-01 9.1E-02 na --

PCB TotalC 0 -- 1.4E-02 na 6.4E-04 -- 9.8E-02 na 2.1E-02 -- -- -- -- -- -- -- -- -- 9.8E-02 na 2.1E-02

Pentachlorophenol C
0 1.8E+01 1.6E+01 na 3.0E+01 6.1E+01 1.1E+02 na 9.9E+02 -- -- -- -- -- -- -- -- 6.1E+01 1.1E+02 na 9.9E+02

Phenol 0 -- -- na 8.6E+05 -- -- na 8.5E+06 -- -- -- -- -- -- -- -- -- -- na 8.5E+06

Pyrene 0 -- -- na 4.0E+03 -- -- na 4.0E+04 -- -- -- -- -- -- -- -- -- -- na 4.0E+04

Radionuclides 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --
Gross Alpha Activity

(pCi/L) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --
Beta and Photon Activity

(mrem/yr) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Radium 226 + 228 (pCi/L) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Uranium (ug/l) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --
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Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

Selenium, Total Recoverable 0.5 2.0E+01 5.0E+00 na 4.2E+03 6.6E+01 3.2E+01 na 4.2E+04 -- -- -- -- -- -- -- -- 6.6E+01 3.2E+01 na 4.2E+04

Silver 0.1 5.6E+00 -- na -- 1.9E+01 -- na -- -- -- -- -- -- -- -- -- 1.9E+01 -- na --

Sulfate 17300 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

1,1,2,2-TetrachloroethaneC
0 -- -- na 4.0E+01 -- -- na 1.3E+03 -- -- -- -- -- -- -- -- -- -- na 1.3E+03

TetrachloroethyleneC
0 -- -- na 3.3E+01 -- -- na 1.1E+03 -- -- -- -- -- -- -- -- -- -- na 1.1E+03

Thallium 0.1 -- -- na 4.7E-01 -- -- na 3.8E+00 -- -- -- -- -- -- -- -- -- -- na 3.8E+00

Toluene 0 -- -- na 6.0E+03 -- -- na 5.9E+04 -- -- -- -- -- -- -- -- -- -- na 5.9E+04

Total dissolved solids 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Toxaphene C
0 7.3E-01 2.0E-04 na 2.8E-03 2.4E+00 1.4E-03 na 9.2E-02 -- -- -- -- -- -- -- -- 2.4E+00 1.4E-03 na 9.2E-02

Tributyltin 0 4.6E-01 7.2E-02 na -- 1.5E+00 5.0E-01 na -- -- -- -- -- -- -- -- -- 1.5E+00 5.0E-01 na --

1,2,4-Trichlorobenzene 0 -- -- na 7.0E+01 -- -- na 6.9E+02 -- -- -- -- -- -- -- -- -- -- na 6.9E+02

1,1,2-TrichloroethaneC
0 -- -- na 1.6E+02 -- -- na 5.3E+03 -- -- -- -- -- -- -- -- -- -- na 5.3E+03

Trichloroethylene C
0 -- -- na 3.0E+02 -- -- na 9.9E+03 -- -- -- -- -- -- -- -- -- -- na 9.9E+03

2,4,6-Trichlorophenol C
0 -- -- na 2.4E+01 -- -- na 7.9E+02 -- -- -- -- -- -- -- -- -- -- na 7.9E+02

2-(2,4,5-Trichlorophenoxy)

propionic acid (Silvex) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Vinyl ChlorideC
0 -- -- na 2.4E+01 -- -- na 7.9E+02 -- -- -- -- -- -- -- -- -- -- na 7.9E+02

Zinc 1.53 1.5E+02 1.6E+02 na 2.6E+04 4.9E+02 1.1E+03 na 2.6E+05 -- -- -- -- -- -- -- -- 4.9E+02 1.1E+03 na 2.6E+05

Notes: Target Value (SSTV) Note: do not use QL's lower than the

1. All concentrations expressed as micrograms/liter (ug/l), unless noted otherwise minimum QL's provided in agency

2. Discharge flow is highest monthly average or Form 2C maximum for Industries and design flow for Municipals guidance

3. Metals measured as Dissolved, unless specified otherwise

4. "C" indicates a carcinogenic parameter

5. Regular WLAs are mass balances (minus background concentration) using the % of stream flow entered above under Mixing Information.

Antidegradation WLAs are based upon a complete mix.

6. Antideg. Baseline = (0.25(WQC - background conc.) + background conc.) for acute and chronic

= (0.1(WQC - background conc.) + background conc.) for human health

7. WLAs established at the following stream flows: 1Q10 for Acute, 30Q10 for Chronic Ammonia, 7Q10 for Other Chronic, 30Q5 for Non-carcinogens and

Harmonic Mean for Carcinogens. To apply mixing ratios from a model set the stream flow equal to (mixing ratio - 1), effluent flow equal to 1 and 100% mix.

7.4E+00

2.0E+02

1.1E+02

na

4.1E+02

1.9E+01

1.9E+00

Cadmium

8.7E+01

na

Chromium III

Chromium VI

6.3E+03

4.5E+02

2.3E+01

2.1E+01

Copper

5.8E+00

na

Metal

Antimony

Arsenic

Barium

Silver

Zinc

Iron

Lead

Manganese

Mercury

Nickel

Selenium
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Facility Name: AEP Clinch River Plant Permit No.: VA0001015

Receiving Stream: Clinch River 003 - Dewatering Version: OWP Guidance Memo 00-2011 (8/24/00)

4.5E-09 4.5E-09 5.012E-09

Stream Information 9.1E-09 Stream Flows Mixing Information Effluent Information 3.98E-08 3.981E-08

Mean Hardness (as CaCO3) = 147 mg/L 1Q10 (Annual) = 25 MGD Annual - 1Q10 Mix = 17.78 % Mean Hardness (as CaCO3) = 100 mg/L

90% Temperature (Annual) = 24.34 deg C 7Q10 (Annual) = 29 MGD - 7Q10 Mix = 19.03 % 90% Temp (Annual) = 14.1 deg C

90% Temperature (Wet season) = 24.34 deg C 30Q10 (Annual) = 38 MGD - 30Q10 Mix = 21.67 % 90% Temp (Wet season) = 14.1 deg C

90% Maximum pH = 8.342 SU 1Q10 (Wet season) = 43 MGD Wet Season - 1Q10 Mix = % 90% Maximum pH = 8.3 SU

10% Maximum pH = 8.042 SU 30Q10 (Wet season) = 97 MGD 30Q10 Mix = % 10% Maximum pH = 7.4 SU

Tier Designation (1 or 2) = 2 30Q5 = 43 MGD 30Q5 Mix = 23.04 % Discharge Flow = 4.84 MGD

Public Water Supply (PWS) Y/N? = N Harmonic Mean = 155 MGD Harmonic Mean Mix = 16.27 %

Trout Present Y/N? = N

Early Life Stages Present Y/N? = Y

Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Acenapthene 0 -- -- na 9.9E+02 -- -- na 3.0E+03 -- -- na 9.9E+01 -- -- na 9.8E+02 -- -- na 9.8E+02

Acrolein 0 -- -- na 9.3E+00 -- -- na 2.8E+01 -- -- na 9.3E-01 -- -- na 9.2E+00 -- -- na 9.2E+00

AcrylonitrileC
0 -- -- na 2.5E+00 -- -- na 1.6E+01 -- -- na 2.5E-01 -- -- na 8.3E+00 -- -- na 8.3E+00

Aldrin C
0 3.0E+00 -- na 5.0E-04 5.8E+00 -- na 3.1E-03 7.5E-01 -- na 5.0E-05 4.6E+00 -- na 1.7E-03 4.6E+00 -- na 1.7E-03

Ammonia-N (mg/l)

(Yearly) 0 4.54E+00 9.90E-01 na -- 8.71E+00 2.67E+00 na -- 1.10E+00 2.05E-01 na -- 6.79E+00 1.81E+00 na -- 6.79E+00 1.81E+00 na --
Ammonia-N (mg/l)

(High Flow) 0 4.71E+00 1.52E+00 na -- 4.71E+00 1.52E+00 na -- 1.10E+00 1.95E-01 na -- 1.08E+01 4.11E+00 na -- 4.71E+00 1.52E+00 na --

Anthracene 0 -- -- na 4.0E+04 -- -- na 1.2E+05 -- -- na 4.0E+03 -- -- na 4.0E+04 -- -- na 4.0E+04

Antimony 0.5 -- -- na 6.4E+02 -- -- na 1.9E+03 -- -- na 6.4E+01 -- -- na 6.3E+02 -- -- na 6.3E+02

Arsenic 0.58 3.4E+02 1.5E+02 na -- 6.5E+02 3.2E+02 na -- 8.5E+01 3.8E+01 na -- 5.2E+02 2.6E+02 na -- 5.2E+02 2.6E+02 na --

Barium 50.14 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --

Benzene C
0 -- -- na 5.1E+02 -- -- na 3.2E+03 -- -- na 5.1E+01 -- -- na 1.7E+03 -- -- na 1.7E+03

BenzidineC
0 -- -- na 2.0E-03 -- -- na 1.2E-02 -- -- na 2.0E-04 -- -- na 6.6E-03 -- -- na 6.6E-03

Benzo (a) anthracene C
0 -- -- na 1.8E-01 -- -- na 1.1E+00 -- -- na 1.8E-02 -- -- na 5.9E-01 -- -- na 5.9E-01

Benzo (b) fluoranthene C
0 -- -- na 1.8E-01 -- -- na 1.1E+00 -- -- na 1.8E-02 -- -- na 5.9E-01 -- -- na 5.9E-01

Benzo (k) fluoranthene C
0 -- -- na 1.8E-01 -- -- na 1.1E+00 -- -- na 1.8E-02 -- -- na 5.9E-01 -- -- na 5.9E-01

Benzo (a) pyrene C
0 -- -- na 1.8E-01 -- -- na 1.1E+00 -- -- na 1.8E-02 -- -- na 5.9E-01 -- -- na 5.9E-01

Bis2-Chloroethyl Ether C
0 -- -- na 5.3E+00 -- -- na 3.3E+01 -- -- na 5.3E-01 -- -- na 1.8E+01 -- -- na 1.8E+01

Bis2-Chloroisopropyl Ether 0 -- -- na 6.5E+04 -- -- na 2.0E+05 -- -- na 6.5E+03 -- -- na 6.4E+04 -- -- na 6.4E+04

Bis 2-Ethylhexyl Phthalate C
0 -- -- na 2.2E+01 -- -- na 1.4E+02 -- -- na 2.2E+00 -- -- na 7.3E+01 -- -- na 7.3E+01

Bromoform C
0 -- -- na 1.4E+03 -- -- na 8.7E+03 -- -- na 1.4E+02 -- -- na 4.6E+03 -- -- na 4.6E+03

Butylbenzylphthalate 0 -- -- na 1.9E+03 -- -- na 5.8E+03 -- -- na 1.9E+02 -- -- na 1.9E+03 -- -- na 1.9E+03

Cadmium 0.1 4.9E+00 1.4E+00 na -- 9.4E+00 2.8E+00 na -- 1.5E+00 4.4E-01 na -- 8.7E+00 2.5E+00 na -- 8.7E+00 2.5E+00 na --

Carbon Tetrachloride C
0 -- -- na 1.6E+01 -- -- na 9.9E+01 -- -- na 1.6E+00 -- -- na 5.3E+01 -- -- na 5.3E+01

Chlordane C
0 2.4E+00 4.3E-03 na 8.1E-03 4.6E+00 9.2E-03 na 5.0E-02 6.0E-01 1.1E-03 na 8.1E-04 3.7E+00 7.5E-03 na 2.7E-02 3.7E+00 7.5E-03 na 2.7E-02

Chloride 13800 8.6E+05 2.3E+05 na -- 1.6E+06 4.8E+05 na -- 2.3E+05 6.8E+04 na -- 1.3E+06 3.9E+05 na -- 1.3E+06 3.9E+05 na --

TRC 0 1.9E+01 1.1E+01 na -- 3.6E+01 2.4E+01 na -- 4.8E+00 2.8E+00 na -- 2.9E+01 1.9E+01 na -- 2.9E+01 1.9E+01 na --

Chlorobenzene 0 -- -- na 1.6E+03 -- -- na 4.9E+03 -- -- na 1.6E+02 -- -- na 1.6E+03 -- -- na 1.6E+03

FRESHWATER

Most Limiting Allocations

WATER QUALITY CRITERIA / WASTELOAD ALLOCATION ANALYSIS

Water Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations
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Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

ChlorodibromomethaneC
0 -- -- na 1.3E+02 -- -- na 8.1E+02 -- -- na 1.3E+01 -- -- na 4.3E+02 -- -- na 4.3E+02

Chloroform 0 -- -- na 1.1E+04 -- -- na 3.4E+04 -- -- na 1.1E+03 -- -- na 1.1E+04 -- -- na 1.1E+04

2-Chloronaphthalene 0 -- -- na 1.6E+03 -- -- na 4.9E+03 -- -- na 1.6E+02 -- -- na 1.6E+03 -- -- na 1.6E+03

2-Chlorophenol 0 -- -- na 1.5E+02 -- -- na 4.6E+02 -- -- na 1.5E+01 -- -- na 1.5E+02 -- -- na 1.5E+02

Chlorpyrifos 0 8.3E-02 4.1E-02 na -- 1.6E-01 8.8E-02 na -- 2.1E-02 1.0E-02 na -- 1.3E-01 7.2E-02 na -- 1.3E-01 7.2E-02 na --

Chromium III 0 6.7E+02 8.9E+01 na -- 1.3E+03 1.9E+02 na -- 1.9E+02 2.4E+01 na -- 1.2E+03 1.7E+02 na -- 1.2E+03 1.7E+02 na --

Chromium VI 0 1.6E+01 1.1E+01 na -- 3.1E+01 2.4E+01 na -- 4.0E+00 2.8E+00 na -- 2.5E+01 1.9E+01 na -- 2.5E+01 1.9E+01 na --

Chromium, Total 2.86 -- -- 1.0E+02 -- -- -- na -- -- -- 1.3E+01 -- -- -- 9.9E+01 -- -- -- na --

Chrysene C
0 -- -- na 1.8E-02 -- -- na 1.1E-01 -- -- na 1.8E-03 -- -- na 5.9E-02 -- -- na 5.9E-02

Copper 0.9 1.6E+01 1.1E+01 na -- 3.0E+01 2.2E+01 na -- 5.3E+00 3.7E+00 na -- 2.8E+01 2.0E+01 na -- 2.8E+01 2.0E+01 na --

Cyanide, Free 0 2.2E+01 5.2E+00 na 1.6E+04 4.2E+01 1.1E+01 na 4.9E+04 5.5E+00 1.3E+00 na 1.6E+03 3.4E+01 9.1E+00 na 1.6E+04 3.4E+01 9.1E+00 na 1.6E+04

DDD C
0 -- -- na 3.1E-03 -- -- na 1.9E-02 -- -- na 3.1E-04 -- -- na 1.0E-02 -- -- na 1.0E-02

DDE C
0 -- -- na 2.2E-03 -- -- na 1.4E-02 -- -- na 2.2E-04 -- -- na 7.3E-03 -- -- na 7.3E-03

DDT C
0 1.1E+00 1.0E-03 na 2.2E-03 2.1E+00 2.1E-03 na 1.4E-02 2.8E-01 2.5E-04 na 2.2E-04 1.7E+00 1.7E-03 na 7.3E-03 1.7E+00 1.7E-03 na 7.3E-03

Demeton 0 -- 1.0E-01 na -- -- 2.1E-01 na -- -- 2.5E-02 na -- -- 1.7E-01 na -- -- 1.7E-01 na --

Diazinon 0 1.7E-01 1.7E-01 na -- 3.3E-01 3.6E-01 na -- 4.3E-02 4.3E-02 na -- 2.6E-01 3.0E-01 na -- 2.6E-01 3.0E-01 na --

Dibenz(a,h)anthracene C
0 -- -- na 1.8E-01 -- -- na 1.1E+00 -- -- na 1.8E-02 -- -- na 5.9E-01 -- -- na 5.9E-01

1,2-Dichlorobenzene 0 -- -- na 1.3E+03 -- -- na 4.0E+03 -- -- na 1.3E+02 -- -- na 1.3E+03 -- -- na 1.3E+03

1,3-Dichlorobenzene 0 -- -- na 9.6E+02 -- -- na 2.9E+03 -- -- na 9.6E+01 -- -- na 9.5E+02 -- -- na 9.5E+02

1,4-Dichlorobenzene 0 -- -- na 1.9E+02 -- -- na 5.8E+02 -- -- na 1.9E+01 -- -- na 1.9E+02 -- -- na 1.9E+02

3,3-DichlorobenzidineC
0 -- -- na 2.8E-01 -- -- na 1.7E+00 -- -- na 2.8E-02 -- -- na 9.2E-01 -- -- na 9.2E-01

Dichlorobromomethane C
0 -- -- na 1.7E+02 -- -- na 1.1E+03 -- -- na 1.7E+01 -- -- na 5.6E+02 -- -- na 5.6E+02

1,2-Dichloroethane C
0 -- -- na 3.7E+02 -- -- na 2.3E+03 -- -- na 3.7E+01 -- -- na 1.2E+03 -- -- na 1.2E+03

1,1-Dichloroethylene 0 -- -- na 7.1E+03 -- -- na 2.2E+04 -- -- na 7.1E+02 -- -- na 7.0E+03 -- -- na 7.0E+03

1,2-trans-dichloroethylene 0 -- -- na 1.0E+04 -- -- na 3.0E+04 -- -- na 1.0E+03 -- -- na 9.9E+03 -- -- na 9.9E+03

2,4-Dichlorophenol 0 -- -- na 2.9E+02 -- -- na 8.8E+02 -- -- na 2.9E+01 -- -- na 2.9E+02 -- -- na 2.9E+02

2,4-Dichlorophenoxy

acetic acid (2,4-D) 0 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --

1,2-DichloropropaneC 0 -- -- na 1.5E+02 -- -- na 9.3E+02 -- -- na 1.5E+01 -- -- na 5.0E+02 -- -- na 5.0E+02

1,3-Dichloropropene C 0 -- -- na 2.1E+02 -- -- na 1.3E+03 -- -- na 2.1E+01 -- -- na 6.9E+02 -- -- na 6.9E+02

Dieldrin C
0 2.4E-01 5.6E-02 na 5.4E-04 4.6E-01 1.2E-01 na 3.4E-03 6.0E-02 1.4E-02 na 5.4E-05 3.7E-01 9.8E-02 na 1.8E-03 3.7E-01 9.8E-02 na 1.8E-03

Diethyl Phthalate 0 -- -- na 4.4E+04 -- -- na 1.3E+05 -- -- na 4.4E+03 -- -- na 4.3E+04 -- -- na 4.3E+04

2,4-Dimethylphenol 0 -- -- na 8.5E+02 -- -- na 2.6E+03 -- -- na 8.5E+01 -- -- na 8.4E+02 -- -- na 8.4E+02

Dimethyl Phthalate 0 -- -- na 1.1E+06 -- -- na 3.4E+06 -- -- na 1.1E+05 -- -- na 1.1E+06 -- -- na 1.1E+06

Di-n-Butyl Phthalate 0 -- -- na 4.5E+03 -- -- na 1.4E+04 -- -- na 4.5E+02 -- -- na 4.4E+03 -- -- na 4.4E+03

2,4 Dinitrophenol 0 -- -- na 5.3E+03 -- -- na 1.6E+04 -- -- na 5.3E+02 -- -- na 5.2E+03 -- -- na 5.2E+03

2-Methyl-4,6-Dinitrophenol 0 -- -- na 2.8E+02 -- -- na 8.5E+02 -- -- na 2.8E+01 -- -- na 2.8E+02 -- -- na 2.8E+02

2,4-Dinitrotoluene C
0 -- -- na 3.4E+01 -- -- na 2.1E+02 -- -- na 3.4E+00 -- -- na 1.1E+02 -- -- na 1.1E+02

Dioxin 2,3,7,8-

tetrachlorodibenzo-p-dioxin 0 -- -- na 5.1E-08 -- -- na 1.6E-07 -- -- na 5.1E-09 -- -- na 5.0E-08 -- -- na 5.0E-08

1,2-DiphenylhydrazineC
0 -- -- na 2.0E+00 -- -- na 1.2E+01 -- -- na 2.0E-01 -- -- na 6.6E+00 -- -- na 6.6E+00

Alpha-Endosulfan 0 2.2E-01 5.6E-02 na 8.9E+01 4.2E-01 1.2E-01 na 2.7E+02 5.5E-02 1.4E-02 na 8.9E+00 3.4E-01 9.8E-02 na 8.8E+01 3.4E-01 9.8E-02 na 8.8E+01

Beta-Endosulfan 0 2.2E-01 5.6E-02 na 8.9E+01 4.2E-01 1.2E-01 na 2.7E+02 5.5E-02 1.4E-02 na 8.9E+00 3.4E-01 9.8E-02 na 8.8E+01 3.4E-01 9.8E-02 na 8.8E+01

Alpha + Beta Endosulfan 0 2.2E-01 5.6E-02 -- -- 4.2E-01 1.2E-01 -- -- 5.5E-02 1.4E-02 -- -- 3.4E-01 9.8E-02 -- -- 3.4E-01 9.8E-02 -- --

Endosulfan Sulfate 0 -- -- na 8.9E+01 -- -- na 2.7E+02 -- -- na 8.9E+00 -- -- na 8.8E+01 -- -- na 8.8E+01

Endrin 0 8.6E-02 3.6E-02 na 6.0E-02 1.6E-01 7.7E-02 na 1.8E-01 2.2E-02 9.0E-03 na 6.0E-03 1.3E-01 6.3E-02 na 5.9E-02 1.3E-01 6.3E-02 na 5.9E-02

Endrin Aldehyde 0 -- -- na 3.0E-01 -- -- na 9.1E-01 -- -- na 3.0E-02 -- -- na 3.0E-01 -- -- na 3.0E-01
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Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

Ethylbenzene 0 -- -- na 2.1E+03 -- -- na 6.4E+03 -- -- na 2.1E+02 -- -- na 2.1E+03 -- -- na 2.1E+03

Fluoranthene 0 -- -- na 1.4E+02 -- -- na 4.3E+02 -- -- na 1.4E+01 -- -- na 1.4E+02 -- -- na 1.4E+02

Fluorene 0 -- -- na 5.3E+03 -- -- na 1.6E+04 -- -- na 5.3E+02 -- -- na 5.2E+03 -- -- na 5.2E+03

Foaming Agents 0 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --

Guthion 0 -- 1.0E-02 na -- -- 2.1E-02 na -- -- 2.5E-03 na -- -- 1.7E-02 na -- -- 1.7E-02 na --

Heptachlor C
0 5.2E-01 3.8E-03 na 7.9E-04 1.0E+00 8.1E-03 na 4.9E-03 1.3E-01 9.5E-04 na 7.9E-05 8.0E-01 6.6E-03 na 2.6E-03 8.0E-01 6.6E-03 na 2.6E-03

Heptachlor EpoxideC
0 5.2E-01 3.8E-03 na 3.9E-04 1.0E+00 8.1E-03 na 2.4E-03 1.3E-01 9.5E-04 na 3.9E-05 8.0E-01 6.6E-03 na 1.3E-03 8.0E-01 6.6E-03 na 1.3E-03

HexachlorobenzeneC
0 -- -- na 2.9E-03 -- -- na 1.8E-02 -- -- na 2.9E-04 -- -- na 9.6E-03 -- -- na 9.6E-03

HexachlorobutadieneC
0 -- -- na 1.8E+02 -- -- na 1.1E+03 -- -- na 1.8E+01 -- -- na 5.9E+02 -- -- na 5.9E+02

Hexachlorocyclohexane

Alpha-BHCC
0 -- -- na 4.9E-02 -- -- na 3.0E-01 -- -- na 4.9E-03 -- -- na 1.6E-01 -- -- na 1.6E-01

Hexachlorocyclohexane

Beta-BHCC
0 -- -- na 1.7E-01 -- -- na 1.1E+00 -- -- na 1.7E-02 -- -- na 5.6E-01 -- -- na 5.6E-01

Hexachlorocyclohexane

Gamma-BHCC (Lindane) 0 9.5E-01 na na 1.8E+00 1.8E+00 -- na 1.1E+01 2.4E-01 -- na 1.8E-01 1.5E+00 -- na 5.9E+00 1.5E+00 -- na 5.9E+00

Hexachlorocyclopentadiene 0 -- -- na 1.1E+03 -- -- na 3.4E+03 -- -- na 1.1E+02 -- -- na 1.1E+03 -- -- na 1.1E+03

HexachloroethaneC 0 -- -- na 3.3E+01 -- -- na 2.0E+02 -- -- na 3.3E+00 -- -- na 1.1E+02 -- -- na 1.1E+02

Hydrogen Sulfide 0 -- 2.0E+00 na -- -- 4.3E+00 na -- -- 5.0E-01 na -- -- 3.5E+00 na -- -- 3.5E+00 na --

Indeno (1,2,3-cd) pyrene C
0 -- -- na 1.8E-01 -- -- na 1.1E+00 -- -- na 1.8E-02 -- -- na 5.9E-01 -- -- na 5.9E-01

Iron 50 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --

IsophoroneC
0 -- -- na 9.6E+03 -- -- na 6.0E+04 -- -- na 9.6E+02 -- -- na 3.2E+04 -- -- na 3.2E+04

Kepone 0 -- 0.0E+00 na -- -- 0.0E+00 na -- -- 0.0E+00 na -- -- 0.0E+00 na -- -- 0.0E+00 na --

Lead 0.1 1.5E+02 1.8E+01 na -- 3.0E+02 3.8E+01 na -- 4.5E+01 5.3E+00 na -- 2.8E+02 3.6E+01 na -- 2.8E+02 3.6E+01 na --

Malathion 0 -- 1.0E-01 na -- -- 2.1E-01 na -- -- 2.5E-02 na -- -- 1.7E-01 na -- -- 1.7E-01 na --

Manganese 10.12 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --

Mercury 0.0015 1.4E+00 7.7E-01 - - - - 2.7E+00 1.6E+00 - - - - 3.5E-01 1.9E-01 - - -- 2.2E+00 1.3E+00 - - -- 2.2E+00 1.3E+00 - - - -

Methyl Bromide 0 -- -- na 1.5E+03 -- -- na 4.6E+03 -- -- na 1.5E+02 -- -- na 1.5E+03 -- -- na 1.5E+03

Methylene Chloride C
0 -- -- na 5.9E+03 -- -- na 3.7E+04 -- -- na 5.9E+02 -- -- na 1.9E+04 -- -- na 1.9E+04

Methoxychlor 0 -- 3.0E-02 na -- -- 6.4E-02 na -- -- 7.5E-03 na -- -- 5.2E-02 na -- -- 5.2E-02 na --

Mirex 0 -- 0.0E+00 na -- -- 0.0E+00 na -- -- 0.0E+00 na -- -- 0.0E+00 na -- -- 0.0E+00 na --

Nickel 1.29 2.2E+02 2.4E+01 na 4.6E+03 4.1E+02 5.1E+01 na 1.4E+04 6.1E+01 7.7E+00 na 4.6E+02 3.7E+02 4.6E+01 na 4.5E+03 3.7E+02 4.6E+01 na 4.5E+03

Nitrate (as N) 650 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --

Nitrobenzene 0 -- -- na 6.9E+02 -- -- na 2.1E+03 -- -- na 6.9E+01 -- -- na 6.8E+02 -- -- na 6.8E+02

N-NitrosodimethylamineC
0 -- -- na 3.0E+01 -- -- na 1.9E+02 -- -- na 3.0E+00 -- -- na 9.9E+01 -- -- na 9.9E+01

N-NitrosodiphenylamineC
0 -- -- na 6.0E+01 -- -- na 3.7E+02 -- -- na 6.0E+00 -- -- na 2.0E+02 -- -- na 2.0E+02

N-Nitrosodi-n-propylamineC
0 -- -- na 5.1E+00 -- -- na 3.2E+01 -- -- na 5.1E-01 -- -- na 1.7E+01 -- -- na 1.7E+01

Nonylphenol 0 2.8E+01 6.6E+00 -- -- 5.4E+01 1.4E+01 na -- 7.0E+00 1.7E+00 -- -- 4.3E+01 1.2E+01 -- -- 4.3E+01 1.2E+01 na --

Parathion 0 6.5E-02 1.3E-02 na -- 1.2E-01 2.8E-02 na -- 1.6E-02 3.3E-03 na -- 1.0E-01 2.3E-02 na -- 1.0E-01 2.3E-02 na --

PCB TotalC 0 -- 1.4E-02 na 6.4E-04 -- 3.0E-02 na 4.0E-03 -- 3.5E-03 na 6.4E-05 -- 2.4E-02 na 2.1E-03 -- 2.4E-02 na 2.1E-03

Pentachlorophenol C
0 1.6E+01 1.3E+01 na 3.0E+01 3.1E+01 2.7E+01 na 1.9E+02 5.1E+00 4.0E+00 na 3.0E+00 3.2E+01 2.8E+01 na 9.9E+01 3.1E+01 2.7E+01 na 9.9E+01

Phenol 0 -- -- na 8.6E+05 -- -- na 2.6E+06 -- -- na 8.6E+04 -- -- na 8.5E+05 -- -- na 8.5E+05

Pyrene 0 -- -- na 4.0E+03 -- -- na 1.2E+04 -- -- na 4.0E+02 -- -- na 4.0E+03 -- -- na 4.0E+03

Radionuclides 0 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --
Gross Alpha Activity

(pCi/L) 0 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --
Beta and Photon Activity

(mrem/yr) 0 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --

Radium 226 + 228 (pCi/L) 0 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --

Uranium (ug/l) 0 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --
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Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

Selenium, Total Recoverable 0.5 2.0E+01 5.0E+00 na 4.2E+03 3.8E+01 1.0E+01 na 1.3E+04 5.4E+00 1.6E+00 na 4.2E+02 3.1E+01 8.4E+00 na 4.2E+03 3.1E+01 8.4E+00 na 4.2E+03

Silver 0.1 4.9E+00 -- na -- 9.3E+00 -- na -- 1.6E+00 -- na -- 9.4E+00 -- na -- 9.3E+00 -- na --

Sulfate 17300 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --

1,1,2,2-TetrachloroethaneC
0 -- -- na 4.0E+01 -- -- na 2.5E+02 -- -- na 4.0E+00 -- -- na 1.3E+02 -- -- na 1.3E+02

TetrachloroethyleneC
0 -- -- na 3.3E+01 -- -- na 2.0E+02 -- -- na 3.3E+00 -- -- na 1.1E+02 -- -- na 1.1E+02

Thallium 0.1 -- -- na 4.7E-01 -- -- na 1.2E+00 -- -- na 1.4E-01 -- -- na 4.7E-01 -- -- na 4.7E-01

Toluene 0 -- -- na 6.0E+03 -- -- na 1.8E+04 -- -- na 6.0E+02 -- -- na 5.9E+03 -- -- na 5.9E+03

Total dissolved solids 0 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --

Toxaphene C
0 7.3E-01 2.0E-04 na 2.8E-03 1.4E+00 4.3E-04 na 1.7E-02 1.8E-01 5.0E-05 na 2.8E-04 1.1E+00 3.5E-04 na 9.2E-03 1.1E+00 3.5E-04 na 9.2E-03

Tributyltin 0 4.6E-01 7.2E-02 na -- 8.8E-01 1.5E-01 na -- 1.2E-01 1.8E-02 na -- 7.1E-01 1.3E-01 na -- 7.1E-01 1.3E-01 na --

1,2,4-Trichlorobenzene 0 -- -- na 7.0E+01 -- -- na 2.1E+02 -- -- na 7.0E+00 -- -- na 6.9E+01 -- -- na 6.9E+01

1,1,2-TrichloroethaneC
0 -- -- na 1.6E+02 -- -- na 9.9E+02 -- -- na 1.6E+01 -- -- na 5.3E+02 -- -- na 5.3E+02

Trichloroethylene C
0 -- -- na 3.0E+02 -- -- na 1.9E+03 -- -- na 3.0E+01 -- -- na 9.9E+02 -- -- na 9.9E+02

2,4,6-Trichlorophenol C
0 -- -- na 2.4E+01 -- -- na 1.5E+02 -- -- na 2.4E+00 -- -- na 7.9E+01 -- -- na 7.9E+01

2-(2,4,5-Trichlorophenoxy)

propionic acid (Silvex) 0 -- -- na -- -- -- na -- -- -- na -- -- -- na -- -- -- na --

Vinyl ChlorideC
0 -- -- na 2.4E+01 -- -- na 1.5E+02 -- -- na 2.4E+00 -- -- na 7.9E+01 -- -- na 7.9E+01

Zinc 1.53 1.4E+02 1.4E+02 na 2.6E+04 2.7E+02 3.0E+02 na 7.9E+04 4.0E+01 4.0E+01 na 2.6E+03 2.4E+02 2.7E+02 na 2.6E+04 2.4E+02 2.7E+02 na 2.6E+04

Notes: Target Value (SSTV) Note: do not use QL's lower than the

1. All concentrations expressed as micrograms/liter (ug/l), unless noted otherwise minimum QL's provided in agency

2. Discharge flow is highest monthly average or Form 2C maximum for Industries and design flow for Municipals guidance

3. Metals measured as Dissolved, unless specified otherwise

4. "C" indicates a carcinogenic parameter

5. Regular WLAs are mass balances (minus background concentration) using the % of stream flow entered above under Mixing Information.

Antidegradation WLAs are based upon a complete mix.

6. Antideg. Baseline = (0.25(WQC - background conc.) + background conc.) for acute and chronic

= (0.1(WQC - background conc.) + background conc.) for human health

7. WLAs established at the following stream flows: 1Q10 for Acute, 30Q10 for Chronic Ammonia, 7Q10 for Other Chronic, 30Q5 for Non-carcinogens and

Harmonic Mean for Carcinogens. To apply mixing ratios from a model set the stream flow equal to (mixing ratio - 1), effluent flow equal to 1 and 100% mix.

Silver

Zinc

Iron

Lead

Manganese

Mercury

Nickel

Selenium

Copper

1.5E+00

na

Metal

Antimony

Arsenic

Barium

Cadmium

2.2E+01

na

Chromium III

Chromium VI

6.3E+02

1.6E+02

1.1E+01

9.9E+00

3.7E+00

9.5E+01

2.8E+01

na

1.0E+02

5.0E+00

8.1E-01
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Facility Name: AEP Clinch River Plant Permit No.: VA0001015

Receiving Stream: Clinch River Outfall 007 (reduced intake) Version: OWP Guidance Memo 00-2011 (8/24/00)

4.5E-09 4.5E-09 3.981E-09

Stream Information 9.1E-09 Stream Flows Mixing Information Effluent Information 3.98E-08 3.981E-08

Mean Hardness (as CaCO3) = 147 mg/L 1Q10 (Annual) = 25 MGD Annual - 1Q10 Mix = 38.89 % Mean Hardness (as CaCO3) = 100 mg/L

90% Temperature (Annual) = 24.34 deg C 7Q10 (Annual) = 29 MGD - 7Q10 Mix = 100 % 90% Temp (Annual) = 15.1 deg C

90% Temperature (Wet season) = 24.34 deg C 30Q10 (Annual) = 38 MGD - 30Q10 Mix = 100 % 90% Temp (Wet season) = 15.1 deg C

90% Maximum pH = 8.342 SU 1Q10 (Wet season) = 43 MGD Wet Season - 1Q10 Mix = 100 % 90% Maximum pH = 8.4 SU

10% Maximum pH = 8.042 SU 30Q10 (Wet season) = 97 MGD - 30Q10 Mix = 100 % 10% Maximum pH = 7.4 SU

Tier Designation (1 or 2) = 1 30Q5 = 43 MGD Discharge Flow = 1.2 MGD

Public Water Supply (PWS) Y/N? = n Harmonic Mean = 155 MGD

Trout Present Y/N? = n

Early Life Stages Present Y/N? = y

Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Acenapthene 0 -- -- na 9.9E+02 -- -- na 3.6E+04 -- -- -- -- -- -- -- -- -- -- na 3.6E+04

Acrolein 0 -- -- na 9.3E+00 -- -- na 3.4E+02 -- -- -- -- -- -- -- -- -- -- na 3.4E+02

AcrylonitrileC
0 -- -- na 2.5E+00 -- -- na 3.3E+02 -- -- -- -- -- -- -- -- -- -- na 3.3E+02

Aldrin C
0 3.0E+00 -- na 5.0E-04 2.7E+01 -- na 6.5E-02 -- -- -- -- -- -- -- -- 2.7E+01 -- na 6.5E-02

Ammonia-N (mg/l)

(Yearly) 0 4.29E+00 7.66E-01 na -- 3.91E+01 2.50E+01 na -- -- -- -- -- -- -- -- -- 3.91E+01 2.50E+01 na --
Ammonia-N (mg/l)

(High Flow) 0 4.33E+00 7.59E-01 na -- 1.60E+02 6.21E+01 na -- -- -- -- -- -- -- -- -- 1.60E+02 6.21E+01 na --

Anthracene 0 -- -- na 4.0E+04 -- -- na 1.5E+06 -- -- -- -- -- -- -- -- -- -- na 1.5E+06

Antimony 0.5 -- -- na 6.4E+02 -- -- na 2.4E+04 -- -- -- -- -- -- -- -- -- -- na 2.4E+04

Arsenic 0.58 3.4E+02 1.5E+02 na -- 3.1E+03 3.8E+03 na -- -- -- -- -- -- -- -- -- 3.1E+03 3.8E+03 na --

Barium 50.14 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Benzene C
0 -- -- na 5.1E+02 -- -- na 6.6E+04 -- -- -- -- -- -- -- -- -- -- na 6.6E+04

BenzidineC
0 -- -- na 2.0E-03 -- -- na 2.6E-01 -- -- -- -- -- -- -- -- -- -- na 2.6E-01

Benzo (a) anthracene C
0 -- -- na 1.8E-01 -- -- na 2.3E+01 -- -- -- -- -- -- -- -- -- -- na 2.3E+01

Benzo (b) fluoranthene C
0 -- -- na 1.8E-01 -- -- na 2.3E+01 -- -- -- -- -- -- -- -- -- -- na 2.3E+01

Benzo (k) fluoranthene C
0 -- -- na 1.8E-01 -- -- na 2.3E+01 -- -- -- -- -- -- -- -- -- -- na 2.3E+01

Benzo (a) pyrene C
0 -- -- na 1.8E-01 -- -- na 2.3E+01 -- -- -- -- -- -- -- -- -- -- na 2.3E+01

Bis2-Chloroethyl Ether C
0 -- -- na 5.3E+00 -- -- na 6.9E+02 -- -- -- -- -- -- -- -- -- -- na 6.9E+02

Bis2-Chloroisopropyl Ether 0 -- -- na 6.5E+04 -- -- na 2.4E+06 -- -- -- -- -- -- -- -- -- -- na 2.4E+06

Bis 2-Ethylhexyl Phthalate C
0 -- -- na 2.2E+01 -- -- na 2.9E+03 -- -- -- -- -- -- -- -- -- -- na 2.9E+03

Bromoform C
0 -- -- na 1.4E+03 -- -- na 1.8E+05 -- -- -- -- -- -- -- -- -- -- na 1.8E+05

Butylbenzylphthalate 0 -- -- na 1.9E+03 -- -- na 7.0E+04 -- -- -- -- -- -- -- -- -- -- na 7.0E+04

Cadmium 0.1 5.8E+00 1.5E+00 na -- 5.2E+01 3.6E+01 na -- -- -- -- -- -- -- -- -- 5.2E+01 3.6E+01 na --

Carbon Tetrachloride C
0 -- -- na 1.6E+01 -- -- na 2.1E+03 -- -- -- -- -- -- -- -- -- -- na 2.1E+03

Chlordane C
0 2.4E+00 4.3E-03 na 8.1E-03 2.2E+01 1.1E-01 na 1.1E+00 -- -- -- -- -- -- -- -- 2.2E+01 1.1E-01 na 1.1E+00

Chloride 13800 8.6E+05 2.3E+05 na -- 7.7E+06 5.5E+06 na -- -- -- -- -- -- -- -- -- 7.7E+06 5.5E+06 na --

TRC 0 1.9E+01 1.1E+01 na -- 1.7E+02 2.8E+02 na -- -- -- -- -- -- -- -- -- 1.7E+02 2.8E+02 na --

Chlorobenzene 0 -- -- na 1.6E+03 -- -- na 5.9E+04 -- -- -- -- -- -- -- -- -- -- na 5.9E+04

FRESHWATER

Most Limiting Allocations

WATER QUALITY CRITERIA / WASTELOAD ALLOCATION ANALYSIS

Water Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations
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Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

ChlorodibromomethaneC
0 -- -- na 1.3E+02 -- -- na 1.7E+04 -- -- -- -- -- -- -- -- -- -- na 1.7E+04

Chloroform 0 -- -- na 1.1E+04 -- -- na 4.1E+05 -- -- -- -- -- -- -- -- -- -- na 4.1E+05

2-Chloronaphthalene 0 -- -- na 1.6E+03 -- -- na 5.9E+04 -- -- -- -- -- -- -- -- -- -- na 5.9E+04

2-Chlorophenol 0 -- -- na 1.5E+02 -- -- na 5.5E+03 -- -- -- -- -- -- -- -- -- -- na 5.5E+03

Chlorpyrifos 0 8.3E-02 4.1E-02 na -- 7.6E-01 1.0E+00 na -- -- -- -- -- -- -- -- -- 7.6E-01 1.0E+00 na --

Chromium III 0 7.6E+02 1.0E+02 na -- 6.9E+03 2.5E+03 na -- -- -- -- -- -- -- -- -- 6.9E+03 2.5E+03 na --

Chromium VI 0 1.6E+01 1.1E+01 na -- 1.5E+02 2.8E+02 na -- -- -- -- -- -- -- -- -- 1.5E+02 2.8E+02 na --

Chromium, Total 2.86 -- -- 1.0E+02 -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Chrysene C
0 -- -- na 1.8E-02 -- -- na 2.3E+00 -- -- -- -- -- -- -- -- -- -- na 2.3E+00

Copper 0.9 1.9E+01 1.2E+01 na -- 1.6E+02 2.9E+02 na -- -- -- -- -- -- -- -- -- 1.6E+02 2.9E+02 na --

Cyanide, Free 0 2.2E+01 5.2E+00 na 1.6E+04 2.0E+02 1.3E+02 na 5.9E+05 -- -- -- -- -- -- -- -- 2.0E+02 1.3E+02 na 5.9E+05

DDD C
0 -- -- na 3.1E-03 -- -- na 4.0E-01 -- -- -- -- -- -- -- -- -- -- na 4.0E-01

DDE C
0 -- -- na 2.2E-03 -- -- na 2.9E-01 -- -- -- -- -- -- -- -- -- -- na 2.9E-01

DDT C
0 1.1E+00 1.0E-03 na 2.2E-03 1.0E+01 2.5E-02 na 2.9E-01 -- -- -- -- -- -- -- -- 1.0E+01 2.5E-02 na 2.9E-01

Demeton 0 -- 1.0E-01 na -- -- 2.5E+00 na -- -- -- -- -- -- -- -- -- -- 2.5E+00 na --

Diazinon 0 1.7E-01 1.7E-01 na -- 1.5E+00 4.3E+00 na -- -- -- -- -- -- -- -- -- 1.5E+00 4.3E+00 na --

Dibenz(a,h)anthracene C
0 -- -- na 1.8E-01 -- -- na 2.3E+01 -- -- -- -- -- -- -- -- -- -- na 2.3E+01

1,2-Dichlorobenzene 0 -- -- na 1.3E+03 -- -- na 4.8E+04 -- -- -- -- -- -- -- -- -- -- na 4.8E+04

1,3-Dichlorobenzene 0 -- -- na 9.6E+02 -- -- na 3.5E+04 -- -- -- -- -- -- -- -- -- -- na 3.5E+04

1,4-Dichlorobenzene 0 -- -- na 1.9E+02 -- -- na 7.0E+03 -- -- -- -- -- -- -- -- -- -- na 7.0E+03

3,3-DichlorobenzidineC
0 -- -- na 2.8E-01 -- -- na 3.6E+01 -- -- -- -- -- -- -- -- -- -- na 3.6E+01

Dichlorobromomethane C
0 -- -- na 1.7E+02 -- -- na 2.2E+04 -- -- -- -- -- -- -- -- -- -- na 2.2E+04

1,2-Dichloroethane C
0 -- -- na 3.7E+02 -- -- na 4.8E+04 -- -- -- -- -- -- -- -- -- -- na 4.8E+04

1,1-Dichloroethylene 0 -- -- na 7.1E+03 -- -- na 2.6E+05 -- -- -- -- -- -- -- -- -- -- na 2.6E+05

1,2-trans-dichloroethylene 0 -- -- na 1.0E+04 -- -- na 3.7E+05 -- -- -- -- -- -- -- -- -- -- na 3.7E+05

2,4-Dichlorophenol 0 -- -- na 2.9E+02 -- -- na 1.1E+04 -- -- -- -- -- -- -- -- -- -- na 1.1E+04

2,4-Dichlorophenoxy

acetic acid (2,4-D) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

1,2-DichloropropaneC 0 -- -- na 1.5E+02 -- -- na 2.0E+04 -- -- -- -- -- -- -- -- -- -- na 2.0E+04

1,3-Dichloropropene C 0 -- -- na 2.1E+02 -- -- na 2.7E+04 -- -- -- -- -- -- -- -- -- -- na 2.7E+04

Dieldrin C
0 2.4E-01 5.6E-02 na 5.4E-04 2.2E+00 1.4E+00 na 7.0E-02 -- -- -- -- -- -- -- -- 2.2E+00 1.4E+00 na 7.0E-02

Diethyl Phthalate 0 -- -- na 4.4E+04 -- -- na 1.6E+06 -- -- -- -- -- -- -- -- -- -- na 1.6E+06

2,4-Dimethylphenol 0 -- -- na 8.5E+02 -- -- na 3.1E+04 -- -- -- -- -- -- -- -- -- -- na 3.1E+04

Dimethyl Phthalate 0 -- -- na 1.1E+06 -- -- na 4.1E+07 -- -- -- -- -- -- -- -- -- -- na 4.1E+07

Di-n-Butyl Phthalate 0 -- -- na 4.5E+03 -- -- na 1.7E+05 -- -- -- -- -- -- -- -- -- -- na 1.7E+05

2,4 Dinitrophenol 0 -- -- na 5.3E+03 -- -- na 2.0E+05 -- -- -- -- -- -- -- -- -- -- na 2.0E+05

2-Methyl-4,6-Dinitrophenol 0 -- -- na 2.8E+02 -- -- na 1.0E+04 -- -- -- -- -- -- -- -- -- -- na 1.0E+04

2,4-Dinitrotoluene C
0 -- -- na 3.4E+01 -- -- na 4.4E+03 -- -- -- -- -- -- -- -- -- -- na 4.4E+03

Dioxin 2,3,7,8-

tetrachlorodibenzo-p-dioxin 0 -- -- na 5.1E-08 -- -- na 1.9E-06 -- -- -- -- -- -- -- -- -- -- na 1.9E-06

1,2-DiphenylhydrazineC
0 -- -- na 2.0E+00 -- -- na 2.6E+02 -- -- -- -- -- -- -- -- -- -- na 2.6E+02

Alpha-Endosulfan 0 2.2E-01 5.6E-02 na 8.9E+01 2.0E+00 1.4E+00 na 3.3E+03 -- -- -- -- -- -- -- -- 2.0E+00 1.4E+00 na 3.3E+03

Beta-Endosulfan 0 2.2E-01 5.6E-02 na 8.9E+01 2.0E+00 1.4E+00 na 3.3E+03 -- -- -- -- -- -- -- -- 2.0E+00 1.4E+00 na 3.3E+03

Alpha + Beta Endosulfan 0 2.2E-01 5.6E-02 -- -- 2.0E+00 1.4E+00 -- -- -- -- -- -- -- -- -- -- 2.0E+00 1.4E+00 -- --

Endosulfan Sulfate 0 -- -- na 8.9E+01 -- -- na 3.3E+03 -- -- -- -- -- -- -- -- -- -- na 3.3E+03

Endrin 0 8.6E-02 3.6E-02 na 6.0E-02 7.8E-01 9.1E-01 na 2.2E+00 -- -- -- -- -- -- -- -- 7.8E-01 9.1E-01 na 2.2E+00

Endrin Aldehyde 0 -- -- na 3.0E-01 -- -- na 1.1E+01 -- -- -- -- -- -- -- -- -- -- na 1.1E+01
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Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

Ethylbenzene 0 -- -- na 2.1E+03 -- -- na 7.7E+04 -- -- -- -- -- -- -- -- -- -- na 7.7E+04

Fluoranthene 0 -- -- na 1.4E+02 -- -- na 5.2E+03 -- -- -- -- -- -- -- -- -- -- na 5.2E+03

Fluorene 0 -- -- na 5.3E+03 -- -- na 2.0E+05 -- -- -- -- -- -- -- -- -- -- na 2.0E+05

Foaming Agents 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Guthion 0 -- 1.0E-02 na -- -- 2.5E-01 na -- -- -- -- -- -- -- -- -- -- 2.5E-01 na --

Heptachlor C
0 5.2E-01 3.8E-03 na 7.9E-04 4.7E+00 9.6E-02 na 1.0E-01 -- -- -- -- -- -- -- -- 4.7E+00 9.6E-02 na 1.0E-01

Heptachlor EpoxideC
0 5.2E-01 3.8E-03 na 3.9E-04 4.7E+00 9.6E-02 na 5.1E-02 -- -- -- -- -- -- -- -- 4.7E+00 9.6E-02 na 5.1E-02

HexachlorobenzeneC
0 -- -- na 2.9E-03 -- -- na 3.8E-01 -- -- -- -- -- -- -- -- -- -- na 3.8E-01

HexachlorobutadieneC
0 -- -- na 1.8E+02 -- -- na 2.3E+04 -- -- -- -- -- -- -- -- -- -- na 2.3E+04

Hexachlorocyclohexane

Alpha-BHCC
0 -- -- na 4.9E-02 -- -- na 6.4E+00 -- -- -- -- -- -- -- -- -- -- na 6.4E+00

Hexachlorocyclohexane

Beta-BHCC
0 -- -- na 1.7E-01 -- -- na 2.2E+01 -- -- -- -- -- -- -- -- -- -- na 2.2E+01

Hexachlorocyclohexane

Gamma-BHCC (Lindane) 0 9.5E-01 na na 1.8E+00 8.6E+00 -- na 2.3E+02 -- -- -- -- -- -- -- -- 8.6E+00 -- na 2.3E+02

Hexachlorocyclopentadiene 0 -- -- na 1.1E+03 -- -- na 4.1E+04 -- -- -- -- -- -- -- -- -- -- na 4.1E+04

HexachloroethaneC 0 -- -- na 3.3E+01 -- -- na 4.3E+03 -- -- -- -- -- -- -- -- -- -- na 4.3E+03

Hydrogen Sulfide 0 -- 2.0E+00 na -- -- 5.0E+01 na -- -- -- -- -- -- -- -- -- -- 5.0E+01 na --

Indeno (1,2,3-cd) pyrene C
0 -- -- na 1.8E-01 -- -- na 2.3E+01 -- -- -- -- -- -- -- -- -- -- na 2.3E+01

Iron 50 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

IsophoroneC
0 -- -- na 9.6E+03 -- -- na 1.2E+06 -- -- -- -- -- -- -- -- -- -- na 1.2E+06

Kepone 0 -- 0.0E+00 na -- -- 0.0E+00 na -- -- -- -- -- -- -- -- -- -- 0.0E+00 na --

Lead 0.1 1.9E+02 2.2E+01 na -- 1.7E+03 5.4E+02 na -- -- -- -- -- -- -- -- -- 1.7E+03 5.4E+02 na --

Malathion 0 -- 1.0E-01 na -- -- 2.5E+00 na -- -- -- -- -- -- -- -- -- -- 2.5E+00 na --

Manganese 10.12 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Mercury 0.0015 1.4E+00 7.7E-01 - - - - 1.3E+01 1.9E+01 - - - - -- -- -- -- -- -- -- -- 1.3E+01 1.9E+01 - - - -

Methyl Bromide 0 -- -- na 1.5E+03 -- -- na 5.5E+04 -- -- -- -- -- -- -- -- -- -- na 5.5E+04

Methylene Chloride C
0 -- -- na 5.9E+03 -- -- na 7.7E+05 -- -- -- -- -- -- -- -- -- -- na 7.7E+05

Methoxychlor 0 -- 3.0E-02 na -- -- 7.6E-01 na -- -- -- -- -- -- -- -- -- -- 7.6E-01 na --

Mirex 0 -- 0.0E+00 na -- -- 0.0E+00 na -- -- -- -- -- -- -- -- -- -- 0.0E+00 na --

Nickel 1.29 2.5E+02 2.8E+01 na 4.6E+03 2.2E+03 6.7E+02 na 1.7E+05 -- -- -- -- -- -- -- -- 2.2E+03 6.7E+02 na 1.7E+05

Nitrate (as N) 650 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Nitrobenzene 0 -- -- na 6.9E+02 -- -- na 2.5E+04 -- -- -- -- -- -- -- -- -- -- na 2.5E+04

N-NitrosodimethylamineC
0 -- -- na 3.0E+01 -- -- na 3.9E+03 -- -- -- -- -- -- -- -- -- -- na 3.9E+03

N-NitrosodiphenylamineC
0 -- -- na 6.0E+01 -- -- na 7.8E+03 -- -- -- -- -- -- -- -- -- -- na 7.8E+03

N-Nitrosodi-n-propylamineC
0 -- -- na 5.1E+00 -- -- na 6.6E+02 -- -- -- -- -- -- -- -- -- -- na 6.6E+02

Nonylphenol 0 2.8E+01 6.6E+00 -- -- 2.5E+02 1.7E+02 na -- -- -- -- -- -- -- -- -- 2.5E+02 1.7E+02 na --

Parathion 0 6.5E-02 1.3E-02 na -- 5.9E-01 3.3E-01 na -- -- -- -- -- -- -- -- -- 5.9E-01 3.3E-01 na --

PCB TotalC 0 -- 1.4E-02 na 6.4E-04 -- 3.5E-01 na 8.3E-02 -- -- -- -- -- -- -- -- -- 3.5E-01 na 8.3E-02

Pentachlorophenol C
0 2.2E+01 1.8E+01 na 3.0E+01 2.0E+02 4.5E+02 na 3.9E+03 -- -- -- -- -- -- -- -- 2.0E+02 4.5E+02 na 3.9E+03

Phenol 0 -- -- na 8.6E+05 -- -- na 3.2E+07 -- -- -- -- -- -- -- -- -- -- na 3.2E+07

Pyrene 0 -- -- na 4.0E+03 -- -- na 1.5E+05 -- -- -- -- -- -- -- -- -- -- na 1.5E+05

Radionuclides 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --
Gross Alpha Activity

(pCi/L) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --
Beta and Photon Activity

(mrem/yr) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Radium 226 + 228 (pCi/L) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Uranium (ug/l) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --
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Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

Selenium, Total Recoverable 0.5 2.0E+01 5.0E+00 na 4.2E+03 1.8E+02 1.1E+02 na 1.5E+05 -- -- -- -- -- -- -- -- 1.8E+02 1.1E+02 na 1.5E+05

Silver 0.1 6.3E+00 -- na -- 5.6E+01 -- na -- -- -- -- -- -- -- -- -- 5.6E+01 -- na --

Sulfate 17300 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

1,1,2,2-TetrachloroethaneC
0 -- -- na 4.0E+01 -- -- na 5.2E+03 -- -- -- -- -- -- -- -- -- -- na 5.2E+03

TetrachloroethyleneC
0 -- -- na 3.3E+01 -- -- na 4.3E+03 -- -- -- -- -- -- -- -- -- -- na 4.3E+03

Thallium 0.1 -- -- na 4.7E-01 -- -- na 1.4E+01 -- -- -- -- -- -- -- -- -- -- na 1.4E+01

Toluene 0 -- -- na 6.0E+03 -- -- na 2.2E+05 -- -- -- -- -- -- -- -- -- -- na 2.2E+05

Total dissolved solids 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Toxaphene C
0 7.3E-01 2.0E-04 na 2.8E-03 6.6E+00 5.0E-03 na 3.6E-01 -- -- -- -- -- -- -- -- 6.6E+00 5.0E-03 na 3.6E-01

Tributyltin 0 4.6E-01 7.2E-02 na -- 4.2E+00 1.8E+00 na -- -- -- -- -- -- -- -- -- 4.2E+00 1.8E+00 na --

1,2,4-Trichlorobenzene 0 -- -- na 7.0E+01 -- -- na 2.6E+03 -- -- -- -- -- -- -- -- -- -- na 2.6E+03

1,1,2-TrichloroethaneC
0 -- -- na 1.6E+02 -- -- na 2.1E+04 -- -- -- -- -- -- -- -- -- -- na 2.1E+04

Trichloroethylene C
0 -- -- na 3.0E+02 -- -- na 3.9E+04 -- -- -- -- -- -- -- -- -- -- na 3.9E+04

2,4,6-Trichlorophenol C
0 -- -- na 2.4E+01 -- -- na 3.1E+03 -- -- -- -- -- -- -- -- -- -- na 3.1E+03

2-(2,4,5-Trichlorophenoxy)

propionic acid (Silvex) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Vinyl ChlorideC
0 -- -- na 2.4E+01 -- -- na 3.1E+03 -- -- -- -- -- -- -- -- -- -- na 3.1E+03

Zinc 1.53 1.6E+02 1.6E+02 na 2.6E+04 1.4E+03 4.0E+03 na 9.6E+05 -- -- -- -- -- -- -- -- 1.4E+03 4.0E+03 na 9.6E+05

Notes: Target Value (SSTV) Note: do not use QL's lower than the

1. All concentrations expressed as micrograms/liter (ug/l), unless noted otherwise minimum QL's provided in agency

2. Discharge flow is highest monthly average or Form 2C maximum for Industries and design flow for Municipals guidance

3. Metals measured as Dissolved, unless specified otherwise

4. "C" indicates a carcinogenic parameter

5. Regular WLAs are mass balances (minus background concentration) using the % of stream flow entered above under Mixing Information.

Antidegradation WLAs are based upon a complete mix.

6. Antideg. Baseline = (0.25(WQC - background conc.) + background conc.) for acute and chronic

= (0.1(WQC - background conc.) + background conc.) for human health

7. WLAs established at the following stream flows: 1Q10 for Acute, 30Q10 for Chronic Ammonia, 7Q10 for Other Chronic, 30Q5 for Non-carcinogens and

Harmonic Mean for Carcinogens. To apply mixing ratios from a model set the stream flow equal to (mixing ratio - 1), effluent flow equal to 1 and 100% mix.

2.3E+01

5.7E+02

4.0E+02

na

1.5E+03

6.8E+01

5.1E+00

Cadmium

3.3E+02

na

Chromium III

Chromium VI

2.4E+04

1.2E+03

6.5E+01

5.8E+01

Copper

2.1E+01

na

Metal

Antimony

Arsenic

Barium

Silver

Zinc

Iron

Lead

Manganese

Mercury

Nickel

Selenium
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Facility Name: AEP Clinch River Plant Permit No.: VA0001015

Receiving Stream: Dumps Creek Outfall 015 Version: OWP Guidance Memo 00-2011 (8/24/00)

3.5E-09 3.5E-09 1.288E-12

Stream Information 1.3E-08 Stream Flows Mixing Information Effluent Information 7.59E-12 7.586E-12

Mean Hardness (as CaCO3) = 138 mg/L 1Q10 (Annual) = 1.84 MGD Annual - 1Q10 Mix = 100 % Mean Hardness (as CaCO3) = 100 mg/L

90% Temperature (Annual) = 21.546 deg C 7Q10 (Annual) = 2.11 MGD - 7Q10 Mix = 100 % 90% Temp (Annual) = 15.3 deg C

90% Temperature (Wet season) = 21.546 deg C 30Q10 (Annual) = 2.53 MGD - 30Q10 Mix = 100 % 90% Temp (Wet season) = 15.3 deg C

90% Maximum pH = 8.45 SU 1Q10 (Wet season) = 2.84 MGD Wet Season - 1Q10 Mix = 100 % 90% Maximum pH = 11.89 SU

10% Maximum pH = 7.881 SU 30Q10 (Wet season) = 5.89 MGD - 30Q10 Mix = 100 % 10% Maximum pH = 11.12 SU

Tier Designation (1 or 2) = 1 30Q5 = 2.89 MGD Discharge Flow = 0.025 MGD

Public Water Supply (PWS) Y/N? = n Harmonic Mean = 9.05 MGD

Trout Present Y/N? = n

Early Life Stages Present Y/N? = y

Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Acenapthene 0 -- -- na 9.9E+02 -- -- na 1.2E+05 -- -- -- -- -- -- -- -- -- -- na 1.2E+05

Acrolein 0 -- -- na 9.3E+00 -- -- na 1.1E+03 -- -- -- -- -- -- -- -- -- -- na 1.1E+03

AcrylonitrileC
0 -- -- na 2.5E+00 -- -- na 9.1E+02 -- -- -- -- -- -- -- -- -- -- na 9.1E+02

Aldrin C
0 3.0E+00 -- na 5.0E-04 2.2E+02 -- na 1.8E-01 -- -- -- -- -- -- -- -- 2.2E+02 -- na 1.8E-01

Ammonia-N (mg/l)

(Yearly) 0 3.49E+00 7.51E-01 na -- 2.60E+02 7.68E+01 na -- -- -- -- -- -- -- -- -- 2.60E+02 7.68E+01 na --
Ammonia-N (mg/l)

(High Flow) 0 3.50E+00 7.53E-01 na -- 4.01E+02 1.78E+02 na -- -- -- -- -- -- -- -- -- 4.01E+02 1.78E+02 na --

Anthracene 0 -- -- na 4.0E+04 -- -- na 4.7E+06 -- -- -- -- -- -- -- -- -- -- na 4.7E+06

Antimony 0.16 -- -- na 6.4E+02 -- -- na 7.5E+04 -- -- -- -- -- -- -- -- -- -- na 7.5E+04

Arsenic 0.82 3.4E+02 1.5E+02 na -- 2.5E+04 1.3E+04 na -- -- -- -- -- -- -- -- -- 2.5E+04 1.3E+04 na --

Barium 94.8 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Benzene C
0 -- -- na 5.1E+02 -- -- na 1.9E+05 -- -- -- -- -- -- -- -- -- -- na 1.9E+05

BenzidineC
0 -- -- na 2.0E-03 -- -- na 7.3E-01 -- -- -- -- -- -- -- -- -- -- na 7.3E-01

Benzo (a) anthracene C
0 -- -- na 1.8E-01 -- -- na 6.5E+01 -- -- -- -- -- -- -- -- -- -- na 6.5E+01

Benzo (b) fluoranthene C
0 -- -- na 1.8E-01 -- -- na 6.5E+01 -- -- -- -- -- -- -- -- -- -- na 6.5E+01

Benzo (k) fluoranthene C
0 -- -- na 1.8E-01 -- -- na 6.5E+01 -- -- -- -- -- -- -- -- -- -- na 6.5E+01

Benzo (a) pyrene C
0 -- -- na 1.8E-01 -- -- na 6.5E+01 -- -- -- -- -- -- -- -- -- -- na 6.5E+01

Bis2-Chloroethyl Ether C
0 -- -- na 5.3E+00 -- -- na 1.9E+03 -- -- -- -- -- -- -- -- -- -- na 1.9E+03

Bis2-Chloroisopropyl Ether 0 -- -- na 6.5E+04 -- -- na 7.6E+06 -- -- -- -- -- -- -- -- -- -- na 7.6E+06

Bis 2-Ethylhexyl Phthalate C
0 -- -- na 2.2E+01 -- -- na 8.0E+03 -- -- -- -- -- -- -- -- -- -- na 8.0E+03

Bromoform C
0 -- -- na 1.4E+03 -- -- na 5.1E+05 -- -- -- -- -- -- -- -- -- -- na 5.1E+05

Butylbenzylphthalate 0 -- -- na 1.9E+03 -- -- na 2.2E+05 -- -- -- -- -- -- -- -- -- -- na 2.2E+05

Cadmium 0.05 5.6E+00 1.5E+00 na -- 4.2E+02 1.2E+02 na -- -- -- -- -- -- -- -- -- 4.2E+02 1.2E+02 na --

Carbon Tetrachloride C
0 -- -- na 1.6E+01 -- -- na 5.8E+03 -- -- -- -- -- -- -- -- -- -- na 5.8E+03

Chlordane C
0 2.4E+00 4.3E-03 na 8.1E-03 1.8E+02 3.7E-01 na 2.9E+00 -- -- -- -- -- -- -- -- 1.8E+02 3.7E-01 na 2.9E+00

Chloride 15.7 8.6E+05 2.3E+05 na -- 6.4E+07 2.0E+07 na -- -- -- -- -- -- -- -- -- 6.4E+07 2.0E+07 na --

TRC 0 1.9E+01 1.1E+01 na -- 1.4E+03 9.4E+02 na -- -- -- -- -- -- -- -- -- 1.4E+03 9.4E+02 na --

Chlorobenzene 0 -- -- na 1.6E+03 -- -- na 1.9E+05 -- -- -- -- -- -- -- -- -- -- na 1.9E+05

FRESHWATER

Most Limiting Allocations

WATER QUALITY CRITERIA / WASTELOAD ALLOCATION ANALYSIS

Water Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

page 1 of 4 015 MSTRANTI (Version 2b).xlsx - Freshwater WLAs 2/19/2016 - 7:14 AM



Parameter Background

(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

ChlorodibromomethaneC
0 -- -- na 1.3E+02 -- -- na 4.7E+04 -- -- -- -- -- -- -- -- -- -- na 4.7E+04

Chloroform 0 -- -- na 1.1E+04 -- -- na 1.3E+06 -- -- -- -- -- -- -- -- -- -- na 1.3E+06

2-Chloronaphthalene 0 -- -- na 1.6E+03 -- -- na 1.9E+05 -- -- -- -- -- -- -- -- -- -- na 1.9E+05

2-Chlorophenol 0 -- -- na 1.5E+02 -- -- na 1.7E+04 -- -- -- -- -- -- -- -- -- -- na 1.7E+04

Chlorpyrifos 0 8.3E-02 4.1E-02 na -- 6.2E+00 3.5E+00 na -- -- -- -- -- -- -- -- -- 6.2E+00 3.5E+00 na --

Chromium III 0 7.4E+02 9.6E+01 na -- 5.5E+04 8.2E+03 na -- -- -- -- -- -- -- -- -- 5.5E+04 8.2E+03 na --

Chromium VI 0 1.6E+01 1.1E+01 na -- 1.2E+03 9.4E+02 na -- -- -- -- -- -- -- -- -- 1.2E+03 9.4E+02 na --

Chromium, Total 0.2 -- -- 1.0E+02 -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Chrysene C
0 -- -- na 1.8E-02 -- -- na 6.5E+00 -- -- -- -- -- -- -- -- -- -- na 6.5E+00

Copper 0.92 1.8E+01 1.2E+01 na -- 1.3E+03 9.3E+02 na -- -- -- -- -- -- -- -- -- 1.3E+03 9.3E+02 na --

Cyanide, Free 0 2.2E+01 5.2E+00 na 1.6E+04 1.6E+03 4.4E+02 na 1.9E+06 -- -- -- -- -- -- -- -- 1.6E+03 4.4E+02 na 1.9E+06

DDD C
0 -- -- na 3.1E-03 -- -- na 1.1E+00 -- -- -- -- -- -- -- -- -- -- na 1.1E+00

DDE C
0 -- -- na 2.2E-03 -- -- na 8.0E-01 -- -- -- -- -- -- -- -- -- -- na 8.0E-01

DDT C
0 1.1E+00 1.0E-03 na 2.2E-03 8.2E+01 8.5E-02 na 8.0E-01 -- -- -- -- -- -- -- -- 8.2E+01 8.5E-02 na 8.0E-01

Demeton 0 -- 1.0E-01 na -- -- 8.5E+00 na -- -- -- -- -- -- -- -- -- -- 8.5E+00 na --

Diazinon 0 1.7E-01 1.7E-01 na -- 1.3E+01 1.5E+01 na -- -- -- -- -- -- -- -- -- 1.3E+01 1.5E+01 na --

Dibenz(a,h)anthracene C
0 -- -- na 1.8E-01 -- -- na 6.5E+01 -- -- -- -- -- -- -- -- -- -- na 6.5E+01

1,2-Dichlorobenzene 0 -- -- na 1.3E+03 -- -- na 1.5E+05 -- -- -- -- -- -- -- -- -- -- na 1.5E+05

1,3-Dichlorobenzene 0 -- -- na 9.6E+02 -- -- na 1.1E+05 -- -- -- -- -- -- -- -- -- -- na 1.1E+05

1,4-Dichlorobenzene 0 -- -- na 1.9E+02 -- -- na 2.2E+04 -- -- -- -- -- -- -- -- -- -- na 2.2E+04

3,3-DichlorobenzidineC
0 -- -- na 2.8E-01 -- -- na 1.0E+02 -- -- -- -- -- -- -- -- -- -- na 1.0E+02

Dichlorobromomethane C
0 -- -- na 1.7E+02 -- -- na 6.2E+04 -- -- -- -- -- -- -- -- -- -- na 6.2E+04

1,2-Dichloroethane C
0 -- -- na 3.7E+02 -- -- na 1.3E+05 -- -- -- -- -- -- -- -- -- -- na 1.3E+05

1,1-Dichloroethylene 0 -- -- na 7.1E+03 -- -- na 8.3E+05 -- -- -- -- -- -- -- -- -- -- na 8.3E+05

1,2-trans-dichloroethylene 0 -- -- na 1.0E+04 -- -- na 1.2E+06 -- -- -- -- -- -- -- -- -- -- na 1.2E+06

2,4-Dichlorophenol 0 -- -- na 2.9E+02 -- -- na 3.4E+04 -- -- -- -- -- -- -- -- -- -- na 3.4E+04

2,4-Dichlorophenoxy

acetic acid (2,4-D) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

1,2-DichloropropaneC 0 -- -- na 1.5E+02 -- -- na 5.4E+04 -- -- -- -- -- -- -- -- -- -- na 5.4E+04

1,3-Dichloropropene C 0 -- -- na 2.1E+02 -- -- na 7.6E+04 -- -- -- -- -- -- -- -- -- -- na 7.6E+04

Dieldrin C
0 2.4E-01 5.6E-02 na 5.4E-04 1.8E+01 4.8E+00 na 2.0E-01 -- -- -- -- -- -- -- -- 1.8E+01 4.8E+00 na 2.0E-01

Diethyl Phthalate 0 -- -- na 4.4E+04 -- -- na 5.1E+06 -- -- -- -- -- -- -- -- -- -- na 5.1E+06

2,4-Dimethylphenol 0 -- -- na 8.5E+02 -- -- na 9.9E+04 -- -- -- -- -- -- -- -- -- -- na 9.9E+04

Dimethyl Phthalate 0 -- -- na 1.1E+06 -- -- na 1.3E+08 -- -- -- -- -- -- -- -- -- -- na 1.3E+08

Di-n-Butyl Phthalate 0 -- -- na 4.5E+03 -- -- na 5.2E+05 -- -- -- -- -- -- -- -- -- -- na 5.2E+05

2,4 Dinitrophenol 0 -- -- na 5.3E+03 -- -- na 6.2E+05 -- -- -- -- -- -- -- -- -- -- na 6.2E+05

2-Methyl-4,6-Dinitrophenol 0 -- -- na 2.8E+02 -- -- na 3.3E+04 -- -- -- -- -- -- -- -- -- -- na 3.3E+04

2,4-Dinitrotoluene C
0 -- -- na 3.4E+01 -- -- na 1.2E+04 -- -- -- -- -- -- -- -- -- -- na 1.2E+04

Dioxin 2,3,7,8-

tetrachlorodibenzo-p-dioxin 0 -- -- na 5.1E-08 -- -- na 5.9E-06 -- -- -- -- -- -- -- -- -- -- na 5.9E-06

1,2-DiphenylhydrazineC
0 -- -- na 2.0E+00 -- -- na 7.3E+02 -- -- -- -- -- -- -- -- -- -- na 7.3E+02

Alpha-Endosulfan 0 2.2E-01 5.6E-02 na 8.9E+01 1.6E+01 4.8E+00 na 1.0E+04 -- -- -- -- -- -- -- -- 1.6E+01 4.8E+00 na 1.0E+04

Beta-Endosulfan 0 2.2E-01 5.6E-02 na 8.9E+01 1.6E+01 4.8E+00 na 1.0E+04 -- -- -- -- -- -- -- -- 1.6E+01 4.8E+00 na 1.0E+04

Alpha + Beta Endosulfan 0 2.2E-01 5.6E-02 -- -- 1.6E+01 4.8E+00 -- -- -- -- -- -- -- -- -- -- 1.6E+01 4.8E+00 -- --

Endosulfan Sulfate 0 -- -- na 8.9E+01 -- -- na 1.0E+04 -- -- -- -- -- -- -- -- -- -- na 1.0E+04

Endrin 0 8.6E-02 3.6E-02 na 6.0E-02 6.4E+00 3.1E+00 na 7.0E+00 -- -- -- -- -- -- -- -- 6.4E+00 3.1E+00 na 7.0E+00

Endrin Aldehyde 0 -- -- na 3.0E-01 -- -- na 3.5E+01 -- -- -- -- -- -- -- -- -- -- na 3.5E+01
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(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

Ethylbenzene 0 -- -- na 2.1E+03 -- -- na 2.4E+05 -- -- -- -- -- -- -- -- -- -- na 2.4E+05

Fluoranthene 0 -- -- na 1.4E+02 -- -- na 1.6E+04 -- -- -- -- -- -- -- -- -- -- na 1.6E+04

Fluorene 0 -- -- na 5.3E+03 -- -- na 6.2E+05 -- -- -- -- -- -- -- -- -- -- na 6.2E+05

Foaming Agents 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Guthion 0 -- 1.0E-02 na -- -- 8.5E-01 na -- -- -- -- -- -- -- -- -- -- 8.5E-01 na --

Heptachlor C
0 5.2E-01 3.8E-03 na 7.9E-04 3.9E+01 3.2E-01 na 2.9E-01 -- -- -- -- -- -- -- -- 3.9E+01 3.2E-01 na 2.9E-01

Heptachlor EpoxideC
0 5.2E-01 3.8E-03 na 3.9E-04 3.9E+01 3.2E-01 na 1.4E-01 -- -- -- -- -- -- -- -- 3.9E+01 3.2E-01 na 1.4E-01

HexachlorobenzeneC
0 -- -- na 2.9E-03 -- -- na 1.1E+00 -- -- -- -- -- -- -- -- -- -- na 1.1E+00

HexachlorobutadieneC
0 -- -- na 1.8E+02 -- -- na 6.5E+04 -- -- -- -- -- -- -- -- -- -- na 6.5E+04

Hexachlorocyclohexane

Alpha-BHCC
0 -- -- na 4.9E-02 -- -- na 1.8E+01 -- -- -- -- -- -- -- -- -- -- na 1.8E+01

Hexachlorocyclohexane

Beta-BHCC
0 -- -- na 1.7E-01 -- -- na 6.2E+01 -- -- -- -- -- -- -- -- -- -- na 6.2E+01

Hexachlorocyclohexane

Gamma-BHCC (Lindane) 0 9.5E-01 na na 1.8E+00 7.1E+01 -- na 6.5E+02 -- -- -- -- -- -- -- -- 7.1E+01 -- na 6.5E+02

Hexachlorocyclopentadiene 0 -- -- na 1.1E+03 -- -- na 1.3E+05 -- -- -- -- -- -- -- -- -- -- na 1.3E+05

HexachloroethaneC 0 -- -- na 3.3E+01 -- -- na 1.2E+04 -- -- -- -- -- -- -- -- -- -- na 1.2E+04

Hydrogen Sulfide 0 -- 2.0E+00 na -- -- 1.7E+02 na -- -- -- -- -- -- -- -- -- -- 1.7E+02 na --

Indeno (1,2,3-cd) pyrene C
0 -- -- na 1.8E-01 -- -- na 6.5E+01 -- -- -- -- -- -- -- -- -- -- na 6.5E+01

Iron 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

IsophoroneC
0 -- -- na 9.6E+03 -- -- na 3.5E+06 -- -- -- -- -- -- -- -- -- -- na 3.5E+06

Kepone 0 -- 0.0E+00 na -- -- 0.0E+00 na -- -- -- -- -- -- -- -- -- -- 0.0E+00 na --

Lead 0.367 1.8E+02 2.0E+01 na -- 1.3E+04 1.7E+03 na -- -- -- -- -- -- -- -- -- 1.3E+04 1.7E+03 na --

Malathion 0 -- 1.0E-01 na -- -- 8.5E+00 na -- -- -- -- -- -- -- -- -- -- 8.5E+00 na --

Manganese 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Mercury 0 1.4E+00 7.7E-01 - - - - 1.0E+02 6.6E+01 - - - - -- -- -- -- -- -- -- -- 1.0E+02 6.6E+01 - - - -

Methyl Bromide 0 -- -- na 1.5E+03 -- -- na 1.7E+05 -- -- -- -- -- -- -- -- -- -- na 1.7E+05

Methylene Chloride C
0 -- -- na 5.9E+03 -- -- na 2.1E+06 -- -- -- -- -- -- -- -- -- -- na 2.1E+06

Methoxychlor 0 -- 3.0E-02 na -- -- 2.6E+00 na -- -- -- -- -- -- -- -- -- -- 2.6E+00 na --

Mirex 0 -- 0.0E+00 na -- -- 0.0E+00 na -- -- -- -- -- -- -- -- -- -- 0.0E+00 na --

Nickel 0 2.4E+02 2.7E+01 na 4.6E+03 1.8E+04 2.3E+03 na 5.4E+05 -- -- -- -- -- -- -- -- 1.8E+04 2.3E+03 na 5.4E+05

Nitrate (as N) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Nitrobenzene 0 -- -- na 6.9E+02 -- -- na 8.0E+04 -- -- -- -- -- -- -- -- -- -- na 8.0E+04

N-NitrosodimethylamineC
0 -- -- na 3.0E+01 -- -- na 1.1E+04 -- -- -- -- -- -- -- -- -- -- na 1.1E+04

N-NitrosodiphenylamineC
0 -- -- na 6.0E+01 -- -- na 2.2E+04 -- -- -- -- -- -- -- -- -- -- na 2.2E+04

N-Nitrosodi-n-propylamineC
0 -- -- na 5.1E+00 -- -- na 1.9E+03 -- -- -- -- -- -- -- -- -- -- na 1.9E+03

Nonylphenol 0 2.8E+01 6.6E+00 -- -- 2.1E+03 5.6E+02 na -- -- -- -- -- -- -- -- -- 2.1E+03 5.6E+02 na --

Parathion 0 6.5E-02 1.3E-02 na -- 4.8E+00 1.1E+00 na -- -- -- -- -- -- -- -- -- 4.8E+00 1.1E+00 na --

PCB TotalC 0 -- 1.4E-02 na 6.4E-04 -- 1.2E+00 na 2.3E-01 -- -- -- -- -- -- -- -- -- 1.2E+00 na 2.3E-01

Pentachlorophenol C
0 2.1E+01 1.6E+01 na 3.0E+01 1.6E+03 1.4E+03 na 1.1E+04 -- -- -- -- -- -- -- -- 1.6E+03 1.4E+03 na 1.1E+04

Phenol 0 -- -- na 8.6E+05 -- -- na 1.0E+08 -- -- -- -- -- -- -- -- -- -- na 1.0E+08

Pyrene 0 -- -- na 4.0E+03 -- -- na 4.7E+05 -- -- -- -- -- -- -- -- -- -- na 4.7E+05

Radionuclides 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --
Gross Alpha Activity

(pCi/L) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --
Beta and Photon Activity

(mrem/yr) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Radium 226 + 228 (pCi/L) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Uranium (ug/l) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --
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(ug/l unless noted) Conc. Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH Acute Chronic HH (PWS) HH

Most Limiting AllocationsWater Quality Criteria Wasteload Allocations Antidegradation Baseline Antidegradation Allocations

Selenium, Total Recoverable 0.5 2.0E+01 5.0E+00 na 4.2E+03 1.5E+03 3.8E+02 na 4.9E+05 -- -- -- -- -- -- -- -- 1.5E+03 3.8E+02 na 4.9E+05

Silver 0 6.0E+00 -- na -- 4.5E+02 -- na -- -- -- -- -- -- -- -- -- 4.5E+02 -- na --

Sulfate 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

1,1,2,2-TetrachloroethaneC
0 -- -- na 4.0E+01 -- -- na 1.5E+04 -- -- -- -- -- -- -- -- -- -- na 1.5E+04

TetrachloroethyleneC
0 -- -- na 3.3E+01 -- -- na 1.2E+04 -- -- -- -- -- -- -- -- -- -- na 1.2E+04

Thallium 0.05 -- -- na 4.7E-01 -- -- na 4.9E+01 -- -- -- -- -- -- -- -- -- -- na 4.9E+01

Toluene 0 -- -- na 6.0E+03 -- -- na 7.0E+05 -- -- -- -- -- -- -- -- -- -- na 7.0E+05

Total dissolved solids 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Toxaphene C
0 7.3E-01 2.0E-04 na 2.8E-03 5.4E+01 1.7E-02 na 1.0E+00 -- -- -- -- -- -- -- -- 5.4E+01 1.7E-02 na 1.0E+00

Tributyltin 0 4.6E-01 7.2E-02 na -- 3.4E+01 6.1E+00 na -- -- -- -- -- -- -- -- -- 3.4E+01 6.1E+00 na --

1,2,4-Trichlorobenzene 0 -- -- na 7.0E+01 -- -- na 8.2E+03 -- -- -- -- -- -- -- -- -- -- na 8.2E+03

1,1,2-TrichloroethaneC
0 -- -- na 1.6E+02 -- -- na 5.8E+04 -- -- -- -- -- -- -- -- -- -- na 5.8E+04

Trichloroethylene C
0 -- -- na 3.0E+02 -- -- na 1.1E+05 -- -- -- -- -- -- -- -- -- -- na 1.1E+05

2,4,6-Trichlorophenol C
0 -- -- na 2.4E+01 -- -- na 8.7E+03 -- -- -- -- -- -- -- -- -- -- na 8.7E+03

2-(2,4,5-Trichlorophenoxy)

propionic acid (Silvex) 0 -- -- na -- -- -- na -- -- -- -- -- -- -- -- -- -- -- na --

Vinyl ChlorideC
0 -- -- na 2.4E+01 -- -- na 8.7E+03 -- -- -- -- -- -- -- -- -- -- na 8.7E+03

Zinc 0 1.5E+02 1.5E+02 na 2.6E+04 1.1E+04 1.3E+04 na 3.0E+06 -- -- -- -- -- -- -- -- 1.1E+04 1.3E+04 na 3.0E+06

Notes: Target Value (SSTV) Note: do not use QL's lower than the

1. All concentrations expressed as micrograms/liter (ug/l), unless noted otherwise minimum QL's provided in agency

2. Discharge flow is highest monthly average or Form 2C maximum for Industries and design flow for Municipals guidance

3. Metals measured as Dissolved, unless specified otherwise

4. "C" indicates a carcinogenic parameter

5. Regular WLAs are mass balances (minus background concentration) using the % of stream flow entered above under Mixing Information.

Antidegradation WLAs are based upon a complete mix.

6. Antideg. Baseline = (0.25(WQC - background conc.) + background conc.) for acute and chronic

= (0.1(WQC - background conc.) + background conc.) for human health

7. WLAs established at the following stream flows: 1Q10 for Acute, 30Q10 for Chronic Ammonia, 7Q10 for Other Chronic, 30Q5 for Non-carcinogens and

Harmonic Mean for Carcinogens. To apply mixing ratios from a model set the stream flow equal to (mixing ratio - 1), effluent flow equal to 1 and 100% mix.

Silver

Zinc

Iron

Lead

Manganese

Mercury

Nickel

Selenium

Copper

7.2E+01

na

Metal

Antimony

Arsenic

Barium

Cadmium

1.0E+03

na

Chromium III

Chromium VI

7.5E+04

7.6E+03

5.1E+02

4.8E+02

1.8E+02

4.6E+03

1.4E+03

na

4.9E+03

2.3E+02

3.9E+01
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APPENDIX I

Municipal Minor Fact Sheet Addendum

The following information summarizes the basis for the permit limitations and special conditions for the discharge
from the sewage treatment plant permitted as Outfall 008 that discharges to the Clinch River. The sewage
treatment works receives the sanitary wastewater from the Clinch River Plant including a small amount of flow
from the plant laboratory. The plant is an extended aeration type activated sludge unit with a design capacity of
12,000 gallons per day. The sewage treatment plant consists of a 6,100 gallon aerated surge tank, a 3,100 gallon
sludge holding tank, a 12,000 gallon aeration chamber, a 5,200 gallon clarifier, a 300 gallon dosing tank, a tertiary
treatment unit, an ultraviolet disinfection unit and a post aeration unit. The SIC code is 4952.

1. Effluent Screening & Limitation Development:

• Bacterial Standards:
On January 15, 2003, new bacteria standards in 9VAC25-260-170.A became effective, as did the revised
disinfection policy of 9VAC25-260-170.B. These standards replaced the existing fecal coliform standard
and disinfection policy of 9VAC25-160-170. In short, E.coli criteria replaced the existing fecal coliform
criteria. The current bacteria standards in 9VAC25-260-170.A are as follows:

For freshwater, E.coli bacteria per 100 ml of water shall not exceed the following for any single month:

Parameter Geometric Mean
E.coli (N/100 ml) 126

The Water Quality Standards (9VAC25-260-170) requires that a geometric mean be calculated using all
data collected during any calendar month with a minimum of four weekly samples.

In a previous permit, the permittee was required to demonstrate that the facility could meet the new E.
coli limitations. The facility successfully conducted the E.coli/fecal coliform study during July through
September 2005 and final limits for E.coli became effective on January 1, 2006. There have been no
violations of the E.coli limit during the current permit term.

• BOD5 and Dissolved Oxygen Limits:
Secondary Limits for BOD5 [30 mg/l monthly average, 45 mg/l weekly average] were established in the
original VPDES permit. Based on Best Professional Judgment/Best Engineering Judgment, the
secondary limits for BOD5 will remain in effect for this permit. This decision is based on a very high
dilution ratio of the receiving stream and the discharge (2250:1) at 7Q10 drought flow conditions. Using
the same rational a dissolved oxygen minimum concentration is not necessary to prevent degradation in
the receiving stream.

• Ammonia Nitrogen:
Effective on August 27, 2003 the State Water Control Board adopted new criteria for ammonia nitrogen
(9VAC25-260-155). An acute ammonia nitrogen standard is now calculated without consideration of the
stream temperature. The acute criteria are more restrictive if the trout species are present (only Class V or
VI waters). A chronic ammonia nitrogen standard is now calculated by considering whether or not the
early life stage of fish are present or absent and the pH and temperature of the stream. Based on the
evaluation of the dry season conditions (June-November) the results indicate that No Permit Limit is
necessary for ammonia nitrogen.
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The following stream parameter values are being used for the calculations. The dry season is June-
November.

Acute: Dry Season pH S.U. = 8.342

Dry Season Temperature (Co) 24

The ammonia nitrogen water quality criteria are:

Acute: AStddry = 4.35 mg/l

Chronic: CStddry = 0.755 mg/l Early Life Stage Present

MIXING ANALYSIS:

DEQ’s mixing zone analysis version 2.1.0 indicates that 38.47% of the 1Q10 values and 100% of the
30Q10 values are appropriate to use for this discharge.

ANTIDEGREDATION:

Since the quality of Tier 2 waters is better than required by the standards, no significant degradation of
the existing quality will be allowed. For the protection of aquatic life no more than 25% of the criteria
will be used. The background concentration of ammonia nitrogen is considered to be zero.

f = Fraction of stream flow; (0.25) for antidegradation Tier II waters.

The following drought flows apply:

Qs-1 = 1Q10 Flow 25 (MGD)
Qs-30 = 30Q10 Flow 38 (MGD)

Qe = Design Flow 0.012 (MGD)

WASTELOAD ALLOCATIONS:

The antidegredation wasteload allocations (WLAs) are calculated using the mass balance equation below,
using a design flow of 0.012 MGD.

Acute:

Dry WLAacute = [AStddry (f)(Qs-1 + Qe) - (f)(Qs-1)(NH3-N background)]/Qe

Dry WLAacute = [4.35(.25)(25 + 0.012) – (0.25)(25)(0)]/0.012

Dry WLAacute = 2,267 mg/l
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Chronic:

Dry WLAchronic = [CStddry (f)(Qs-30 + Qe) - (f)(Qs-30)(NH3-N background)]/Qe

Dry WLAchronic = [0.755(.25)(38 + 0.012) – (0.25)(38)(0)]/0.012

Dry WLAchronic = 598 mg/l

PERMIT LIMITS:

Based on the large wasteload allocations for ammonia nitrogen, No Permit Limit Is Required.

• Sewage Sludge:
The contents of the sludge holding tank and other compartments of the sewage treatment works will be
pumped as needed, typically less than once per year, by Blevins Septic Tank Service (VDH Permit
Number 197-04), and transported in a truck-mounted watertight tank to the Town of St. Paul Wastewater
Treatment Plant (VPDES Permit No. VA0026221). Additional treatment and/or stabilization of the
sludge will be provided prior to final disposal. Special conditions regarding changes in sludge
management practices are listed below under Special Conditions pertinent to Outfall 008. Chemical
monitoring of the sludge is not required.

2. Reduced Monitoring:

EPA published "Interim Guidance For Performance-Based Reduction of NPDES Permit Frequencies"
(EPA 833-B-96-001) in April 1996. Based on the sampling and testing required by the existing VPDES
permit and the continued exemplary operation of the treatment works the facility qualifies for reduced
monitoring. Data reported on the Discharge Monitoring Reports during the current permit term indicates
full compliance with the permit limitations. These data and the reduced monitoring frequencies are
summarized below.

Parameter 5 Year
Average

Maximum Range Performance to
Limit Ratio
Percentage

Reduced

Frequency

BOD5 5.4 mg/l 16 mg/l NA 18% 1/3 Months

TSS 6.9 mg/l 21 mg/l NA 23% 1/3 Months

pH NA NA 6.1-8.4 S.U. NA 1/ Week

The monitoring frequencies were arrived at by calculating average of the respective monitoring data and
dividing it by the permit limit to determine the ratio of actual performance to the permit limit. A
reduction in monitoring for E.Coli is not being considered because adequate disinfection is essential to
ensure protection of aquatic life and human health. The monitoring frequency for pH is being reduced
since no treatment is used to achieve the permit limit.
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Provisions are contained in the permit to reinstate more stringent monitoring frequencies if the facility
permitted herein is issued a Notice of Violation for any of the parameters listed below, then the following
effluent monitoring frequencies shall become effective upon written notice from DEQ and remain in
effect until permit expiration.

Parameter Monitoring Frequency

BOD5 1/Month

TSS 1/Month

pH 1/Day

3. Basis for Effluent Limitations:

PARAMETER
(a)
BASIS
FOR
LIMITS

DISCHARGE LIMITS(b)
Outfall 008

MONITORING
REQUIREMENTS

MONTHLY
AVERAGE

WEEKLY
AVERAGE

MIN MAX FREQUENCY SAMPLE
TYPE

Flow NA NL NA NA NL 1/Day (c)
Estimate

pH (S.U.) 3 NA NA 6.0 9.0 1/Week Grab

BOD5 2,5 30 mg/l
1.4 kg/d

45 mg/l
2.0 kg/d

NA NA 1/3 Months Grab

Total
Suspended
Solids

1 30 mg/l
1.4 kg/d

45 mg/l
2.0 kg/d

NA NA 1/3 Months Grab

E.coli
3 126 N/100 ml

Geometric
Mean

NA NA NA 1/Week Grab

a. 1. Federal Effluent guidelines
2. Best Engineering Judgment:
3. Water Quality standard
4. Other (e.g. wasteload allocation model)
5. Best Professional Judgment

b. Express limits in units of concentration (mg/l) and/or mass (kg/d).

c. Estimated average daily flowrate shall be based on the most accurate method or device available
such as: weir, potable water meter, pump rates, etc.

3. Changes to the permit limits for Outfall 008:

• Limitations and Monitoring Requirements: The frequency of monitoring for BOD5 and TSS has been
reduced from 1/Month to 1/3 Months. The frequency of monitoring for pH has been reduced from 1/Day to
1/Week.
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• Compliance Reporting: The quantification level (QL) for BOD5 has been changed from 5.0 mg/l to 2 mg/l
in accordance with current recommendations from the Office of VPDES Permits and Standard Methods 22st

edition.

• The language and rationale for all special conditions (95% Flow, Indirect Dischargers, O & M Manual,
Reliability Classification, Sludge Reopener, Sludge Use and Disposal, Closure Plan ,CTC/CTO and
Effluent Monitoring Frequencies) were updated in accordance with the guidance provided in the 2014
Permit Manual that was updated on March 27, 2014.

• Special Conditions pertinent to Outfall 008 and rationale:

1. Treatment Plant Flows - 95% Capacity Reopener:
Rationale: Required by VPDES Permit Regulation, 9VAC25-31-200 B 4 for all POTW and PVOTW
permits.

2. Indirect Dischargers:
Rationale: Required by VPDES Permit Regulation, 9VAC25-31-200 B 1 and B 2 for POTWs and
PVOTWs that receive waste from someone other than the owner of the treatment works.

3. O&M Manual Requirement:
Rationale: Required by Code of Virginia § 62.1-44.19; Sewage Collection and Treatment
Regulations, 9VAC25-790; VPDES Permit Regulation, 9VAC25-31-190 E.

4. Reliability Class:
Rationale: Required by Sewage Collection and Treatment Regulations, 9VAC25-790 for all municipal
facilities.

5. Sludge Reopener:
Rationale: Required by VPDES Permit Regulation, 9VAC25-31-220 C for all permits issued to
treatment works treating domestic sewage.

6. Sludge Use and Disposal:
Rationale: VPDES Permit Regulation, 9VAC25-31-100 P; 220 B 2; and 420 through 720, and 40 CFR
Part 503 require all treatment works treating domestic sewage to submit information on sludge use and
disposal practices and to meet specified standards for sludge use and disposal.

7. Treatment Works Closure Plan:
Rationale: This condition establishes the requirement to submit a closure plan for the treatment works
if the treatment facility is being replaced or is expected to close. This is necessary to ensure treatment
works are properly closed so that the risk of untreated waste water discharge, spills, leaks and exposure
to raw materials is eliminated and water quality maintained. Section 62.1-44.21 requires every owner
to furnish when requested plans, specification, and other pertinent information as may be necessary to
determine the effect of the wastes from his discharge on the quality of state waters, or such other
information as may be necessary to accomplish the purpose of the State Water Control Law.

8. CTC, CTO Requirement:
Rationale: Required by Code of Virginia § 62.1-44.19; Sewage Collection and Treatment Regulations,
9VAC25-790.
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9. Condition that the permit shall be terminated when public sewerage service is made available:
Rationale: DEQ strategy to minimize individual discharges and promote regionalization of
wastewater treatment. The permit shall be terminated when public sewerage service is made
available.

10. Effluent Monitoring Frequencies:
Rationale: Permittees are granted a reduction in monitoring frequency based on a history of permit
compliance. To remain eligible for the reduction, the permittee should not have violations related to
the effluent limits for which reduced frequencies were granted. If permittees fail to maintain the
previous level of performance, the baseline monitoring frequencies should be reinstated for those
parameters that were previously granted a monitoring frequency reduction.

11. Section 303(d) List (TMDL) Reopener:
Rationale: Section 303(d) of the Clean Water Act requires that total maximum daily loads (TMDLs)
be developed for streams listed as impaired. This special condition is to allow the permit to be
reopened if necessary to bring it into compliance with any applicable TMDL approved for the
receiving stream. The re-opener recognizes that, according to section 402(o)(1) of the Clean Water
Act, limits and/or conditions may be either more or less stringent than those contained in this permit.
Specifically, they can be relaxed if they are the result of a TMDL, basin plan, or other wasteload
allocation prepared under section 303 of the Act.

12. Part II, Conditions Applicable to All Permits:
Rationale: VPDES Permit Regulation, 9VAC25-31-190 requires all VPDES permits to contain or
specifically cite the conditions listed.
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PLANNING CONCURRENCE FOR MUNICIPAL VPDES PERMIT

PERMIT NO. VA0001015
FACILITY: American Electric Power /Clinch River Plant

Outfall No. 008

COUNTY: Russell

[ ] 1. The discharge is in conformance with the existing planning
documents for the area.

[ ] 2. The discharge is not addressed in any planning document, but will
be included, if required, when the plan is updated.

[ ] 3. Other.

________________________________________
TMDL Coordinator - SWRO

________________________________________
Date
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§316(B) CORRESPONDENCE 

 USFWS COMMENT LETTER – JULY 16, 2015 

 AEP TECHNICAL RESPONSE TO USFWS COMMENT – AUGUST 27, 2015 

 AEP RESPONSE LETTER – DECEMBER 4, 2015 

 EPA MEMORANDUM – DECEMBER 11, 2014 
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